


G-001 TITLE SHEET
G-002 INDEX TO DRAWINGS
G-003 GENERAL NOTES, DRAWING CONVENTIONS, GENERAL SCOPE OF WORK
G-100 SITE PLAN
G-101 OST OVERALL PLAN
G-102 TERMINAL 2 CANOPY ROOF KEY PLAN
G-103 TERMINAL 2 SKYLIGHT ROOF KEY PLAN
G-501 PROJECT  SIGN DETAILS

A-518 DETAILS - EXST ROOF CONDITIONS - SKYLIGHTS & WIKI WIKI DRAINS
A-519 CEILING DETAILS, ROOF DETAILS
A-520 DETAILS - PMMA
A-521 DETAILS - PMMA
A-522 DETAILS - TPO
A-523 DETAILS - TPO -  BLDG 342 & BLDG 346
A-524 DEMOLITION DETAILS - BLDG 363
A-525 DETAILS - TPO - BLDG 363
A-526 DETAILS - SILICONE
A-527 DETAILS - SILICONE
A-528 DETAILS - SILICONE
A-529 DETAILS - SILICONE
A-530 DETAILS - SILICONE

A-001 ARCHITECTURAL ABBREVIATIONS, ARCHITECTURAL GENERAL NOTES, ARCHITECTURAL REFERENCE SYMBOLS
A-002 COLOR AND MATERIAL SELECTIONS, DOOR SCHEDULE, REROOFING DEMOLITION LEGEND AND NOTES
A-101 ROOF DRAINS - GATES D1/D2 - ROOF PLANS
A-102 STORM DRAIN LINING - GATES D1/D2 - LEVEL 2
A-103 STORM DRAIN LINING - GATES D1/D2 - LEVEL 1
A-104 ROOF DRAINS - BLDG 342 - ROOF PLAN
A-105 STORM DRAIN LINING - BLDG 342 - LEVEL 2
A-106 STORM DRAIN LINING - BLDG 342 - LEVEL 1
A-107 PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR A
A-108 PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR B
A-109 PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR C
A-110 PARTIAL ROOF PLAN - BLDG 342 - SECTOR A
A-111 PARTIAL ROOF PLAN - BLDG 342 - SECTOR B
A-112 PARTIAL ROOF PLAN - BLDG 342 - SECTOR C
A-113 ROOF DRAINS - GATES F1/F2 - ROOF PLAN
A-114 STORM DRAIN LINING - GATES F1/F2 - LEVEL 2
A-115 STORM DRAIN LINING - GATES F1/F2 - LEVEL 1
A-116 ROOF DRAINS - BLDG 363 - ROOF PLANS
A-117 STORM DRAIN LINING - BLDG 363- LEVEL 2
A-118 STORM DRAIN LINING - BLDG 363 - LEVEL 1
A-119 ROOF DEMOLITION PLAN - BLDG 363
A-120 ROOF PLAN - BLDG 363
A-121 ROOF DRAINS - BLDG 352 - ROOF PLAN
A-122 STORM DRAIN LINING - BLDG 352 - LEVEL 1 & 2
A-123 PARTIAL ROOF DEMOLITION PLAN - BLDG 352
A-124 PARTIAL ROOF PLAN - BLDG 352
A-125 ROOF DRAINS - BLDG 346 - ROOF PLAN
A-126 STORM DRAIN LINING - BLDG 346 - LEVEL 3
A-127 STORM DRAIN LINING - BLDG 346 - LEVEL 2
A-128 STORM DRAIN LINING - BLDG 346 - LEVEL 1
A-129 STORM DRAIN LINING - BLDG 346 - BASEMENT LEVEL
A-130 PARTIAL ROOF DEMOLITION PLAN & PARTIAL ROOF PLAN - BLDG 346
A-131 ROOF DRAINS - BLDG 344 - ROOF PLAN
A-132 STORM DRAIN LINING - BLDG 344 - LEVEL 2
A-133 STORM DRAIN LINING - BLDG 344 - LEVEL 1
A-134 STORM DRAIN LINING - BLDG 344 BASEMENT LEVEL
A-135 PARTIAL ROOF DEMOLITION PLAN - BLDG 344 - SECTOR A
A-136 PARTIAL ROOF DEMOLITION PLAN - BLDG 344 - SECTOR B
A-137 PARTIAL ROOF PLAN - BLDG 344 - SECTOR A
A-138 PARTIAL ROOF PLAN - BLDG 344 - SECTOR B
A-139 OVERALL ROOF PLAN - BLDG 332
A-140 STORM DRAIN LINING - BLDG 332 - LEVEL 2
A-141 STORM DRAIN LINING - BLDG 332 - LEVEL 1
A-142 PARTIAL ROOF DEMOLITION PLAN - BLDG 332
A-143 PARTIAL ROOF PLAN - BLDG 332
A-144 OVERALL ROOF PLAN - BLDG 336
A-145 STORM DRAIN LINING  - BLDG 336 - LEVEL 9, 10, & 11 ROOF PLAN
A-146 STORM DRAIN LINING - BLDG 336 - LEVEL 3 LOWER ROOF, LEVEL 5 ROOF, & CANOPY ROOF PLAN
A-147 STORM DRAIN LINING - BLDG 336 - LEVEL 3 UPPER ROOF PLAN
A-148 STORM DRAIN LINING - BLDG 336 - LEVEL 2
A-149 STORM DRAIN LINING - BLDG 336 - LEVEL 1
A-150 PARTIAL ROOF DEMOLITION PLAN - BLDG 336 - THIRD FLOOR LOWER ROOF, FIFTH FLOOR, CANOPY
A-151 PARTIAL ROOF DEMOLITION PLAN - BLDG 336 - THIRD FLOOR UPPER ROOF
A-152 PARTIAL ROOF DEMOLITION PLAN - BLDG 336 - TENTH FLOOR, ELEVENTH FLOOR, CAB ROOF
A-153 PARTIAL ROOF PLAN - BLDG 336 - THRID FLOOR LOWER ROOF, FIFTH FLOOR, CANOPY
A-154 PARTIAL ROOF PLAN - BLDG 336 - THIRD FLOOR UPPER ROOF
A-155 PARTIAL ROOF PLAN - BLDG 336 - TENTH FLOOR, ELEVENTH FLOOR, AND CAB ROOF
A-156 OVERALL ROOF PLAN - BLDG 339
A-157 STORM DRAIN LINING - BLDG 339 - LEVEL 2
A-158 STORM DRAIN LINING - BLDG 339 - LEVEL 1
A-159 PARTIAL ROOF DEMOLITION PLAN - BLDG 339
A-160 PARTIAL ROOF PLAN - BLDG 339
A-161 OVERALL ROOF PLAN - BLDG 341
A-162 STORM DRAIN LINING - BLDG 341- LEVEL 2 - SECTOR A
A-163 STORM DRAIN LINING - BLDG 341 - LEVEL 2 - SECTOR B
A-164 STORM DRAIN LINING - BLDG 341- LEVEL 1 - SECTOR A
A-165 STORM DRAIN LINING - BLDG 341 - LEVEL 1 - SECTOR B
A-166 STORM DRAIN LINING - BLDG 341 - BASEMENT LEVEL - SECTOR A
A-167 STORM DRAIN LINING - BLDG 341 - BASEMENT LEVEL - SECTOR B
A-168 PARTIAL ROOF DEMOLITION PLAN - BLDG 341
A-169 PARTIAL ROOF PLAN - BLDG 341
A-170 OVERALL ROOF PLAN - BLDG 343
A-171 PARTIAL ROOF DEMOLITION PLAN - BLDG 343 - SECTOR A
A-172 PARTIAL ROOF DEMOLITION PLAN - BLDG 343 - SECTOR B
A-173 PARTIAL ROOF PLAN - BLDG 343 - SECTOR A
A-174 PARTIAL ROOF PLAN - BLDG 343 - SECTOR B
A-175 PARTIAL ROOF PLAN - TERMINAL 2 - SKYLIGHT TYPES
A-176 PARTIAL ROOF PLAN - TERMINAL 2 - CANOPY TYPES
A-177 PARTIAL DEMOLITION ROOF PLAN - TERMINAL 2 - CANOPY TYPES
A-178 PARTIAL ROOF PLAN - TERMINAL 2 - CANOPY TYPES
A-179 PARTIAL PLAN - THIRD FLOOR EXPANSION JOINTS
A-301 BUILDING SECTIONS - BLDG 342
A-302 BUILDING SECTIONS - BLDG 363
A-303 BUILDING SECTIONS - BLDG 332, BLDG 341, & BLDG 346
A-304 BUILDING SECTIONS - BLDG 336
A-305 BUILDING SECTIONS - ROOF 336
A-306 BUILDING SECTIONS -ROOF 343
A-307 BUILDING SECTIONS - TERMINAL 2 - SKYLIGHT TYPES
A-501 DETAILS - EXST ROOF CONDITIONS - BLDG 342
A-502 DETAILS - EXST ROOF CONDITIONS - BLDG 342
A-503 DETAILS - EXST ROOF CONDITIONS - BLDG 342
A-504 DETAILS - EXST ROOF CONDITIONS - BLDG 342
A-505 DETAILS - EXST ROOF CONDITIONS - BLDG 363
A-506 DETAILS - EXST ROOF CONDITIONS - BLDG 344, BLDG 346, BLDG 352, BLDG 363
A-507 DETAILS - EXST ROOF CONDITIONS - BLDG 332
A-508 DETAILS - EXST ROOF CONDITIONS - BLDG 336 - THIRD FLOOR - LOWER ROOF
A-509 DETAILS - EXST ROOF CONDITIONS - BLDG 336 - THIRD & FIFTH FLOORS
A-510 DETAILS - EXST ROOF CONDITIONS - BLDG 336 - TENTH FLOOR
A-511 DETAILS - EXST ROOF CONDITIONS - BLDG 336 - ELEVENTH FLOOR
A-512 DETAILS - EXST ROOF CONDITIONS - BLDG 336 - CAB
A-513 DETAILS - EXST ROOF CONDITIONS - BLDG 341
A-514 DETAILS - EXST ROOF CONDITIONS - BLDG 341 & 343
A-515 DETAILS - EXST ROOF CONDITIONS - CANOPY
A-516 DETAILS - EXST ROOF CONDITIONS - CANOPY TYPE 3A
A-517 DETAILS - EXST ROOF CONDITIONS - CANOPY TYPE 3B

INDEX TO DRAWINGS
ST
AT
E OF HAWA I I1 9 5 9

OF

Airports Division
DEPARTMENT OF 

STATE OF HAWAII

DSGN. DRWN. CHKD. APPD.

DATE :

SHEET :

KEY  PLAN  /  NOTES:

NO. DATE REVISIONS

PROJECT  TITLE :

PROJECT  NO.:

SHEET  TITLE:

DWG. NO.

Signature License Expiration Date

AT

SHEETS

04/30/2022

DANIEL K. INOUYE INTERNATIONAL AIRPORT
HONOLULU, OAHU, HAWAII

DATE
MARCH 31, 2021

CONSTRUCTION
DOCUMENTS

REPLACE THE OVERSEAS
TERMINAL ROOF AT HNL

AO1043-30

INDEX TO DRAWINGS

2 287

03/31/2021

DB DB HL, CN BG

G-002

S-001 STRUCTURAL NOTES
S-002 TYPICAL CONCRETE REPAIR DETAILS
S-003 TYPICAL STEEL REPAIR DETAILS
S-004 STAIR REPLACEMENT DETAILS
S-101 ROOF PLAN - BLDG 342 - SECTOR A
S-102 ROOF PLAN - BLDG 342 - SECTOR B
S-103 ROOF PLAN - BLDG 342 - SECTOR C
S-104 ROOF PLAN - BLDG 344 - SECTOR A
S-105 ROOF PLAN - BLDG 344 - SECTOR B
S-106 ROOF PLAN - BLDG 332
S-107 ROOF PLAN - BLDG 336 - SECTOR A
S-108 ROOF PLAN - BLDG 336 - SECTOR B, C, & D
S-109 ROOF PLAN - BLDG 339
S-110 ROOF PLAN - BLDG 341 - SECTOR B
S-111 ROOF PLAN - BLDG 341 - SECTOR C
S-112 ROOF PLAN - BLDG 343 - SECTOR A
S-113 ROOF PLAN - BLDG 343 - SECTOR B
S-200 REPAIR SCHEDULES

E-100 ELECTRICAL SYMBOLS, DEMOLITION NOTES, ELECTRICAL WORK NOTES
E-101 PARTIAL ROOF ELECTRICAL PLAN - BLDG 342 -SECTOR B
E-102 PARTIAL ROOF ELECTRICAL PLAN - BLDG 342 -SECTOR C & F
E-103 ROOF ELECTRICAL PLAN - BLDG 363 - MAIN ROOF
E-104 PARTIAL ROOF ELECTRICAL PLAN - BLDG 352 -SECTOR A
E-105 PARTIAL ROOF ELECTRICAL PLAN - BLDG 332
E-106 PARTIAL ROOF ELECTRICAL PLAN - BLDG 336 - THIRD FLOOR UPPER ROOF
E-107 PARTIAL ROOF ELECTRICAL PLAN - BLDG 336
E-108 PARTIAL ROOF ELECTRICAL PLAN - BLDG 336
E-109 PARTIAL ROOF - TERMINAL 2 - CANOPY TYPES

GENERAL

STRUCTURAL

MECHANICAL

ELECTRICAL

ARCHITECTURAL

M-001 GENERAL NOTES, ENERGY CODE COMPLIANCE, MECHANICAL LEGEND
MD-101 PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR A
MD-102 PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR B
MD-103 PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR C
MD-104 PARTIAL ROOF DEMOLITION PLAN - BLDG 363
MD-105 PARTIAL ROOF DEMOLITION PLAN - BLDG 346 AND 352
MD-106 PARTIAL ROOF DEMOLITION PLAN - BLDG 344 - SECTOR A
MD-107 PARTIAL ROOF DEMOLITION PLAN - BLDG 344 - SECTOR B
MD-108 PARTIAL ROOF DEMOLITION PLAN - BLDGE 332 ROOF AND LIGHT WELL
MD-109 PARTIAL ROOF DEMOLITION PLAN - BLDG 339 ROOF AND LIGHT WELL
MD-110 PARTIAL ROOF DEMOLITION PLAN - BLDG 336
MD-111 PARTIAL ROOF DEMOLITOIN PLAN - BLDG 336
MD-112 PARTIAL ROOF DEMOLITION PLAN - BLDG 336
MD-113 PARTIAL ROOF DEMOLITION PLAN - BLDG 341
M-101 PARTIAL ROOF NEW WORK PLAN - BLDG 342 - SECTOR A
M-102 PARTIAL ROOF NEW WORK PLAN - BLDG 342 - SECTOR B
M-103 PARTIAL ROOF NEW WORK PLAN - BLDG 342 - SECTOR C
M-104 PARTIAL ROOF NEW WORK PLAN - BLDG 363
M-105 PARTIAL ROOF NEW WORK PLAN - BLDG 346 AND 352
M-106 PARTIAL ROOF NEW WORK PLAN - BLDG 344 - SECTOR A
M-107 PARTIAL ROOF NEW WORK PLAN - BLDG 344 - SECTOR B
M-108 PARTIAL ROOF NEW WORK PLAN - BLDG 332 ROOF AND LIGHT WELL
M-109 PARTIAL ROOF NEW WORK PLAN - BLDG 336
M-110 PARTIAL ROOF NEW WORK PLAN - BLDG 336
M-111 PARTIAL ROOF NEW WORK PLAN - BLDG 336
M-112 PARTIAL ROOF NEW WORK PLAN - BLDG 339 ROOF AND LIGHT WELL
M-113 PARTIAL ROOF NEW WORK PLAN - BLDG 341
M-114 PARTIAL ROOF NEW WORK PLAN - TERMINAL 2 - CANOPY TYPES
M-115 PARTIAL DEMOLITION ROOF PLAN - TERMINAL 2 - CANOPY TYPES
M-116 MECHANICAL DETAILS
P-001 OVERALL ROOF DRAIN TABLE
P-100 OVERALL SITE PLAN
P-101 PLUMBING PLAN - GATE D1/D2 - MAIN AND LOW ROOF
P-102 LEVEL 2 PLUMBING PLAN - GATE D1/D2
P-103 LEVEL 1 PLUMBING PLAN - GATE D1/D2
P-104 GATE D1/D2 PIPE LENGTH TABLE
P-105 SITE PLAN - BLDG 342
P-106 PARTIAL ROOF PLUMBING PLAN - BLDG 342 - SECTOR A
P-107 PARTIAL ROOF PLUMBING PLAN - BLDG 342 - SECTOR B
P-108 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 342 - SECTOR A
P-109 PARTIAL LEVEL 2  PLUMBING PLAN - BLDG 342 - SECTOR B
P-110 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 342 - SECTOR A
P-111 PARTIAL LEVEL 1  PLUMBING PLAN - BLDG 342 - SECTOR B
P-112 BLDG 342 PIPE LENGTH TABLE
P-113 ROOF PLUMBING PLAN - GATE F1/F2
P-114 SECOND FLOOR PLUMBING PLAN - GATE F1/F2
P-115 FIRST FLOOR PLUMBING PLAN - GATE F1/F2
P-116 GATE F1/F2 PIPE LENGTH TABLE
P-117 ROOF PLUMBING PLAN - BLDG 363
P-118 LEVEL 2 PLUMBING PLAN - BLDG 363
P-119 LEVEL 1 PLUMBING PLAN - BLDG 363
P-120 BLDG 363 PIPE LENGTH TABLE
P-121 ROOF PLUMBING PLAN - BLDG 352
P-122 LEVEL 2 PLUMBING PLAN - BLDG 352
P-123 LEVEL 1 PLUMBING PLAN - BLDG 352
P-124 BLDG 352 PIPE LENGTH TABLE
P-125 BLDG 346 SITE PLAN
P-126 PARTIAL ROOF PLUMBING PLAN - BLDG 346 - SECTOR A
P-127 PARTIAL ROOF PLUMBING PLAN - BLDG 346 - SECTOR B
P-128 PARTIAL LEVEL 3 PLUMBING PLAN - BLDG 346 - SECTOR C
P-129 PARTIAL LEVEL 3 PLUMBING PLAN - BLDG 346 - SECTOR D
P-130 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 346 - SECTOR A
P-131 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 346 - SECTOR B
P-132 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 346 - SECTOR C
P-133 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 346 - SECTOR D
P-134 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 346 - SECTOR A
P-135 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 346 - SECTOR B
P-136 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 346 - SECTOR C
P-137 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 346 - SECTOR D
P-138 BLDG 346 PIPE LENGTH TABLE
P-139 BLDG 344 SITE PLAN
P-140 PARTIAL ROOF PLUMBING PLAN - BLDG 344 - SECTOR A
P-141 PARTIAL ROOF PLUMBING PLAN - BLDG 344 - SECTOR B
P-142 PARTIAL LEVEL 3 PLUMBING PLAN - BLDG 344 - SECTOR C
P-143 PARTIAL LEVEL 3 PLUMBING PLAN - BLDG 344 - SECTOR D
P-144 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 344 - SECTOR A
P-145 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 344 - SECTOR B
P-146 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 344 - SECTOR C
P-147 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 344 - SECTOR D
P-148 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 344 - SECTOR A
P-149 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 344 - SECTOR B
P-150 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 344 - SECTOR C
P-151 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 344 - SECTOR D
P-152 BLDG 344 PIPE LENGTH TABLE
P-153 ROOF PLUMBING PLAN - BLDG 332
P-154 LEVEL 2 PLUMBING PLAN - BLDG 322
P-155 LEVEL 1 PLUMBING PLAN - BLDG 332
P-156 BLDG 322 PIPE LENGTH TABLE
P-157 LEVEL 11 ROOF PLUMBING PLAN - BLDG 336
P-158 LEVEL 10 PLUMBING PLAN - BLDG 336
P-159 LEVEL 9 PLUMBING PLAN - BLDG 336
P-160 ROOF PLUMBING PLAN - BLDG 336 - LEVEL 5 AND LEVEL 3 LOWER AND UPPER ROOF
P-161 LEVEL 2 PLUMBING PLAN - BLDG 336
P-162 LEVEL 1 PLUMBING PLAN - BLDG 336
P-163 BLDG 336 PIPE LENGTH TABLE
P-164 ROOF PLUMBING PLAN - BLDG 339
P-165 LEVEL 2 PLUMBING PLAN - BLDG 339
P-166 LEVEL 1 PLUMBING PLAN - BLDG 339
P-167 BLDG 399 PIPE LENGTH TABLE
P-168 BLDG 341 SITE PLAN
P-169 PARTIAL ROOF PLUMBING PLAN - BLDG 341 - SECTOR A
P-170 PARTIAL ROOF PLUMBING PLAN - BLDG 341 - SECTOR B
P-171 PARTIAL ROOF PLUMBING PLAN - BLDG 341 - SECTOR C
P-172 PARTIAL ROOF PLUMBING PLAN - BLDG 341 - SECTOR D
P-173 PARTIAL ROOF PLUMBING PLAN - BLDG 341 - SECTOR E
P-174 PARTIAL ROOF PLUMBING PLAN - BLDG 341 - SECTOR F
P-175 PARTIAL ROOF PLUMBING PLAN - BLDG 341 - SECTOR G
P-176 PARTIAL ROOF PLUMBING PLAN - BLDG 341 - SECTOR H
P-177 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 341 - SECTOR A
P-178 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 341 - SECTOR B
P-179 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 341 - SECTOR C
P-180 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 341 - SECTOR D
P-181 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 341 - SECTOR E
P-182 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 341 - SECTOR F

P-183 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 341 - SECTOR G
P-184 PARTIAL LEVEL 2 PLUMBING PLAN - BLDG 341 - SECTOR H
P-185 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 341 - SECTOR A
P-186 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 341 - SECTOR B
P-187 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 341 - SECTOR C
P-188 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 341 - SECTOR D
P-189 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 341 - SECTOR E
P-190 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 341 - SECTOR F
P-191 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 341 - SECTOR G
P-192 PARTIAL LEVEL 1 PLUMBING PLAN - BLDG 341 - SECTOR H
P-193 PARTIAL BASEMENT PLUMBING PLAN - BLDG 341 - SECTOR A
P-194 PARTIAL BASEMENT PLUMBING PLAN - BLDG 341 - SECTOR B
P-195 PARTIAL BASEMENT PLUMBING PLAN - BLDG 341 - SECTOR C
P-196 PARTIAL BASEMENT PLUMBING PLAN - BLDG 341 - SECTOR D
P-197 PARTIAL BASEMENT PLUMBING PLAN - BLDG 341 - SECTOR E
P-198 PARTIAL BASEMENT PLUMBING PLAN - BLDG 341 - SECTOR F
P-199 PARTIAL BASEMENT PLUMBING PLAN - BLDG 341 - SECTOR G
P-200 PARTIAL BASEMENT PLUMBING PLAN - BLDG 341 - SECTOR H
P-201 BLDG 341 PIPE LENGTH TABLE



ROOF WORK TASKS
(SEE ALSO REROOFING DEMOLITION NOTES ON SHEET A-002)

REMOVE EXISTING ROOFING SYSTEM DOWN TO THE EXISTING CONCRETE TOPPING OR METAL DECKING AND PROVIDE NEW FLUID 
APPLIED ROOFING SYSTEM OR SINGLE-PLY ROOFING SYSTEM AS DETAILED IN THESE DRAWINGS AND/OR SPECIFIED. 

EXISTING ROOFING SYSTEM TO REMAIN, CLEAN AND PREP EXISTING ROOF SURFACES (PER MANUFACTURERS 
RECOMMENDATIONS) TO FACILITATE APPLICATION OF FLUID APPLIED SILICONE ROOFING COATING AS DETAILED IN THESE 
DRAWINGS AND/OR SPECIFIED.

PROVIDE "RETROFIT" ROOF DRAINS AND OVERFLOW DRAINS WHERE INDICATED ON THE DRAWINGS.

PROVIDE NEW ROOF DRAINS DOME AND CLAMPING RING WHERE INDICATED ON THE DRAWINGS.

REPLACE EXPANSION JOINTS/ FLASHING WHERE INDICATED ON DRAWINGS.

REMOVE ABANDONED MECHANICAL AND ELECTRICAL EQUIPMENT.

REPLACE OR REPAIR METAL STAIRS / PLATFORM / RAILS WHERE INDICATED ON THE DRAWINGS.

REPAIR METAL HANDRAILS WHERE INDICATED ON THE DRAWINGS.

REPAIR / REPLACE CORRODED STRUCTURAL STEEL ELEMENTS WHERE INDICATED ON THE DRAWINGS.

PAINT STRUCTURAL STEEL FRAMING, HANDRAILS, GUARDRAILS, AND CONCRETE SPALL ARES AS INDICATED ON THE DRAWINGS.

ROOF STORM DRAIN LINES TASKS
REHABILITATE EXISTING STORM DRAIN PIPELINES (PER MANUFACTURERS RECOMMENDATIONS) WITH CURED-IN-PLACE-PIPE LINING 
FROM ROOF DRAIN LEADER PIPING TO GROUND, INCLUDING ALL MAJOR BRANCH LATERALS, AS INDICATED IN THESE DRAWINGS.

OVERFLOW DRAIN LINES ARE NOT INCLUDED IN THIS SCOPE OF WORK.

FOR COMPLETE SCOPE OF WORK, SEE THE DRAWINGS AND SPECIFICATIONS.
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REVISIONS

GENERAL CONDITIONS:  GENERAL CONDITIONS OF THE CONTRACT FOR CONSTRUCTION OF 
THIS
PROPOSAL ARE THE STATE OF HAWAII'S GENERAL PROVISIONS FOR CONSTRUCTION 
PROJECTS,
AS REFERENCED IN THE STATE OF HAWAII, DEPARTMENT OF TRANSPORTATION, AIRPORTS
DIVISION, SPECIAL PROVISIONS.CONSTRUCTION DOCUMENTS REASONABLY DESCRIBE THE INTENT OF THE QUALITY AND SCOPE
OF THE CONSTRUCTION FOR THE PROJECT.  WHERE DETAILS AND NOTES ARE NOT SHOWN, THE
CONTRACTOR SHALL PROCEED FOLLOWING THE ACCEPTED QUALITY STANDARDS AND
PROCEDURES OF THE CONSTRUCTION INDUSTRY IN HAWAII AS WELL AS THE GENERAL INTENT
OF THE CONSTRUCTION DOCUMENTS.  CLARIFICATIONS MAY BE SUBMITTED TO THE ENGINEER
FOR REVIEW BEFORE PROCEEDING.

WHERE NOT MORE SPECIFICALLY DESCRIBED, WORKMANSHIP SHALL CONFORM TO THE BEST
STANDARDS AND BEST PRACTICES OF THE INDUSTRY, TRADE, OR TRADES INVOLVED, AND
SHALL INCLUDE ALL ITEMS OF FABRICATION, CONSTRUCTION AND INSTALLATION REGULARLY
FURNISHED OR REQUIRED FOR COMPLETION (INCLUDING ANY FINISH REQUIRED FOR
SUCCESSFUL OPERATION AS INTENDED).  IT SHALL BE THE GENERAL CONTRACTOR'S AND EACH
SUBCONTRACTOR'S RESPONSIBILITY TO INSURE THAT THE QUALITY OF WORKMANSHIP
DESCRIBED HEREIN IS ACHIEVED.  WORK SHALL BE EXECUTED BY SUBCONTRACTORS SKILLED IN 
THEIR RESPECTIVE LINES OF WORK.

1.

THE CONTRACTOR SHALL BE SOLELY RESPONSIBLE FOR ALL CONSTRUCTION MEANS,
METHODS, TECHNIQUES, SEQUENCES, PROCEDURES AND QUALITY OF WORK, AND FOR THE
COORDINATING AND SUPERVISION OF ALL CONSTRUCTION WORK UNDER THIS CONTRACT.

CONTRACTOR SHALL VERIFY AND CHECK ALL DIMENSIONS AND DETAILS IN THE DRAWINGS FOR
DISCREPANCY.  CONTRACTOR SHALL ALSO VERIFY ELEVATIONS AND CONDITIONS PRIOR TO
BEGINNING ANY WORK AND SHALL NOTIFY THE ENGINEER, IN WRITING, OF ANY DISCREPANCIES
AND/OR CONDITION WHICH WILL PREVENT HIM FROM FULFILLING THE TERMS OF CONTRACT.
CONTRACTOR SHALL BE HELD FULLY RESPONSIBLE FOR ALL CORRECTIONS AND REPAIRS DUE
TO THEIR FAILURE TO DO SO.

QUANTITIES SHOWN AND/OR INDICATED IN THE CONTRACT DOCUMENTS SHALL BE VERIFIED BY
THE CONTRACTOR.  CONTRACTOR SHALL BE HELD FULLY RESPONSIBLE FOR ALL QUANTITIES.

CONTRACTOR SHALL PROMPTLY NOTIFY THE ENGINEER, IN WRITING, OF ANY DISCREPANCIES
AND/OR CONDITIONS WHICH PREVENT HIM FROM FULFILLING THE TERMS OF THE CONTRACT.

WHERE EXISTING CONDITIONS REQUIRE DETAILS AND/ OR SPECIFICATIONS DIFFERENT FROM
THE CONSTRUCTION DOCUMENTS, THE CONTRACTOR SHALL IMMEDIATELY NOTIFY THE
ENGINEER IN WRITING SO THAT ALTERNATIVE METHODS AND MATERIALS MAY BE CONSIDERED.

IN ADDITION TO THE ITEMS TO BE REMOVED AND/OR DEMOLISHED AS NOTED IN THESE
CONSTRUCTION DOCUMENTS, THE CONTRACTOR SHALL REMOVE, REINSTALL, AND/OR REPAIR
ALL PORTIONS OF THE EXISTING BUILDING AS REQUIRED TO FACILITATE THE COMPLETE
CONSTRUCTION WORK AS SHOWN IN THESE DRAWINGS AND/OR SPECIFIED IN THE
SPECIFICATIONS

CONTRACTOR SHALL PROVIDE ALL REQUIRED DEMOLITION REMOVAL, TEMPORARY REMOVAL
AND REPLACEMENT, CUTTING, PATCHING, ETC., AS REQUIRED TO FACILITATE THE SUBJECT
CONSTRUCTION WORK COMPLETE.  VERIFY AND COORDINATE ALL DRAWINGS (ALL DISCIPLINES)
FOR THE COMPLETE SCOPE OF DEMOLITION, REMOVAL, TEMPORARY REMOVAL AND
REPLACEMENT, CUTTING, PATCHING, ETC. WORK.

WORK INCIDENTAL TO THE CONTRACT AND NECESSARY TO COMPLETE THE PROJECT,
ALTHOUGH NOT SPECIFICALLY REFERRED TO ON THE CONTRACT DOCUMENTS, SHALL BE
FURNISHED AND PERFORMED AT THE CONTRACTOR'S EXPENSE.

ALL ITEMS AND/OR FINISHES SCHEDULED TO REMAIN, BUT DAMAGED DURING CONSTRUCTION
AND OVER-PAINTED MATERIALS, SHALL BE MADE GOOD AT NO EXTRA COST TO THE STATE.

IN PERFORMING ALL WORK, THE CONTRACTOR SHALL EXERCISE DUE CARE AND CAUTION
NECESSARY TO AVOID ANY DAMAGE TO AND IMPAIRMENT OF ANY EXISTING UTILITIES. THE
CONTRACTOR SHALL IMMEDIATELY REPAIR OR RESTORE UTILITIES  AT THE CONTRACTOR'S
EXPENSE.

THE CONTRACTOR SHALL PROTECT ALL ITEMS, IN AND ABOVE GROUND WITHIN THE PROJECT
SITE FROM DAMAGE.  DAMAGE TO BUILDINGS, SIDEWALKS, LANDSCAPING, LAWN, HOSEBIBBS,
ETC. BY THE CONTRACTOR, HIS EMPLOYEES, SUBCONTRACTORS, AND EQUIPMENT, SHALL BE
REPLACED AND/OR REPAIRED AT NO EXTRA COST TO THE STATE.

CONTRACTOR SHALL PATCH ALL SURFACES EXPOSED FROM CUTTING, AND/ OR REMOVAL
WORK.  PATCHING SHALL MATCH THE MATERIAL AND FINISH OF THE ADJACENT SURFACES.

CONTRACTOR SHALL KEEP THE PROJECT SITE AND ADJACENT COMMON AREAS NEAT, TIDY
AND CLEAN AT ALL TIMES DURING CONSTRUCTION.  CONTRACTOR SHALL PROVIDE ALL
NECESSARY BARRICADES, TEMPORARY COVER, DUST CONTROL PARTITIONS, ETC. TO
SCREEN/ PROTECT AREAS OF OPERATION AND EQUIPMENT FROM NOISE, DUST AND DAMAGE.

ALL WASTE MATERIALS SHALL BE PROMPTLY REMOVED AND DISPOSED OF OUTSIDE THE
LIMITS OF THE STATE'S PROPERTY DAILY.  AT THE END OF CONSTRUCTION, ALL ITEMS AND
EQUIPMENT TEMPORARILY REMOVED OR RELOCATED DURING THE CONSTRUCTION PROCESS
SHALL BE REINSTALLED IN THE SAME LOCATION PRIOR TO THE REMOVAL, OR IN A NEW
LOCATION AS NOTED IN THE DRAWINGS, OR IN A LOCATION APPROVED BY THE ENGINEER.

ALL MATERIALS, ITEMS NOTED IN THE DRAWING ARE "NEW," UNLESS NOTED OTHERWISE.18.

(E) MEANS EXISTING DIMENSION.  CONTRACTOR SHALL VERIFY AND CONFIRM EXISTING
DIMENSION AND NOTIFY THE ARCHITECT IMMEDIATELY OF ANY DISCREPANCY.

"PROVIDE" SHALL MEAN FURNISH AND INSTALL COMPLETE AND READY FOR INTENDED USE, NEW ITEM
(S), AS DETAILED OR NOTED ON THE DRAWINGS OR IN THE SPECIFICATIONS.

"RENEW" SHALL MEAN REMOVE EXISTING ITEM(S), FURNISH AND INSTALL NEW ITEM(S) TO 
MATCH THE ORIGINAL DESIGN (MATERIAL, THICKNESS, FINISH, COLOR, ETC.) FIELD VERIFY 
EXISTING CONDITIONS.

"REPLACE" SHALL MEAN REMOVE EXISTING ITEM(S) AND PROVIDE NEW ITEM(S) AS DETAILED 
OR NOTED ON THE DRAWINGS OR IN THE SPECIFICATIONS.

SURFACES/ITEMS BEING CALLED OUT TO "MATCH EXISTING" SHALL BE SUCH THAT WHEN
COMPARED WITH EXISTING SURFACES/ITEMS, ITEMS INDICATED AS "MATCH EXISTING" ARE
UNIFORM AND CONSISTENT IN VISUAL APPEARANCE, COLOR, AND TEXTURE.

CONTRACTOR SHALL COMPLY WITH ALL APPLICABLE LAWS AND CODES OF THE CITY AND COUNTY
OF HONOLULU IN EFFECT, INCLUDING BUT NOT LIMITED TO THE 2012 INTERNATIONAL BUILDING
CODE AND STATE BUILDING CODE.

THIS PROJECT SHALL CONFORM TO THE REQUIREMENTS OF THE AMERICANS WITH DISABILITIES
ACT ACCESSIBILITY GUIDELINES IN EFFECT AS OF THE DATE OF THIS PROJECTS' SOLICITATION.

FIRE SAFETY DURING CONSTRUCTION, ALTERATION AND DEMOLITION SHALL BE IN ACCORDANCE
WITH ARTICLE 87 OF THE MOST CURRENT U.F.C. AS AMENDED.

PERMITS:  THE CONTRACTOR SHALL SECURE AND PAY FOR ANY AND ALL PERMITS OF
GOVERNMENT AGENCIES AND UTILITY COMPANIES REQUIRED FOR THE CONSTRUCTION OF THIS
PROJECT.

NO MATERIALS SHALL BE PLACED OR STORED IN THE EXISTING EXIT STAIRS (FIRE
STAIRWELLS). ABSOLUTELY NO CUTTING, SANDING, GLUING OR OTHER WORK SHALL TAKE PLACE 
WITHIN SUCH STAIRWAYS.

ODORS: CONTRACTOR SHALL NOT  USE CHEMICALS AND OTHER MATERIALS WHICH EMIT 
HAZARDOUS/NOXIOUS ODORS, SUCH AS "GOOF-OFF," JUST PRIOR TO AND DURING 
NORMAL BUSINESS HOURS.  IF SUCH CHEMICALS MUST BE USED, THEY SHALL BE USED 
DURING AFTER BUILDING CLOSED HOURS, AND ALL OPEN CONTAINERS, RAGS, ETC. 
CONTAINING THESE CHEMICALS SHALL BE PROMPTLY REMOVED, WITH ENOUGH TIME 
ALLOTTED FOR SMELL TO DISSIPATE BEFORE NORMAL BUILDING OPERATION HOURS 
BEGIN.  SUBMIT TO THE ENGINEER FOR REVIEWS, MSDS PRIOR TO USE.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

15.

16.

17.

20.

21.

23.

28.

27.

26.

25.

24.

19.

DIMENSIONS:
● ALL DIMENSIONS ARE TO FRAMING MEMBERS AT NEW CONDITIONS AND FINISH SURFACE AT 

EXISTING CONDITIONS UNLESS OTHERWISE NOTED.
● ALL DIMENSIONS SHALL TAKE PRECEDENCE OVER SCALE. DO NOT MEASURE DRAWINGS.

ALL DIMENSIONS SHALL BE VERIFIED IN THE FIELD BEFORE PROCEEDING WITH THE WORK.
CONTRACTOR SHALL VERIFY EXISTING CONDITIONS. FABRICATION OF COMPONENTS & 
MATERIALS SHALL BE BASED ON FIELD VERIFIED DIMENSIONS.

22.

DUST: CONTROL DUST IN WORKING AREA AND INVOLVED PORTION OF THE SITE, INCLUDING 
TRACKING ONTO ACCESS PATHS.

29.

NOT IN CONTRACT (NIC) ITEMS:  ITEMS AS NOTED ON DRAWINGS AND SPECIFICATIONS AS NIC 
ARE NOT INCLUDED AS PART OF THE CONTRACTOR'S SCOPE OF WORK.  HOWEVER, THE 
CONTRACTOR SHALL COORDINATE WORK AND SCHEDULING WITH THE STATE AND/OR THE 
STATE'S SEPARATE CONTRACTORS, AND PROVIDE FREE ACCESS FOR NIC WORK BY THE STATE 
AND/OR THE STATE'S SEPARATE CONTRACTORS.

30.

THE EXISTING FACILITY WILL REMAIN OPERATIONAL DURING CONSTRUCTION.  CONTRACTOR 
SHALL CAREFULLY CONSIDER THIS FACTOR AND PLAN HIS WORK ACCORDINGLY.  PROVIDE 
FOR SAFETY MEASURES TO PROTECT ALL PROPERTY AND PERSONS.

31.

●
●

32. WHERE DISSIMILAR METALS ARE IN CONTACT, PROTECT SURFACES WITH A COATING IN 
ACCORDANCE WITH MPI 79 TO PREVENT GALVANIC OR CORROSIVE ACTION.  WHERE 
ALUMINUM IS IN CONTACT WITH CONCRETE, PLASTER, MORTAR, MASONRY, WOOD, OR 
ABSORPTIVE MATERIALS SUBJECT TO WETTING, PROTECT IN ACCORDANCE WITH ASTM 
D1187/D1187M, ASPHALT-BASE EMULSION.  CLEAN SURFACES WITH METAL SHAVINGS FROM 
INSTALLATION AT THE END OF EACH WORK DAY.

33. PRESENCE OF HAZARDOUS MATERIALS (ASBESTOS CONTAINING MATERIALS & LEAD BASED 
PAINT) HAVE BEEN FOUND. HAZARDOUS MATERIAL SURVEY, DATED AUGUST 21, 2019, REPORTS 
ON THE PRESENCE OF HAZARDOUS MATERIAL AND ITS LOCATION IS INCLUDED IN 
SPECIFICATION SECTION 02015. 

34. CONTRACTOR SHALL NOT USE BUILDING ELEVATOR(S) TO TRANSPORT DEBRIS, MATERIALS, 
AND/OR EQUIPMENT. 
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ROOF 2 (NIC)

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-101 ROOF DRAINS - GATES D1/D2 - ROOF PLANS
A-102 STORM DRAIN LINING - GATES D1/D2 - LEVEL 2
A-103 STORM DRAIN LINING - GATES D1/D1 - LEVEL 1

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:
(NOTE: WORK IN THIS AREA SHALL NOT PROCEED UNTIL 
DOT-A PROJECT NO. AO1045-14 ROOF WORK IS COMPLETE.)

A-125 ROOF DRAINS - BLDG 346 - ROOF PLAN
A-126 STORM DRAIN LINING - BLDG 346 - LEVEL 3
A-127 STORM DRAIN LINING - BLDG 346 - LEVEL 2
A-128 STORM DRAIN LINING - BLDG 346 - LEVEL 1
A-129 STORM DRAIN LINING - BLDG 346 - BASEMENT LEVEL
A-130 PARTIAL ROOF DEMOLITION PLAN & PARTIAL ROOF PLAN - BLDG 346

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-139 OVERALL ROOF PLAN - BLDG 332
A-140 STORM DRAIN LINING - BLDG 332 - LEVEL 2
A-141 STORM DRAIN LINING - BLDG 332 - LEVEL 1
A-142 PARTIAL ROOF DEMOLITION PLAN - BLDG 332 
A-143 PARTIAL ROOF PLAN - BLDG 332

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-144 OVERALL ROOF PLAN - BLDG 336
A-145 STORM DRAIN LINING - BLDG 336 - LEVEL 9, 10, 11 ROOF PLAN
A-146 STORM DRAIN LINING - BLDG 336 - LEVEL 3 LOWER ROOF, LEVEL 5 ROOF, & CANOPY ROOF PLAN 
A-147 STORM DRAIN LINING - BLDG 336 - LEVEL 3 UPPER ROOF PLAN
A-148 STORM DRAIN LINING - BLDG 336 - LEVEL 2
A-149 STORM DRAIN LINING - BLDG 336 - LEVEL 1
A-150 PARTIAL ROOF DEMOLITION PLAN - BLDG 336 - THIRD FLOOR LOWER ROOF, FIFTH FLOOR, CANOPY
A-151 PARTIAL ROOF DEMOLITION PLAN - BLDG 336 - THIRD FLOOR UPPER ROOF
A-152 PARTIAL ROOF DEMOLITION PLAN - BLDG 336 - TENTH FLOOR, ELEVENTH FLOOR, CAB ROOF
A-153 PARTIAL ROOF PLAN - BLDG 336 - THIRD FLOOR LOWER ROOF, FIFTH FLOOR, CANOPY
A-154 PARTIAL ROOF PLAN - BLDG 336 - THIRD FLOOR UPPER ROOF
A-155 PARTIAL ROOF PLAN - BLDG 336 - TENTH FLOOR, ELEVENTH FLOOR, CAB ROOF

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-156 OVERALL ROOF PLAN - BLDG 339
A-157 STORM DRAIN LINING - BLDG 339 - LEVEL 2
A-158 STORM DRAIN LINING - BLDG 339 - LEVEL 1
A-159 PARTIAL ROOF DEMOLITION PLAN - BLDG 339 
A-160 PARTIAL ROOF PLAN - BLDG 339

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-161 OVERALL ROOF PLAN - BLDG 341
A-162 STORM DRAIN LINING - BLDG 341 - LEVEL 2 - SECTOR A
A-163 STORM DRAIN LINING - BLDG 341 - LEVEL 2 - SECTOR B
A-164 STORM DRAIN LINING - BLDG 341 - LEVEL 1 - SECTOR A
A-165 STORM DRAIN LINING - BLDG 341 - LEVEL 1 - SECTOR B
A-166 STORM DRAIN LINING - BLDG 341 - BASEMENT LEVEL - SECTOR A
A-167 STORM DRAIN LINING - BLDG 341 - BASEMENT LEVEL - SECTOR B
A-168 PARTIAL ROOF DEMOLITION PLAN - BLDG 341 
A-169 PARTIAL ROOF PLAN - BLDG 341

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-104 ROOF DRAINS - BLDG 342 - ROOF PLAN
A-105 STORM DRAIN LINING - BLDG 342 - LEVEL 2
A-106 STORM DRAIN LINING - BLDG 342 - LEVEL 1
A-107 PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR A
A-108 PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR B
A-109 PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR C
A-110 PARTIAL ROOF PLAN - BLDG 342 - SECTOR A
A-111 PARTIAL ROOF PLAN - BLDG 342 - SECTOR B
A-112 PARTIAL ROOF PLAN - BLDG 342 - SECTOR C

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-170 OVERALL ROOF PLAN - BLDG 343
A-171 PARTIAL ROOF DEMOLITION PLAN - BLDG 343 - SECTOR A
A-172 PARTIAL ROOF DEMOLITION PLAN - BLDG 343 - SECTOR B
A-173 PARTIAL ROOF PLAN - BLDG 343 - SECTOR A
A-174 PARTIAL ROOF PLAN - BLDG 343 - SECTOR B

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-131 ROOF DRAINS - BLDG 344 - ROOF PLAN
A-132 STORM DRAIN LINING - BLDG 344 - LEVEL 2
A-133 STORM DRAIN LINING - BLDG 344 - LEVEL 1
A-134 STORM DRAIN LINING - BLDG 344 - BASEMENT LEVEL
A-135 PARTIAL ROOF DEMOLITION PLAN - BLDG 344 - SECTOR A
A-136 PARTIAL ROOF DEMOLITION PLAN - BLDG 344 - SECTOR B
A-137 PARTIAL ROOF PLAN - BLDG 344 - SECTOR A
A-138 PARTIAL ROOF PLAN - BLDG 344 - SECTOR B

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-121 ROOF DRAINS - BLDG 352 - ROOF PLAN
A-122 STORM DRAIN LINING - BLDG 352 - LEVEL 1 & 2
A-123 PARTIAL ROOF DEMOLITION PLAN - BLDG 352
A-124 PARTIAL ROOF PLAN - BLDG 352 

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-116 ROOF DRAINS - BLDG 363 - ROOF PLANS
A-117 STORM DRAIN LINING - BLDG 363 - LEVEL 2
A-118 STORM DRAIN LINING - BLDG 363 - LEVEL 1
A-119 ROOF DEMOLITION PLAN - BLDG 363 
A-120 ROOF PLAN - BLDG 363

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

A-113 ROOF DRAINS - GATES F1/F2 - ROOF PLAN
A-114 STORM DRAIN LINING - GATES F1/F2 - LEVEL 2
A-115 STORM DRAIN LINING - GATES F1/F2 - LEVEL 1

REFER TO THE FOLLOWING SHEETS FOR WORK IN THIS AREA:

G-102 TERMINAL 2 CANOPY ROOF KEY PLAN
G-103 TERMINAL 2 SKYLIGHT ROOF KEY PLAN
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PLAN
NORTH

NEW CONSTRUCTION GRID LINE DESIGNATIONS ARE TO THE CENTER OF THE 
COLUMN, UNLESS NOTED OTHERWISE

DIMENSION TAKEN FROM FACE OF FRAMING MEMBER (I.E. CMU, 
STRUCTURAL STEEL, WOOD, ETC.) TO FACE OF FRAMING MEMBER

DIMENSION TAKEN FROM FACE OF FINISH TO FACE OF FINISH, UNLESS 
NOTED OTHERWISE.  WHERE DRAWINGS INDICATE THE FACE OF 
FINISH IS THE SAME AS FACE OF FRAMING (I.E. CMU, CONCRETE, 
EXPOSED STRUCTURAL STEEL, EXPOSED WOOD, ETC.), DIMENSION 
SHALL BE TAKEN FROM FACE OF FRAMING

GRID LINES

SYMBOLS

DIMENSIONS

MISCELLANEOUS SYMBOLS

A

DIMENSION

CLR

DIMENSION

WT-A1 WALL TYPE IDENTIFICATION SYMBOL DEMO IDENTIFICATION SYMBOL

# NEW WORK IDENTIFICATION SYMBOL

REFERENCE 
NORTH INDICATOR

TRUE NORTH 
INDICATOR

B
(E) CONSTRUCTION GRID LINE DESIGNATIONS ARE TO THE CENTER OF THE 
COLUMN, UNLESS NOTED OTHERWISE

LEVEL NAME

INDICATES HEIGHT ABOVE PROJECT DATUM

NAME
10' - 0"

DATUM SYMBOL

Room Name

100

100 SF

ROOM NAME
ROOM NUMBER

ROOM AREA

Room Name

100
(E) ROOM NAME

(E) ROOM NUMBER

MATCHLINE VIEW REFERENCE

A101 DRAWING WHERE CONTINUATION IS FOUND

DRAWING SIDE

#

PHOTO VIEW REFERENCE

9

AR-526

DETAIL/PHOTO IDENTIFICATION NUMBER

SHEET NUMBER ON WHICH DETAIL/PHOTO IS SHOWN

DOOR NUMBER IDENTIFICATION 
SYMBOL

10
1A

INDICATES VIEW DIRECTION

NOTE: SHEETS W/ AR PREFIX ARE ROOF STORM DRAIN CEILING CONDITIONS 
PHOTOS LOCATED IN THE SPECIFICATIONS, SECTION 02015 EXISTING 
CONDITIONS

AB ANCHOR BOLT
A/C AIR CONDITIONING
AC ASPHALT CONCRETE
ACCU AIR CONDITIONING CONDENSING UNIT
ACOUS ACOUSTICAL
ACT ACOUSTICAL CEILING TILE
ADA AMERICANS WITH DISABILITIES ACT
ADAAG AMERICANS WITH DISABILITIES ACT ACCESSIBILITY 

GUIDELINES
ADJ ADJUSTABLE
ADMIN ADMINISTRATION
ADMN ADMINISTRATION/ UNIT STORAGE BUILDING
AFF ABOVE FINISH FLOOR
ALUM ALUMINUM
AP ALL PURPOSE
APPROX APPROXIMATE
ARCH ARCHITECTURAL or ARCHITECT
ARA AREA OF RESCUE ASSISTANCE
ASSM ASSEMBLY HALL/ PHYSICAL FITNESS BUILDING
AUX AUXILIARY

A

BD BOARD
BIT BITUMEN
BLDG BUILDING
BLK BLOCK
BLKG BLOCKING
BM BEAM
BOT BOTTOM

B

CAB CABINET
CB CATCH BASIN
CEM CEMENT
CER CERAMIC
CI CAST IRON
CJ CONTROL JOINT

CENTER LINE
CLG CEILING
CLR CLEAR
CLSS CLASSROOM BUILDING
CMU CONCRETE MASONRY UNIT
COMBO COMBINATION
COMM COMMUNITY
COL COLUMN
CONC CONCRETE
CONT CONTINUOUS
CORR CORRUGATED
CT CORE THICKNESS
CWHF CONTROLLED WASTE HANDLING FACILITY

C

CL

DEFS, DFS DIRECT APPLIED EXTERIOR FINISH SYSTEM
DET DETAIL
DIA, DIAMETER
DIM DIMENSION
DISP DISPENSER
DL DEAD LOAD
DMH DRAIN MANHOLE
DN DOWN
DR DOOR
DS DOWNSPOUT
DV DAVIT
DWGS DRAWINGS

D

EA EACH
EFS EXTERIOR FINISH SYSTEM
EIFS EXTERIOR INSULATED FINISH SYSTEM
EJ EXPANSION JOINT
ELEV ELEVATION
ELEC ELECTRICAL
EQ EQUAL
EQPT EQUIPMENT
ESCAL ESCALATOR
EWC ELECTRIC WATER COOLER
EW EACH WAY
EXP EXPANSION
(E), EXST EXISTING
EXT EXTERIOR

E

FD FLOOR DRAIN
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FFL FINISH FLOOR LEVEL
FIN FINISH
FL, FLR FLOOR
FMS FLAMMABLE MATERIALS STORAGE
FND FOUNDATION
FOF FACE OF FINISH
FOW FACE OF WALL
FS FLOOR SINK
FT FEET
FTG FOOTING

F

GA, ga GAUGE
GALV GALVANIZE
GB GRAB BAR
GFCI GROUND FAULT CIRCUIT INTERRUPTOR 

or
GOVERNMENT FURNISHED CONTRACTOR INSTALLED

GFGI GOVERNMENT FURNISHED GOVERNMENT INSTALLED
GFRC GLASS FIBER REINFORCED CONCRETE
GND GROUND
GWB GYPSUM WALL BOARD
GYP GYPSUM

G

H HIGH
HB HOSE BIB
HC HOLLOW CORE
HD HEAD
HDCP HANDICAP
HDW HARDWARE
HDWD HARDWOOD
HM HOLLOW METAL
HP HIGH POINT
HORIZ HORIZONTAL
HSS HOLLOW STAINLESS STEEL
HT HEIGHT / HARD TILE
HW HOT WATER

H

INSUL INSULATION
INT INTERIOR
IRR IRRIGATION

I

JAN JANITOR
JB JUNCTION BOX
JT, JNT JOINT

J

KIT KITCHEN

K

L LONG
LAM LAMINATE
LAV LAVATORY
LBBY LOBBY / COMMUNITY SERVICE BUILDING
LF LINEAR FEET
LH LEFT HAND
LIQ LIQUID
LL LIVE LOAD
LT LIGHT

L

MAIN MAINTENANCE
MAT MATERIAL
MAX MAXIMUM
MECH MECHANICAL
MET, MTL METAL
MFR, MANUF MANUFACTURER
MIN MINIMUM
MISC MISCELLANEOUS
MO MASONRY OPENING
MOD MODIFIED
MOUNT, MTD MOUNTED
MTG MOUNTING

M

NA NOT APPLICABLE
NIC NOT IN CONTRACT
NO OR # NUMBER
NOM NOMINAL
NTS NOT TO SCALE

N

OBSR OBSCURE
OC ON CENTER
OD OUTSIDE DIAMETER
OFD OVERFLOW DRAIN
OFDS OVERFLOW DOWNSPOUT
OH OVERHANG
OPNG OPENING
OPP OPPOSITE

0

P PAINT
PD PLANTER DRAIN
PEJ PREMOLDED EXPANSION JOINT
PL PLATE
PLAS LAM PLASTIC LAMINATE
PLYWD PLYWOOD
PMJF PREMOLDED JOINT FILLER
PMMA POLYMETHYL METHACRYLATE
PNL PANEL
POV PRIVATELY OPERATED VEHICLE
PRV POWER ROOF VENTILATOR
PTD/WR PAPER TOWEL DISPENSER WASTE RECEPTACLE
PTN PARTITION
PVC POLYVINYL CHLORIDE
PV PHOTOVOLTAIC

P

R, RAD RADIUS
RAR RETURN AIR REGISTER
RD ROOF DRAIN
REF, REFER REFRIGERATOR
REINF REINFORCEMENT
REQ, REQ'D REQUIRED
RH RIGHT HAND
RM ROOM
RO ROUGH OPENING
ROFD RETROFIT OVERFLOW ROOF DRAIN
RRD RETROFIT ROOF DRAIN
RTD ROAD TOP DRAIN
RV ROOF VENT

R

SAR SUPPLY AIR REGISTER
SATC SUSPENDED ACOUSTICAL TILE CEILING
SCWD SOLID CORE WOOD
SCHED SCHEDULE
SCRN SCREEN
SD STORM DRAIN
SDMH STORM DRAIN MANHOLE
SECT SECTION
SERV SERVICE
SHT SHEET
SIM SIMILAR
SK SINK
SL SLOPE
SND SANITARY NAPKIN DISPOSAL
SNR SANITARY NAPKIN RECEPTACLE
SPEC SPECIFIED 

or 
SPECIFICATIONS

S/S SERVICE SINK
SS, SST STAINLESS STEEL
STAT STATE MAINTENANCE BUILDING
STL STEEL
STD STANDARD
STO STORAGE
STRUCT STRUCTURAL
SUSP SUSPENDED
SYM SYMMETRICAL

S

TAG TRANSFER AIR GRILLE
THK THICK
THR THRESHOLD
TPO THERMOPLASTIC POLYOLEFIN
TPD TOILET PAPER DISPENSER
TPH TOILET PAPER HOLDER
TSCD TOILET SEAT COVER DISPENSER
TTD TOILET TISSUE DISPENSER
TYP/(TYP) TYPICAL

T

UNO UNLESS NOTED OTHERWISE
UR URINAL

U

V VENT
VCT VINYL COMPOSITION TILE
VEHC VEHICLE MAINTENANCE BUILDING
VERT VERTICAL
VEST VESTIBULE
VPF VINYL PLANK FLOORING
VTR VENT THRU ROOF

V

W WIDE
W/ WITH
WC, W.C. WATER CLOSET
W/O WITHOUT
WO WHERE OCCURS
WD WOOD
WDW/WIN WINDOW
WH WATER HEATER
WP WATERPROOFING
WQU WATER QUALITY UNIT
WR WATER RESISTANT
WSCT WAINSCOT
WWF WELDED WIRE FABRIC
WWM WELDED WIRE MESH

W

1. SURFACES/ITEMS BEING CALLED OUT TO "MATCH EXISTING" SHALL BE SUCH THAT WHEN COMPARED WITH EXISTING 
SURFACES/ITEMS, ITEMS INDICATED AS "MATCH EXISTING" ARE UNIFORM AND CONSISTENT IN VISUAL APPEARANCE, 
COLOR, AND TEXTURE.

2. DIMENSIONS:

• ALL DIMENSIONS ARE TO FRAMING MEMBERS AT NEW CONDITIONS AND FINISH SURFACE AT EXISTING CONDITIONS 
UNLESS NOTED OTHERWISE.

• ALL DIMENSIONS SHALL TAKE PRECEDENCE OVER SCALE. DO NOT MEASURE DRAWINGS.

• ALL DIMENSIONS SHALL BE VERIFIED IN THE FIELD BEFORE PROCEEDING WITH THE WORK. CONTRACTOR SHALL 
VERIFY EXISTING CONDITIONS. FABRICATION OF COMPONENTS AND MATERIALS SHALL BE BASED ON FIELD VERIFIED 
CONDITIONS AND DIMENSIONS.
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ROOF LEGEND:

HATCHED AREA DENOTES AREAS TO BE REROOFED WITH A FLUID APPLIED POLYMETHYL METHACRYLATE (PMMA) 
ROOFING SYSTEM. SEE DETAILS ON SHTS A-520 & A-521.  ALL ROOF SLOPES AND CRICKETS SHALL MATCH THE 
EXISTING ROOF SLOPE PRIOR TO DEMOLITION AS MUCH AS POSSIBLE, TO MAINTAIN EXISTING DRAINAGE PATTERNS 
TO ROOF DRAINS, BUT NO LESS THAN 1/4" PER FOOT.

HATCHED AREA DENOTES AREAS TO BE REROOFED WITH A SINGLE-PLY ROOFING SYSTEM. SEE DETAIL ON SHTS A-
522, A-523, AND A-525.  ALL ROOF SLOPES AND CRICKETS SHALL MATCH THE EXISTING ROOF SLOPE PRIOR TO 
DEMOLITION AS MUCH AS POSSIBLE, TO MAINTAIN EXISTING DRAINAGE PATTERNS TO ROOF DRAINS, BUT NO LESS 
THAN 1/4" PER FOOT.

HATCHED AREA DENOTES EXISTING ROOF ASSEMBLY TO BE COATED WITH A FLUID APPLIED SILICONE ROOFING
SYSTEM. SEE DETAILS ON SHTS A-526, 527, 528, 529, & 530.

REROOFING GENERAL NOTES

1. ROOF DRAIN RETROFIT INSTALLATION SHALL BE COORDINATED WITH ROOF STORM DRAIN CAST-IN-PLACE-PIPING (CIPP) 
INSTALLATION.

2. NO ROOF SLOPES IN REROOFING AREAS SHALL BE LESS THAN 1% SLOPE. 

3. WHERE ROOF COATING WORK OCCURS, ALL ROOFING AND FLASHING SURFACES, ETC. PREVIOUSLY COATED SHALL RECEIVE 
NEW COATING.

4. CONT CLEATS SHALL MATCH SAME MATERIAL AND THICKNESS OF METAL FLASHING OR COPING.

STORM DRAIN LINING GENERAL NOTES:

1. ALL SHEETS ENTITLED "STORM DRAIN LINING - BLDG XXX - ......." ARE INTENDED TO SHOW LOCATIONS OF ROOF 
DRAINS AND STORM DRAIN PIPING LAYOUT. SEE SPECIFICATION FOR AR SHEETS / DETAILS / PHOTOS. SEE 
MECHANICAL DRAWINGS FOR STORM DRAIN PIPING, ROOF DRAINS, ETC. WORK. 

2. STORM DRAIN PIPING LAYOUT AND CLEAN OUT LOCATIONS ARE SHOWN BASED ON AVAILABLE RECORD 
DRAWINGS. CONTRACTOR TO RECORD AND REPORT TO ENGINEER ANY DEVIATIONS FROM LAYOUT SHOWN 
PRIOR TO STARTING WORK.

3. PIPING LAYOUT IS UNKNOWN FOR ROOF DRAINS 346.24 & 346.26, SEE MECHANICAL PLANS. CONTRACTOR TO 
TRACE THESE LINES BACK TO A COMMON VERTICAL STACK. CONTRACTOR TO RECORD PIPING LAYOUT FOR 
DOT-A RECORD DRAWINGS. 

4. ON SHEETS TITLED "STORM DRAIN LINING", STORM DRAIN LINES SHOWN ON PLAN ARE LOCATED BENEATH 
CEILING SLAB, AND ABOVE EXISTING CEILINGS WHERE APPLICABLE.  

5. SHOULD CONTRACTOR REQUIRE ACCESS TO PIPE CLEAN OUTS LOCATED ABOVE CEILINGS, CONTRACTOR SHALL 
COORDINATE WITH DOT-A AND TENANT (IF APPLICABLE) FOR ACCESS. CONTRACTOR SHALL OPEN CEILING AREA 
AS NEEDED TO PERFORM THE REQUIRED WORK. CONTRACTOR TO PATCH CEILING WITH MATCHING MATERIALS 
TO LIKE NEW CONDITION. CONTRACTOR TO INSTALL AT MINIMUM 18"X18" ACCESS PANEL AT HARD CEILINGS, 
PAINT TO MATCH CEILING; SEE                 &                    , TYP. SEE SPECIFICATIONS SECTION 02015 EXISTING 
CONDITIONS, FOR PHOTOGRAPHS OF CEILING CONDITIONS (AR SHEETS). 

//4 A-5194 A-519 //5 A-5195 A-519

BRAND NAMES, COLORS, AND CODE NUMBERS ARE LISTED ONLY FOR REFERENCE AND NOT INTENDED TO LIMIT OTHER 
MANUFACTURERS. COLORS AND PRODUCTS OF OTHER MANUFACTURERS WITH COMPARABLE QUALITY AND COLOR ARE 
ACCEPTABLE. SEE SECTION 01300 FOR PROCEDURES ON SUBSTITUTION OF MATERIALS AND EQUIPMENT. 

METALS
MET-1 TYPE 316 STAINLESS STEEL

FLUID APPLIED ROOFING SYSTEM
RF-1 POLYMETHYL METHACRYLATE (PMMA)

COLOR: WHITE

RF-2 SILICONE COATING
COLOR: WHITE

SINGLE-PLY ROOFING SYSTEM
RF-3 THERMOPLASTIC POLYMER AND ETHYLENE PROYLENE RUBBER (TPO)

COLOR: WHITE

PAINT
PT-1 TO BE SELECTED BY THE ENGINEER

@ EXPOSED STRUCTURAL FRAMING AT BLDG 332 & 339
@ REPAIRED HANDRAILS AT BLDG 336
@ REPAIRED METAL STAIRS AT BLDG 342

PT-2 MATCH EXST EXTERIOR WALL PAINT AT ELEVATOR ENCLOSURE

PT-3 MATCH EXST EXTERIOR WALL PAINT FOR NEW METAL DOOR @ BLDG 342

DEMOLITION LEGEND:

SHADED AREA DENOTES AREAS OF EXISTING ROOFING TO BE REMOVED. REFER TO REROOFING DEMOLITION 
GENERAL NOTE #1 (THIS SHEET) FOR DETAILED DESCRIPTION.

DASHED LINES DENOTES ADDITIONAL ITEMS TO BE REMOVED IN ADDITION TO THE ITEMS NOTED ABOVE. REFER 
TO DRAWINGS FOR ITEM DESCRIPTIONS.

DEMOLITION KEY NOTE / REROOFING GENERAL NOTES:

DEMOLITION SHALL INCLUDE:
• REMOVAL OF THE EXISTING ROOFING MEMBRANE, INSULATION AND ASSOCIATED MATERIALS, DOWN TO THE TOP OF THE 

CONCRETE TOPPING OR METAL DECKING AND TO CONCRETE PARAPET OR CURB.  INSPECT THE CONCRETE DECK OR METAL 
DECKING THAT WAS PREVIOUSLY CONCEALED BY THE ROOFING FOR SIGNS OF CRACKS AND SIGNS OF DETERIORATION.  
BRING ANY DETERIORATED AND DAMAGED CONDITIONS TO THE ATTENTION OF THE CONTRACTING OFFICER FOR REVIEW AND 
FURTHER DIRECTION.

• REMOVAL AND DISPOSAL OF THE EXISTING WALKING PADS, PITCH POCKETS, PITCH POCKET FLASHING CAPS, FLASHING, 
CLEATS, BLOCKING, NAILERS, ROOFING ACCESSORIES, ETC. AS REQUIRED TO ACCOMMODATE THE INSTALLATION OF THE 
NEW ROOFING SYSTEM AND ROOFING ACCESSORIES.

• AT EXISTING PITCH POCKET CONDITIONS, EXISTING SURFACES SHALL BE THOROUGHLY CLEANED OF ALL PITCH, ROOF 
COATINGS, ROOFING CEMENTS, ETC., AND PREPPED TO RECEIVE THE NEW ROOFING SYSTEM.

EXISTING ROOF DRAINS TO REMAIN. EXISTING ROOF DRAIN COVER/DOME AND CLAMPING RING ARE TO BE REMOVED FOR 
INSTALLATION OF RETROFIT ROOF DRAIN AT ALL ROOFS EXCEPT BLDG 346 (IAB MAIN ROOF), GATES D1/D2, AND GATES F1/F2. 
REPLACE ROOF DRAIN DOMES AND CLAMPING RINGS AT CANOPY ROOFS.  DRAIN BODY SHOULD BE CLEARED OF ALL DEBRIS 
AND FOLIAGE. CONTRACTOR TO REPORT TO THE ENGINEER ANY CRACKS FOUND IN DRAIN BOWLS, OR OTHER DAMAGES THAT 
COMPROMISES THE INTEGRITY OF THE ROOF DRAIN. 

EXISTING SURFACE SHALL BE THOROUGHLY CLEANED OF ALL PITCH, ROOF COATING, ROOFING CEMENTS, ETC., AND 
PREPPED TO RECEIVE THE NEW ROOFING SYSTEM PER MANUFACTURES INSTRUCTIONS. 

PREPARE EXISTING STEEL FRAMING FOR PAINTING.

EXISTING ELEVATED MECHANICAL PIPING, DUCTS, & ELECTRICAL CONDUITS  ON ROOF SHALL BE PROPERLY SHORED TO 
FACILITATE REROOFING/RECOATING  WORK.

EXISTING ROOF MECHANICAL EQUIPMENT
DISCONNECT ELECTRICAL POWER AND TEMPORARILY REMOVE EQUIPMENT AS NEEDED TO INSTALL NEW ROOF SYSTEM AND 
COUNTERFLASHING AS NOTED.  REINSTALL EQUIPMENT AND RECONNECT ELECTRICAL POWER IMMEDIATELY AFTER THE NEW 
ROOF SYSTEM IS INSTALLED.  CONTRACTOR TO NOTIFY CONTRACTING OFFICER AT LEAST 7 DAYS PRIOR TO DISCONNECT.  
PROVIDE SCHEDULE OF HOW LONG EQUIPMENT WILL BE INOPERABLE. 

EXISTING ROOF SURFACE SHALL BE CLEANED OF DEBRIS, ALL LOOSE AND FLAKING PARTICLES, DIRT, OIL, SHARP EDGES, 
GREASE AND LAITANCE.  REPAIR ALL UNSATISFACTORY AREAS, INCLUDING BLISTERING AND/OR DELAMINATED SEAMS PRIOR 
TO START OF COATING APPLICATION. SEAL ALL CRACKS AND JOINTS AS RECOMMENDED BY SEALANT MANUFACTURER.

NOTE:
PHOTOS OF SELECT EXISTING CONDITIONS AND SELECT CONDITIONS TO BE DEMOLISHED ARE SHOWN ON SHEETS A-501 TO A-
518. REPAIR OR REPLACEMENT CONDITIONS ARE INDICATED IN THE REMAINDER OF THE DRAWINGS.

D01

D02

D03

D04

D05

D06

D07

1. PAINT SYSTEMS (MATERIAL AND APPLICATION STANDARDS) FOR VARIOUS SURFACES THROUGHOUT THIS PROJECT TO COMPLY WITH 
MASTER PAINTERS INSTITUTE (MPI).  

PAINTING WILL BE REQUIRED AT THE FOLLOWING AREAS:
• REPAINT ADJACENT BUILDING SURFACES AND COMPONENTS DISTURBED BY REROOFING AND STORM DRAIN LINING WORK.
• REPAINT EXPOSED STEEL FRAMING AT BUILDINGS 332 & 339 LIGHTWELLS
• REPAINT EXISTING METAL STAIR AT BUILDING 342
• REPAINT EXISTING HANDRAILS AT BUILDING 336
• REPAINT ROOFTOP EQUIPMENT UTILITY SUPPORTS
• PAINT NEW METAL DOOR AT BUILDING 342
• PAINT GYP BD, PLASTER, AND WOOD CEILINGS DISTURBED BY STORM DRAIN LINING ACCESS TO CLEANOUTS
• PAINT ACCESS PANELS AND ANY NEW WORK INSTALLED DURING STORM DRAIN LINING WORK

2. DOOR 001 SHALL BE REPLACED; SEE SHEET A-112 FOR LOCATION OF DOOR AND SHEET A-601 FOR DOOR DETAILS

W = 3' - 0"

VE
R I

FY

H
 =

 6
' -

 1
0"

DOOR 001 SINGLE FLUSH,
STAINLESS STEEL

DOOR SPECIFICATION:

1. PROVIDE FLUSH-DESIGN DOORS, NOT LESS THAN 1-3/4 INCHES THICK, OF SEAMLESS HOLLOW CONSTRUCTION. 
CONSTRUCT DOORS WITH SMOOTH, FLUSH SURFACES WITHOUT VISIBLE JOINTS OR SEAMS ON EXPOSED FACES. 
FABRICATE STAINLESS-STEEL DOORS AND INTERNAL COMPONENTS, INCLUDING STIFFENERS AND HARDWARE 
REINFORCEMENTS, FROM TYPE 316 STAINLESS-STEEL SHEET TO BE RIGID AND FREE OF DEFECTS, WARP, OR 
BUCKLE. ACCURATELY FORM METAL TO REQUIRED SIZES AND PROFILES, WITH MINIMUM RADIUS FOR THICKENS 
OF METAL.

2. STAINLESS-STEEL DOORS: COMPLY WITH ANSI A250.4, LEVEL A

3. EXTERIOR DOORS: PROVIDE WEEP-HOLE OPENINGS IN BOTTOM OF EXTERIOR DOORS TO PERMIT MOISTURE TO 
ESCAPE. SEAL JOINTS IN TOP EDGES OF DOORS AGAINST WATER PENETRATION.

4. DOOR FACE SHEETS SHALL BE MINIMUM 0.062-INCH-THICK, STAINLESS-STEEL SHEET, TYPE 316, JOINED AT 
VERTICAL EDGES BY CONTINUOUS WELD EXTENDING FULL HEIGHT OF DOOR; WITH EDGES GROUND AND 
POLISHED, PROVIDING SMOOTH, FLUSH SURFACES WITH NO VISIBLE SEAMS.

5. LAMINATED STEEL-STIFFENED DOOR: 0.0375-INCH-THICK, STAINLESS STEEL VERTICAL STIFFENERS EXTENDING 
FULL-DOOR HEIGHT, WITH VERTICAL WEBS SPACED NOT MORE THAN 6 INCHES APART, FASTENED TO FACE 
SHEETS WITH WATERPROOF ADHESIVE. SPACE FILLED BETWEEN STIFFENERS WITH GLASS- OR MINERAL-FIBER 
INSULATION.

6. TOP AND BOTTOM CHANNELS: MINIMUM 0.0625-INCH-THICK, STAINLESS STEEL CHANNEL SPOT WELDED, NOT MORE 
THAN 6 INCHES OC, TO FACE SHEETS.

7. COMPLY WITH NAAMM'S "METAL FINISHES MANUAL FOR ARCHITECTURAL AND METAL PRODUCTS' FOR 
RECOMMENDATIONS FOR APPLYING AND DESIGNATING FINISHES. REMOVE TOOL AND DIE MARKS AND STRETCH 
LINES OR BLEND INTO FINISH. GRIND AND POLISH SURFACES TO PRODUCE UNIFORM, DIRECTIONALLY TEXTURED, 
POLISHED FINISH INDICATED, FREE OF CROSS SCRATCHES. DIRECTIONAL SATIN NO. 4 FINISH, GRAIN DIRECTION 
VERTICAL (LONG DIMENSION OF DOOR). PROTECT MECHANICAL FINISHES ON EXPOSED SURFACES FROM DAMAGE 
BY APPLYING A STRIPPABLE, TEMPORARY PROTECTIVE COVERING BEFORE SHIPPING. FINISH STAINLESS-STEEL 
DOORS AND FRAMES AFTER ASSEMBLY. 

8. WHEN POLISHING IS COMPLETED, PASSIVATE AND RINSE SURFACES. REMOVE EMBEDDED FOREIGN MATTER AND 
LEAVE SURFACES CHEMICALLY CLEAN.

HARDWARE SCHEDULE
3.0 EA HINGES TA2134 4.5"X4.5" US32D NRP MCKINNEY 
1.0 EA LOCK  28-8XG37-LB-32D SARGENT
1.0 EA CLOSER 351 CPS EN SARGENT 
1.0 EA DOOR BOTTOM  SWEEP 345 DV PEMKO
1.0 EA DOOR TOP 346D40 PEMKO
1 SET PERIMETER GASKETING 290DS PEMKO

1

A-002

1

A-002

2

A-002

NOTE: COORDINATE HINGE LOCATIONS W/ EXST FRAME

EXTINT

8 1/4" (E)

EXST DOOR FRAME
BEYOND

EXST PLASTER
WALL

EXST MTL
DOOR FRAME

DOOR AS SCHED

PERIMETER GASKET,
TYP

DOOR TOP
WEATHERSTRIP

2" (E) 4 1/4" (E) 2" (E)

EXST MTL LANDING

PMMA MEMBRANE ASSEMBLY
AS SPECIFIED 

SST HM MTL DOOR, PT-3

EXST MTL DOOR FRAME

EXST THRESHOLD

VAPOR BARRIER

EXST CONC DECK

ANGLED RESIN FILL, TYP
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LOWER CONC WALL,
SEE STRUC

D07

5

A-504

SIM

(E) RD, NIC

(E) RD, NIC

(E) VALLEY

J

H

E11 E10 E09 E08 E07 E06 E05

(E) VTR

(E) RV(E) RV

(E) VTR

EXST ROOF STACK ON ROOF. 
SLEEVE WITH FLASHING AND 
APPLIED LIQUID  COATING

(E) RV

(E) RV(E) RV

REMOVE  GRAVEL 
STOP & MET 
GUTTER

REMOVE MET 
PARAPET  COPING, 
TYP

EXST SHT MET CAP ON CURB, 
FLASHING WITH LIQUID 
APPLIED COATING, TYP

(E
) S

L

(E
) S

L

(E
) S

L

(E) SL

REMOVE GRAVEL 
STOP, TYP

EXST WALL 
MTD PIPE, TYP

REMOVE & 
REPLACE GRAVEL 
STOP & MET 
GUTTER

REMOVE & REPLACE EXST WALL MTD 
SHT MET COUNTERFLASHING WITH 
LIQUID APPLIED COATING

REMOVE EXST 
PARAPET MET 
COPING, TYP

SHADING DENOTES AREA
OF EXST ROOF SYSTEM
TO BE REMOVED, TYP

144' - 0" (E)

24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E)

37
' -

 1
1"

 (E
)

1'
 - 

11
" (

E)

3'
 - 

2"
 (E

)

13
' -

 3
" (

E)
22

' -
 3

" (
E)

6"
 (E

)
5'

 - 
1"

 (E
)

5' - 2 3/4" (E)

1

A-501

1

A-501
D01

2

A-501
8

A-501

8

A-501
3

A-504

2

A-504

SIM

SIM

5

A-501

SIM

2

A-501

9

A-501

REMOVE EXST 
ROOF VENT (RV), 
TYP

SIM

SEE STRUCT FOR SPALL 
REPAIR, TYP

TYP

CORE
THICKNESS: 7"

CORE
THICKNESS: 4"

S
T
AT
E OF HAW

A
I

I1 9 5 9

OF

Airports Division
DEPARTMENT OF TRANSPORTATION

STATE OF HAWAII

DSGN. DRWN. CHKD. APPD.

DATE :

SHEET :

KEY  PLAN  /  NOTES:

NO. DATE REVISIONS

PROJECT  TITLE :

PROJECT  NO.:

SHEET  TITLE:

DWG. NO.

Signature License Expiration Date

AT

SHEETS

04/30/2022

DANIEL K. INOUYE INTERNATIONAL AIRPORT
HONOLULU, OAHU, HAWAII

DATE

MARCH 31, 2021

CONSTRUCTION

DOCUMENTS

REPLACE THE OVERSEAS
TERMINAL ROOF AT HNL

AO1043-30

PARTIAL ROOF DEMOLITION PLAN
- BLDG 342 - SECTOR A

17 287

03/31/2021

DB DB HL, CN BG

A-107
PLAN

NORTH

0 8'

SCALE: 1/8" = 1'-0"

4' 16'

SCALE:     1/8" = 1'-0"

PARTIAL DEMOLITION PLAN - BLDG 342 - SECTOR A - LOWER ROOF
2

SCALE:     1/8" = 1'-0"
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342 -

SECTOR B

K

E03 E02 E01 W01 W02 W03

J.10

REMOVE EXST ROOF 
VENT (RV), TYP

EXST ROOF BEAM BELOW

EXST GABLE SKYLIGHT
(NIC)

REMOVE EXST GRAVEL 
STOP & FASCIA, TYP

(E) RV (E) RV (E) RV (E) RV (E) RV

(E) RV (E) RV (E) RV (E) RV (E) RV

SHADING DENOTES AREA
OF EXST ROOF SYSTEM 
TO BE REMOVED, TYP

24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E)

7'
 - 

7"
 (E

)
13

' -
 0

" (
E)

8'
 - 

4"
 (E

)

D01

3

A-502

3

A-502

(E
) S

L
(E

) S
L

(E
) S

L
(E

) S
L

CORE 
THICKNESS: 4"

CORE
THICKNESS: 6.5"

J

H

K

L

E05 E04 E03 E02 E01 W01 W02 W03 W04 W05

BLDG 342 (NIC)

OPEN TO
 BELOW

EXST CONDUIT 

EXST SKYLIGHT ROOF EAVES 
ABOVE, SEE 

EXST ROOF VENT (RV), TYP

REPAIR EXST MTL 
STAIR & LANDING
(SEE STRUCT)

EXST SURFACE MTD PIPE 
SUPPORT, TYP

EXST ROOF EAVES & 
MTL GUTTER ABOVE 
TO REMAIN, TYP

REMOVE & REPLACE EXST 
DOWNSPOUT (DS), TYP
OF 5

EXST SURFACE MTD 
COUNTERFLASHING, TYP

REMOVE & REINSTALL 
EXST EXPANSION JOINT 
CURB

EXST CONDUIT 
ABOVE WALL MTD 
COUNTERFLASHING

EXST WALL MTD 
COUNTERFLASHING 

(E) RIDGE 

REMOVE & REPLACE EXST
MTL STAIR AND LANDING

(E) DS (E) DS

(E) DS

(E) DS (E) DS

(E) DS
(E) DS

(E) DS

(E) RIDGE

(E) RD

(E) OFD (E) RD (E) OFD (E) DS

EXST ELEVATED 
MECH PIPES, TYP

EXST CONT GRAVEL STOP & FASCIA

(E) RV

(E) RV (E) RV (E) RV (E) RV

(E) RV (E) RV

(E) RV(E) RV (E) RV(E) RV (E) RV

(E) RV(E) RV

EXST CONT 
GRAVEL STOP & 
FASCIA

(E) RV

(E) RV (E) RV (E) RV (E) RV (E) RV (E) VTR (E) RV (E) RV (E) RV (E) VTR (E) RV

EXST CONDUIT 

REMOVE & REPLACE EXST 
SCREENED MECH ROOF 
OPENING ON CURB, TYP OF 3

REMOVE PARAPET 
MET COPING, TYP

REMOVE & REPLACE 
EXST TRASH CHUTE 
HOOD ON CURB 

REMOVE & REPLACE EXST 
SHT MET CAP ON CURB

EXST EXHAUST 
FAN ON CURB

(E
) S

L

(E
) S

L

(E
) S

L

(E
) S

L

EXST VTR, 
TYP

REMOVE & REPLACE 
EXST GRAVEL
STOP & GUTTER 

SHADING DENOTES AREA OF
EXST ROOF SYSTEM TO 
BE REMOVED, TYP

216' - 0" (E)

24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E)

EXST UPPER 
ROOF

EXST LOWER 
ROOF

EXST LOWER 
ROOF

(E) DS

(E) DS

36
' -

 0
" (

E)
32

' -
 0

" (
E)

30
' -

 0
" (

E)

CLEAN & PREP EXST ROOF SURFACE 
TO FACILITATE APPLICATION OF 
ROOF COATING

D01

2

A-502

REMOVE & REPLACE
SKYLIGHT DOME, TYP

1

A-503
SIM

9

A-502

SIM

REMOVE AND REPLACE 
EXST ROOF DRAIN (RD) & 
OVERFLOW DRAIN (OFD) 
COVER, TYP

4

A-502

7

A-502

5

A-502

REMOVE & REINSTALL 
EXST EXPANSION JOINT 
CURB FLASHING

6

A-502

1

A-503

9

A-502

9

A-502

8

A-501

SIM

6

A-501

9

A-501

REMOVE EXST 
ROOF VENT (RV), 
TYP

SIM

4

A-501

5

A-501
5

A-501

3

A-501

3

A-501

(E) RV

(E) DS

//2 A-1082 A-108

8

A-504

(SEE STRUCT)

8

A-502

CORE
THICKNESS: 2"

CORE
THICKNESS: 6"
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ROOF DEMOLITION PLAN - BLDG 342 - SECTOR B - SKYLIGHT ROOF
2

SCALE:     1/8" = 1'-0"

PARTIAL ROOF DEMOLITION PLAN - BLDG 342 - SECTOR B - UPPER & LOWER ROOF
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J

H

K

L

W05 W06 W07 W08 W09 W10 W11 W12

EXST STRUCTURE (NIC)

EXST SIGNAGE ON A 
CONC PEDESTAL 
WITH MTL FLASHING

EXST MTL STAIRS 
AND LANDING

REMOVE & REPLACE 
EXST DOWNSPOUT & 
SPLASH BLOCK, TYP

REMOVE & REPLACE 
SKYLIGHT DOME, TYP

(E) RIDGE

EXST ROOF EAVES AND 
MTL GUTTER, ABOVE

REMOVE AND REPLACE 
DOWNSPOUT, TYP

REMOVE & REPLACE 
EXST GUTTER ABOVE

REMOVE MTL 
STAIRS & LANDING,
SEE

REMOVE DOOR & THRESHOLD

REMOVE/REPLACE MTL 
FLASHING ON EXST CURB, TYP

REMOVE & REPLACE 
EXST MTL GUTTER 
ABOVE

EXST PIPE COLUMN, 
TYP

EXST MTL GUTTER

EXST EQUIPMENT (NIC)

(E
) S

L
(E

) S
L 

(E) RV (E) RV

(E) RV(E) RV(E) RV

(E) RD

(E) OFD

EXST GRAVEL 
STOP

EXST ELEVATED PIPES ON 
SURFACE MTD STL SUPPORTS, 
TYP

EXST  PERIMETER  
WALL MTD 
COUNTERFLASHING

EXST PERIMETER 
SURFACE APPLIED 
ROOF FLASHING.

EXST METAL COPING ON 
CURB

EXST WALL MTD 
COUNTER FLASHING 
WITH APPLIED 
COATING

EXST SURFACE APPLIED 
ROOF  FLASHING

(E) RV

EXST  MECH 
EQUIPMENT ROOM 
(NIC)

CLEAN & PREP EXST ROOF 
SURFACE TO FACILITATE 
APPLICATION OF ROOF COATING

168' - 0" (E)

24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" 24' - 0" (E) 24' - 0" (E) 24' - 0" (E)

19
' -

 4
" (

E)
16

' -
 8

" (
E)

32
' -

 0
" (

E)

8'
 - 

5"
 (E

)

SHADING DENOTES AREA OF ROOF 
SYSTEM TO BE REMOVED, TYP

9

A-502

SIM

REMOVE AND REPLACE 
EXST ROOF DRAIN (RD) & 
OVERFLOW DRAIN (OFD) 
COVER, TYP

4

A-503

4

A-503

5

A-503

3

A-503

6

A-503

//2 A-5032 A-503

4

A-503

5

A-503

SIM

SIM

1

A-503

SIM

EXST EXPANSION 
JOINT AT CONC ROOF

4

A-504

8

A-503

7

A-503

EXST SURFACE MTD STL 
SUPPORTS, TYP

EXST ELEVATED PIPES ON 
STL SUPPORTS, TYP

1

A-504

30
' -

 0
" (

E)

EXST SPALLING AT 
LOWER CONC WALL,
SEE STRUC

EXST DOOR, 
NIC

EXST CHW STRUCTURE
COLUMNS

EXST PLUGGED OFD,
UNPLUG & SCOPE,
REPORT FINDINGS
TO ENGINEER

9

A-503

EXST ROOF DRAIN, 
TYP OF 2

D07
D01

CUT & PATCH EXST
CANT, SEE //7 A-5047 A-504

3

A-503

5

A-504

SIM

REMOVE 
GUARDRAIL, SEE
STRUC

3'
 - 

2"

EXST ROOF DRAIN

1

A-504

9

A-504

342 -

SECTOR C

J

H

W05 W06 W07 W08 W09 W10 W11

EXST SCREENED MECH 
ROOF OPENING ON CURB

REMOVE EXST 
ROOF VENT (RV), 
TYP

(E) RV

(E) RV

(E) RV(E) RV

(E) VTR(E) VTR

EXST PARAPET MET 
COPING, TYP

REMOVE AND REPLACE
GRAVEL STOP & METAL GUTTER

EXST WALL MTD 
COUNTER FLASHING 

SHADING DENOTES AREA OF  
ROOF SYSTEM TO BE 
REMOVED, TYP

144' - 0" (E)

24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E)

36
' -

 0
" (

E)

22
' -

 3
" (

E)
13

' -
 9

" (
E)

2'
 - 

4"
 (E

)

EXST ANTENNA TO 
BE REMOVED
BY OWNER

7

A-501

8

A-501

9

A-501

2

A-501

D01

9

A-501

SIM

EXST SPALL,
SEE STRUCTURAL 

6

A-504

SIM

REMOVE FLASHINGCORE
THICKNESS: 3"

CORE
THICKNESS: 7"
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J

H

K

L

E12 E11 E10 E09 E08 E07 E06 E05

3

A-301

EXST AC COOLING TOWER
(NIC)

DS DS(E) SL (E) SL

(E) SL

EXST SURFACE MOUNTED 
PIPE SUPPORT, TYP

EXST ELEVATED MECH 
PIPES ON SUPPORTS, TYP

(E) ROOF RIDGE

SKYLIGHT DOME, TYP

RRD ROFD ROFDRRD

(E) VALLEY

(E
) S

L

EXST CONT GRAVEL STOP 
& FASCIA

EXST MECH  ROOM 

(E) RV (E) RV

(E) RV(E) RV(E) RV

EXST WALL MOUNTED
COUNTERFLASHING, TYP

SILICONE COATING OVER 
EXST ROOFING ASSEMBLY, 
SEE                    , TYP

72' - 0" (E)

24' - 0" (E) 24' - 0" (E) 24' - 0" (E)

72' - 0" (E)

67
' -

 3
" (

E)

30
' -

 0
" (

E)
7'

 - 
0"

 (E
)

36
' -

 0
" (

E)

1'
 - 

9"
 (E

)

24' - 0" (E)

RETROFIT ROOF DRAIN (RRD) & 
OVERFLOW DRAIN (ROFD), TYP

DOWNSPOUT & SPLASHPAN, TYP

(E
) S

L

(E
) S

L
(E

) S
L

SPALL REPAIR AT 
LOWER CONC WALL,
PAINT, SEE STRUC

(E) RD, NIC

(E) RD, NIC

11

A-526

9

A-526

1

A-519

SIM

(E) VALLEY

TYP

//1 A-5261 A-526

342 -

SECTOR A

J

H

E11 E10 E09 E08 E07 E06 E05

3

A-301

(E) VTR, TYP

(E) VTR

EXST ROOF STACK 

GUTTER & DOWNSPOUT (DS),
ALIGN DS W/ CENTERLINE OF COL

PARAPET MET  
COPING, TYP

SHT MET CAP ON 
CURB, TYP OF 3

(E
) S

L

(E
) S

L

(E
) S

L

(E
) S

L

EXST WALL 
MTD PIPE, 
TYP

WALL MTD SHT MET  
COUNTERFLASHING 

PARAPET MET COPING, 
TYP

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E)

5' - 2 3/4" (E)

GUTTER & DOWNSPOUT, TYP

37
' -

 1
1"

 (E
)

1'
 - 

11
" (

E)13
' -

 3
" (

E)
22

' -
 3

" (
E)

6"
 (E

)
5'

 - 
1"

 (E
)

DS

5

A-523

5

A-523

5

A-523

SIM

SIM

3

A-523

SIM

DS
7

A-523

7

A-523

3

A-523

3

A-523

12

A-522

11

A-522

SIM

VERIFY
2' - 11" ± (E)

VE
RI

FY
3'

 - 
6"

 ±
 (E

)

VERIFY
2' - 11" ± (E)

VE
RI

FY
3'

 - 
6"

 ±
 (E

)

VERIFY
4' - 4" ± (E)

VE
RI

FY
3'

 - 
6"

 ±
 (E

)

SIM

11

A-522
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J

H

K

L

E05 E04 E03 E02 E01 W01 W02 W03 W04 W05

3

A-301

BLDG 342 (NIC)

OPEN TO BELOW

REINSTALL EXST 
CONDUIT, SEE ELEC 

SKYLIGHT DOME, 
TYP

EXST  ROOF EAVES ABOVE

MTL STAIR, RAIL, & 
LANDING, PAINT  TO 
MATCH EXST COLOR, 
SEE STRUC DWGS

EXST SURFACE MTD PIPE 
SUPPORT, TYP

EXST ROOF EAVES & 
MTL GUTTER ABOVE, 
TYP

EXST WALL WITH 
SURFACE MTD 
COUNTERFLASHING, TYP

REINSTALL EXST EXPANSION 
JOINT CURB FLASHING

EXST CONDUIT ABOVE 
WALL MTD 
COUNTERFLASHING

EXST WALL MTD 
COUNTERFLASHING 

(E) RIDGE 

FRP STAIR, RAILS, &LANDING,
SEE STRUC DWGS,
MATCH EXST COLOR

(E) DS (E) DS

DS

(E) DS (E) DS

DS

(E) DS

DS

(E) RIDGE

RRD ROFD
RRD ROFD (E) DS

EXST ELEVATED 
MECH PIPES, TYP

EXST CONT GRAVEL STOP & FASCIA

(E) RV

(E) RV (E) RV (E) RV (E) RV

(E) RV (E) RV

(E) RV(E) RV (E) RV(E) RV

(E) RV(E) RV

EXST CONT GRAVEL 
STOP & FASCIA

(E) RV

(E) VTR, TYP
(E) VTR

EXST CONDUIT 

SCREENED MECH ROOF OPENING ON 
CURB, TYP OF 3

PARAPET MET COPING 
& FLASHING, TYP

TRASH CHUTE HOOD 
ON CURB

SHT MET CAP 
ON CURB

EXST EXHAUST 
FAN ON CURB

SLSL SL SL

EXST VTR,
TYP OF 3

GUTTER, DOWNSPOUT (DS), & 
SPLASHPAN TYP, SEE 

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

216' - 0" (E)

24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E)

EXST UPPER 
ROOF

EXST LOWER 
ROOF

EXST LOWER 
ROOF

DS

(E) DS

36
' -

 0
" (

E)
32

' -
 0

" (
E)

30
' -

 0
" (

E)

SILICONE ROOF COATING 
OVER EXST ROOFING 
ASSEMBLY, SEE                    ,
TYP

DS

(E) RV

9

A-526

EXST ROOF VENT (RV),
TYP

11

A-526

9

A-528

7

A-527

8

A-527

12

A-526

REPAIR/REPLACE
ROOF CURB COPING

12

A-526

EXST DOOR (NIC)

(E
) S

L
(E

) S
L

(E
) S

L
(E

) S
L

//7 A-5237 A-523

3

A-523

3

A-523

3

A-523

TYP TYP

12

A-526

12

A-526

1

A-301

//1 A-5261 A-526

VE
RI

FY

4'
 - 

6"
 ±

 (E
)

VERIFY

4' - 6" ± (E)

VERIFY

6' - 2" ± (E)

VE
RI

FY

6'
 - 

2"
 ±

 (E
)

VERIFY

5' - 9" ± (E)

VE
RI

FY

5'
 - 

9"
 ±

 (E
)

(VERIFY)
2' - 0" ± (E)

(V
ER

IF
Y)

2'
 - 

0"
 ±

 (E
) VE

RI
FY

3'
 - 

1"
 ±

 (E
)

VERIFY

3' - 1" ± (E)

9

A-522

14

A-522

12

A-52211

A-522

12

A-522

SIM

342 -

SECTOR B

K

E03 E02 E01 W01 W02 W03

J.10

EXST ROOF BEAM BELOW
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DASHED LINES INDICATES
EXST PEDESTRIAN BRIDGE ABOVE

RDOFD RDOFD OFD

EXST CONC COLUMN, TYP

24' - 0" (E)

22
' -

 9
" (

E)
51

' -
 1

0"
 (E

)

4

A-515
EXST CANOPY,
SEE //1 A-1771 A-177

EXST CANOPY, SEE //2 A-1772 A-177
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336

F

F1

E6

E3

E

E04 E03 E02 E01 W01 W02 W03 W04

D1.3

N

ATRIUM  OPEN  
TO BELOW

(E) ADMINISTRATION BUILDING
 BLDG 336 - THIRD FLOOR (NIC)

EXST ROOF BELOW,
SEE

(E) DS

(E) DS

EXST MECH DUCT RISER 
ON CURB

EXST MECH DUCT 
RISER ON ROOF 
CURB

EXST WALK 
ROOF PAD, 
TYP

EXST ELEVATED 
MECH EQUIP ABOVE

EXST MECH EQPT 
SUPPORT, TYP

EXST MECH DUCT 
ABOVE, TYP

(E) OFD(E) RD

(E) VTR

(E) DS

(E) DS

(E) OFD(E) RD

(E) VTR

EXST  CONDUIT, 
TYP, SEE ELEC

EXST EXPANSION JOINT 
COVER ON  ROOF CURB

EXST ELEC CONDUIT

EXST EDGE OF 
OVERHANG ABOVE

EXST SCUPPER & 
CONDUCTOR HEADS, TYP

(E
) S

L
(E

) S
L

(E
) S

L
(E

) S
L

(E) SL

(E) SL

(E) SL

(E) SL

(E) SL

(E
) S

L

(E) SL

(E
) S

L

EX
ST

   
V 

O
 I 

D
   

S 
P 

A 
C

 E
 

EX
ST

  V
 O

 I 
D

   
S 

P 
A 

C
 E

 

EX
ST

  V
 O

 I 
D

   
S 

P 
A 

C
 E

 

EXST UPPER ROOF

EXST 
METAL 
COPING

EXST WALL MTD 
COUNTERFLASHING, 
TYP 

EXST LOWER ROOF
SEE

EXST WALL MTD 
COUNTERFLASHING, TYP 

EXST  PEDESTRIAN BRIDGE 
& STAIRS ABOVE, TYP 

EXST INSULATED MECH 
PIPES ON SURFACE MTD 
SUPPORTS, TYP 

EXST PEDESTRIAN 
BRIDGE ABOVE, TYP 

EXST   V O I D   S P A C E 

EXST LADDER 
SECURED TO  
ROOF CURB.

EXST 
COPING  ON 
CURB.

EXST CRIPPLE WALL 
BELOW, WITH EXPANSION 
JT COVER, TYP

EXST CRIPPLE WALL 
BELOW, TYP

EXST MET GUTTER, 
TYP

EXST METAL 
EDGE 
FLASHING & 
FASCIA, TYP

EXST EXPANSION JOINT COVER 
BELOW  ROOF OVERHANG

(E) ELEVATOR  
LOBBY (NIC)

BLDG 332
EXST CONT WALL  MTD 
COUNTERFLASHING

EXST CONT BASE 
FLASHING OVER 
EXPANSION JOINT 
COVER 

EXST WALL MTD 
COUNTERFLASHING

EXST CONT BASE FLASHING 
OVER EXPANSION JOINT COVER 

EXST PARAPET 
MET COPING

EXST EXPANSION 
JOINT COVER

EXST EXPANSION 
JOINT COVER

BLDG 339

EXST ROOF BELOW,
SEE 

(E) LOWER ROOFEXST LOWER ROOF

20' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 20' - 0" (E)

160' - 0" (E) 4' - 0" (E)

25
' -

 0
" (

E)
25

' -
 0

" (
E)

4'
 - 

2"
 (E

)
20

' -
 1

0"
 (E

)
6'

 - 
10

" (
E)

12
4'

 - 
4"

 (E
)

CLEAN & PREP EXST ROOF 
TO FACILITATE 
APPLICATION OF ROOF 
COATING, TYP

CLEAN & PREP EXST ROOF 
SURFACE TO FACILITATE 
APPLICATION OF ROOF 
COATING, TYP

REMOVE EXST ROOF 
DRAIN (RD) & 
OVERFLOW DRAIN 
(OFD) COVER, INSTALL 
RETROFIT DRAIN, TYP

REPAIR EXST RAILING 
ABOVE, SEE STRUC

1

A-509

2

A-509

3

A-509

3

A-509

4

A-509

EXST  MECH EQPT 
SUPPORT, TYP

8

A-509

9

A-509

8

A-509

//1 A-1771 A-177 //2 A-1772 A-177

//2 A-1502 A-150

D07

D07

6

A-526

10

A-526

EXST CONDUIT, SEE 
ELECTRICAL

REMOVE EXST
DISCONNECT
SWITCH, ETC,
SEE ELEC
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F

E6

E02 E01 W01 W02

D1.3

E4.2

EXST SCUPPER, TYP

(E) RD

RD

EXST STANDPIPE

EXST ADMINISTRATIVE 
BUILDING  BLDG 336 - TENTH 
FLOOR

(E) RV

EXST STAIR SUPPORT ON 
PITCH POCKET, TYP

(E) RV

EXST MET STAIR

EXST MECH EQPT 
SUPPORTS ON 

PITCH POCKET, TYP

EXST WALL MTD 
COUNTERFLASHING, 
TYP

EXST COVERED 
STAIR ROOF

EXST PARAPET MTD 
DAVIT (DV), TYP

REMOVE EXST PARAPET / WALL MTD 
ROOF EQPT STL SUPPORT, SHOWN IN 
DASHED LINE, SEE STRUC

(E) RVREMOVE & REPLACE 
EXST WEATHERHEAD 
ON PITCH POCKET (W-

HPP), SEE ALSO ELEC 
DWGS, TYP 

EXST  VTR ON 
PITCH POCKET

EXST PIPE ON PITCH 
POCKET

REMOVE & 
REINSTALL EXST 
SHEET MTL CURB 

CAP

(E) PP

(E) PP(E) DV (E) DV (E) DV (E) DV (E) DV (E) DV
(E) DV

(E) PP

(E) DV

(E) DV

(E) DV

(E) DV

(E) DV

(E) DV
(E) DV

(E) VTR

EXST PARAPET MET
COPING, TYP

(E) DV (E) DV (E) DV (E) DV(E) PP
(E) RV

(E) RV

(E) DV

(E) DV

(E) DV

(E) DV

(E) DV

(E) DV(E) DV(E) DV(E) DV

(E) VTR

EXST ELEC 
CONDUIT

(E) PP (E) RV(E) RV
(E) DV (E) DV

(E) PP
(E) PP

EXST WALL MTD  
COUNTERFLASHING, 

DISCONTINUED WHERE 
EXST DV ARE INSTALLED, 
TYP

EXST WALL 
MTD ELEC 
PANEL, TYP

EXST WALL MTD 
ELEC PANEL, TYP

EXST PIPE  THRU ROOF 

(E) RV

(E) RV

EXST PERIMETER WALL MTD 
COUNTERFLASHING, DISCONTINUED 
WHERE  DOOR OPENING OCCURS, 

TYP

(E) VTR

(E) VTR

EXST MECH EQPT TO BE 
REMOVED, SEE MECH

EXST INSULATED MECH PIPES TO 
BE REMOVED W/ CORRESPONDING 
MECH EQPT, SEE MECH

SHADING DENOTES AREA OF 
EXST ROOF SYSTEM TO BE 
REMOVED, TYP

REMOVE EXST ROOF 
DRAIN COVER & 
INSTALL  RETROFIT 

DRAIN, TYP OF 2

92' - 0" (E)
10' - 0" (E)10' - 0" (E) 9' - 0" (E) 15' - 0" (E) 24' - 0" (E) 15' - 0" (E) 9' - 0" (E)

3'
 - 

0"
 (E

)
4'

 - 
2"

 (E
)

25
' -

 0
" (

E)
13

' -
 4

" (
E)

50
' -

 2
" (

E)

4'
 - 

0"
 (E

)

(E) DV

REMOVE EXST ROOF VENT 
(RV), TYP, SEE ALSO MECH 
DWGS

1

A-510

9

A-510

8

A-510

3

A-510

2

A-510

EXST DOOR, TYP

4

A-510

5

A-510

7

A-510

9

A-510

6

A-510

(E) W-HPP

(E) W-HPP
(E) W-HPP

(E) DV

8

A-512

D01

CT: 2.5"

CT: 2"

CT: 2"

CT: 2"

CT: 3"

9

A-512

F

E6

E02 E01 W01 W02

D1.3

RD

EXST STANDPIPE 
ON PITCH POCKET

REMOVE EXST RAISED CONDUIT WITH 
CMU BALLAST, SEE ELEC

REMOVE EXST CMU BALLAST & CONDUIT,
SEE ELEC, TYP

EXST STAIR STRINGER

REMOVE EXST CRICKET

EXST MECH EQUIP 
ON ROOF CURB

EXST METAL 
ENCLOSURE ON 
ROOF CURB

EXST CONDUIT ON  
PITCH POCKET(PP)

EXST LADDER 
VERTICAL SUPPORTS 
ON PITCH POCKET (PP)

EXST DOWNSPOUT. REMOVE & 
REPLACE EXST SPLASH BLOCK, TYP

(E) RD

REMOVE EXST CONDUIT MTD TO 
GUARDRAIL, TYP, SEE ELEC

VTRRV

(E) VTR

EXST HOSE BIBB 
ON PITCH 
POCKET

VTR

EXST  RAILING 
SUPPORT ON PITCH 
POCKET, TYP

REPLACE PERIMETER WALL 
MTD COUNTERFLASHING

(E) VTR
(E) RV

EXST DASHED LINES INDICATES WALL MTD 
MECH EQPT, DUCT & ELEC PANEL MTD 
ABOVE WALL MTD COUNTERFLASHING 

EXST WALL MTD COUNTER 
FLASHING PUNCTURED BY ELEC 
WIRES ON  OPEN SLEEVES

(E) RV

EXST WALL MTD PIPES

EXST ELEC CONDUIT 
MTD ABOVE WALL MTD 
COUNTERFLASHING

PP

PP

PPPP

EXST DASHED LINES INDICATES 
WALL MTD ELEC PANEL ABOVE 
WALL MTD COUNTERFLASHING 

EXST CONDUIT FROM FLR BELOW

EXST LOOSE CONDUIT 
ON ROOF, TYP, SEE ELEC

REMOVE EXST ROOF DRAIN (RD) 
COVER, TYP

SHADING DENOTES AREA OF EXST ROOF 
SYSTEM TO BE REMOVED, TYP

EXST WALL MTD PIPES 

REMOVE EXST PERIMETER GRAVEL 
STOP & FASCIA

55' - 7" (E)

9' - 4" (E) 14' - 8" (E) 24' - 0" (E) 16' - 11" (E) 7' - 1" (E)

13
' -

 6
" (

E)
25

' -
 0

" (
E)

4'
 - 

2"
 (E

)

44
' -

 1
" (

E)

1

A-511

9

A-511

1

A-511

1

A-511

5

A-511

4

A-511

4

A-511

7

A-511

2

A-511

2

A-511

REMOVE EXST ANTENNA 
ON EXST GUARDRAIL, TYP,
SEE ELEC

3

A-511

6

A-511
8

A-511

REMOVE EXST ROOF
VENT (RV), TYP

EXST ADMINISTRATIVE 
BUILDING - BLDG 336 -
ROOF CAB

D01

CT: 4"

CT: 3.5"

CT: 4.5"

E6

E01 W01

D1.3

REMOVE & REPLACE EXST 
CONDUIT ON PITCH POCKET 
(CPP), TYP, SEE ELEC

REMOVE & REINSTALL 
EXST ELEVATED 
CONDUIT ON SURFACE 

MTD PEDESTAL, TYP

REMOVE EXST ELEVATED 
CONDUIT ON PEDESTAL, 
TYP, SEE ELEC

EXST WALL MTD 
LADDER  & POST 
ON PITCH POCKET 

EXST WEEPHOLE-OFD, TYP 
EXST CONDUCTOR HEAD 
&  DOWNSPOUT, TYP

EXST FRAMING POST ON 
PITCH POCKET (PP), TYP 0F 4

EXST EQUIPMENT STL FRAMING, 
SHOWN IN DASHED LINES

EDGE OF EXST 
ELEVENTH FLOOR 
BELOW

EXST PERIMETER GRAVEL 
STOP & FASCIA 

(E) OFD

(E) CPP (E) CPP

(E) CPP(E) CPP

(E) PP

(E) CPP

(E) CPP

(E)CPP

(E) W-HPP
(E) PP

REMOVE EXST 
WEATHERHEAD ON PITCH 
POCKET (W-HPP), TYP, SEE 

ELEC

EXST OVERFLOW 
DRAIN (OFD), TYP

SHADING DENOTES AREA 
OF EXST ROOF SYSTEM TO 
BE REMOVED, TYP

24' - 0" (E) 11" (E)11" (E)

27
' -

 1
0"

 (E
)

6'
 - 

0"
 (E

)
21

' -
 1

0"
 (E

)
3'

 - 
2"

 (E
)

EXST RAILING POST ON 
PITCH POCKET (PP), TYP 

1

A-512

5

A-512

2

A-512

3

A-512

4

A-512

6

A-512

7

A-512

D01

CT: 4"

CT: 5"

CT: 3"

33
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F

E6

E3

E03 E02 E01 W01 W02 W03

4

A-305

3

A-305

EXST  ATRIUM
 OPEN TO BELOW

EXST ADMINISTRATION BUILDING
BLDG 336 - THIRD FLOOR

(E) DS

ROFD

RRD

EXST MECH DUCT RISER 
WITH COUNTERFLASHING 
ON CURB, TYP

EXST MECH 
DUCT ABOVE

EXST MECH DUCT 
SUPPORT, TYP

EXST  DOWN SPOUT (DS) , TYP

(E) SL (E) SL

(E) SL(E) SL

(E) SL

(E) SL

(E) SL SL
SL SL

SL (E) SL

SL
SL

SL

RRD RRD

ROFD

RRD

ROFD

RRD

EXST GUTTER ABOVE

(E) DS

(E) DS

(E) SL (E) SL

(E) SL

(E) SLROFD

RRD

EXST ROOF EAVE ABOVE

WALL MTD 
COUNTERFLASHING, TYP

EXST CRIPPLE WALL WITH 
COUNTERFLASHING AND 
EXPANSION JOINT COVER

EXST PEDESTRIAN BRIDGE 
ABOVE

EXST PEDESTRIAN 
BRIDGE ABOVE

EXST LADDER, 
SEE                      , TYP

FOR ADDITIONAL 
NOTES, REFER TO  
WEST SIDE OF 
ADMIN BLDG

(E) CRIPPLE WALL WITH 
COUNTERFLASHING AND 
EXPANSION JOINT COVER

SPLASH BLOCK, TYP

RETROFIT ROOF DRAIN
(RD) & OVERFLOW ROOF DRAIN 
(ROFD), TYP

SILICONE COATING OVER
EXST ROOFING ASSEMBLY,
SEE                    , TYP

EXST  CRIPPLE WALL WITH 
COUNTERFLASHING AND 
EXPANSION JOINT COVER

EXST EXPANSION JOINT 
COVER, TYP

120' - 0" (E)

13' - 1" (E) 13' - 1" (E)

59
' -

 9
" (

E)

1'
 - 

5"
 (E

)
25

' -
 0

" (
E)

2'
 - 

5"
 (E

)

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC

ROOF DRAIN (RD), 
TYP 

(E) SL (E) SL

(E) SL (E) SL

(E) SL (E) SL (E) SL (E) SL

(E) SL (E) SL

(E) SL (E) SL

(E) SL

SL

//10 A-52710 A-527

6

A-519

6

A-519 (E) SL

//1 A-5261 A-526

SILICONE COATING OVER
EXST ROOF ASSEMBLY, 
SEE                    , TYP              //1 A-5261 A-526

6

A-522

E3

E

E03 E02 E01 W01 W02 W03

V

REINSTALL EXST PARAPET 
MET COPING, TYP

EXST WALL MTD 
COUNTER FLASHING EXST MECH GOOSENECK 

DUCT ON CURB

EXST SATELLITE DISK 
ON ROOF SURFACE MTD 
CMU BALLAST 
REINSTALLED BY 
OWNER

RRD
RRD RRD RRD

RRD

RRD
RRD RRD RRD

EXST PYRAMID 
SKYLIGHT, NIC 

SILICONE COATING OVER
EXST ROOFING ASSEMBLY,
SEE                    , TYP

RETROFIT ROOF DRAIN 
(RRD) , TYP

10
' -

 0
" (

E)
5'

 - 
8"

 (E
)

41
' -

 1
" (

E)
1'

 - 
5"

 (E
)

51
' -

 5
" (

E)

3'
 - 

3"
 (E

)

126' - 0" (E)

3' - 0" (E) 4' - 11 1/2" (E)1' - 11 1/2" (E)

(E) SL

(E) SL

(E) SL

(E) SL

(E
) S

L

(E) SL

4

A-529

3

A-305

5

A-305

//1 A-5261 A-526

4

A-529

SIM

SILICONE COATING ON EXST 
ROOFING ASSEMBLY, TYP
SEE //1 A-5261 A-526

3

A-526

SIM.

336

E

D

C1

E01 W01

ROOF DRAIN (RD) DOME AND CLAMPING
RING, TYP

EXST DOWNSPOUT, TYP

SPLASH BLOCK, TYP

REINSTALL EXST JUNCTION BOXES
& CONDUITS, TYP, SEE ELEC

EXST ELEVATED CHILLED WATER LINES,
TYP

REINSTALL EXST CONDUIT,
SEE ELEC

SILICONE COATING OVER EXST
ROOFING ASSEMBLY, SEE

DASHED LINES INDICATES
EXST PEDESTRIAN BRIDGE ABOVE

(E) RD(E)
OFD

(E) RD(E) OFD (E)
OFD

EXST CONC COLUMN, TYP

24' - 0" (E)

22
' -

 9
" (

E)
51

' -
 1

0"
 (E

)

(E) RD

//1 A-5261 A-526

6

A-526
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F

F1

E6

E3

E04 E03 E02 E01 W01 W02 W03 W04

D1.3

N

2

A-304

4

A-305

1

A-304

4

A-304

3

A-304

3

A-305

EXST ATRIUM  
OPEN  TO BELOW

EXST ADMINISTRATION BUILDING
 BLDG 336 - THIRD FLOOR (NIC)

EXST ROOF BELOW,
SEE                                                

(E) DS

(E) DS

EXST MECH DUCT RISER 
ON CURB

EXST MECH DUCT RISER 
ON CURB

EXST WALK 
ROOF PAD, 
TYP

EXST ELEVATED 
MECH EQUIP ABOVE

EXST MECH EQUIP 
SUPPORT, TYP

EXST MECH DUCT 
ABOVE, TYP

ROFDRRD

(E) VTR

(E) DS

(E) DS

ROFD RRD

(E) VTR

EXST CONDUIT, TYP

EXST EXPANSION JOINT 
COVER ON  ROOF 
CURB,
SEE 

EXST ELEC CONDUIT
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                  , TYP REPLACE EXST ROOF 

DRAIN (RD) DOME AND 
CLAMPING RING, TYP

(E
) S

L

(E
) S

L

EXST OVERFLOW DRAIN 
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L
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(E) SL(E)SL
(E) 
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(E) RD (E) RD (E) RD(E) 
OFD

(E) OFD (E) 
OFD

(E) SL

EXST ROOF COPING & 
FLASHING, TYP

(E) SLEXST FLASHING AT 
CONC COLUMN, TYP

SILICONE COATING OVER
EXST ROOFING ASSEMBLY,
SEE                    , TYP

REPLACE EXST ROOF 
DRAIN (RD) DOME AND 
CLAMPING RING, TYP
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L
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L
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FLASHING, TYP
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L
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SEE CANOPY TYPE 3A & TYPE 3B

REPLACE EXST ROOF 
DRAIN (RD) DOME AND 
CLAMPING RING, TYP

SILICONE COATING OVER
EXST ROOFING ASSEMBLY,
SEE                    , TYP
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L

(E
) S

L
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EXST OVERFLOW DRAIN 
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L
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REPLACE EXST ROOF 
DRAIN (RD) DOME AND 
CLAMPING RING, TYP
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OVER EXST ROOFING
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EXST OVERFLOW  
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PARAPET 

EXST STORM 
DRAIN PIPE, TYP

SILICONE COATING
OVER EXST ROOFING
ASSEMBLY, SEE                   ,
TYP

REPLACE EXST ROOF 
DRAIN (RD) DOME 
AND CLAMPING RING, 
TYP
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SEE                    , TYP
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DRAIN (RD) DOME AND 
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D
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E12 E11 E10 E09 E08 E07 E06 E05 E04 E03 E02
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J.11

Y

EXST CONC CANOPY BELOW,
SEE

EXST CONC CANOPY BELOW, 
SEE                    , SIM

REMOVE & REINSTALL 
EXST LIGHT FIXTURE 
SURFACE MTD TO 
CONC COL ABOVE, TYP, 
SEE ELEC

REMOVE & REINSTALL EXST
CONDUIT, SEE ELEC

(E) DS (E) OFDS

(E) DS

(E) OFDS(E) DS (E) OFDS (E) DS (E) OFDS

REMOVE & REINSTALL EXST 
CONDUIT, SEE ELEC

(E) RD
(E) RD(E) RD (E) DS (E) DS(E) DS (E) DS

(E) DS

(E) RD (E) RD

EXST WALL MTD 
MECH UNIT 
ABOVE

EXST PVC PIPE 
THROUGH ROOF

(E) VTR

(E) DS

REMOVE & REPLACE 
EXST SPLASH BLOCK, 
TYP

EXST SCUPPER, TYP

(E
) S

L
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(E) SL (E) SL
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(E
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L
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L

(E
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L (E
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L

EXST BASE FLASHING, TYP

EXST CONC 
CURB

EXST EXTENDED 
DOWNSPOUT 
PVC PIPE, TYP

(E
) S

L

REMOVE & REINSTALL EXST 
EXTENDED DOWNSPOUT PVC 
PIPE, TYP

EXST CONDUITS 
THROUGH ROOF

EXST COL MTD MECH 
EQUIPTMENTEXST PIPE THROUGH 

ROOF, TYP EXST SCUPPER, 
TYP

CLEAN & PREP EXST ROOF 
SURFACE TO FACILITATE 
APPLICATION OF ROOF 
COATING, TYP

REMOVE EXST ROOF 
DRAIN (RD) COVER, 
INSTALL RETROFIT 
ROOF DRAIN (RRD), TYP

REMOVE & REPLACE EXST SPLASH
BLOCK, TYP

//4 A-1764 A-176 //4 A-1764 A-176

REMOVE & 
REINSTALL EXST 
EXTENDED PVC 
PIPE, TYP

(E) SL

(E
) S

L

(E) SL
(E) SL(E) SL

EXST CANOPY BELOW,
SEE //3 A-1503 A-150

REMOVE & REPLACE EXST
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EXST CONDUIT

EXST PIPE
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EXST CANOPY BELOW,
SEE                    , SIM

EXST CANOPY BELOW,
SEE                    , SIM

REMOVE & REINSTALL 
EXST LIGHT FIXTURE 
SURFACE MTD TO CONC 
COL ABOVE, TYP, SEE 
ELEC, SEE

EXST CONC COL WITH  
BASE FLASHING, TYP

(E) DS(E) OFDS (E) DS(E) OFDS (E) DS(E) OFDS

(E) DS

(E) OFDS

OUTLINE OF EXST 
ROOF ABOVE

(E) RD
(E) RD

(E) RD

(E) DS (E) DS(E) DS
(E) DS

(E) RD
(E) RD

EXST MECH EQUIP ON 
SURFACE MTD EQUIP 
SUPPORT, TYP

(E) DS

REMOVE & REPLACE 
EXST SPLASH BLOCK, 
TYP

EXST SCUPPER, TYP

(E) SL (E) SL

(E) SL

(E) SL

(E) SL

(E) SL

(E) SL

EXST DUCT & ELEC 
DUCT FLASHING 
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EXST GOOSENECK 
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PIPE, TYP

REMOVE EXST ROOF 
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CLEAN & PREP EXST ROOF 
SURFACE TO FACILITATE 
APPLICATION OF ROOF 
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L
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L
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EXST CONDUIT, TYP, 
SEE ELEC
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1

A-517

2

A-517

24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E) 24' - 0" (E)

3 1/2" (E)

22
' -

 9
" (

E)
8"

 (E
)

41
' -

 2
" (

E)
10

' -
 0

" (
E)

//6 A-5176 A-517

3

A-517

7

A-517

CANOPY TYPE 1D 
SIM

CANOPY TYPE 1D 
SIM

6

A-526

BLDG 332  

CANOPY

BLDG 339 

CANOPY

S
T
AT
E OF HAW

A
I

I1 9 5 9

OF

Airports Division
DEPARTMENT OF TRANSPORTATION

STATE OF HAWAII

DSGN. DRWN. CHKD. APPD.

DATE :

SHEET :

KEY  PLAN  /  NOTES:

NO. DATE REVISIONS

PROJECT  TITLE :

PROJECT  NO.:

SHEET  TITLE:

DWG. NO.

Signature License Expiration Date

AT

SHEETS

04/30/2022

DANIEL K. INOUYE INTERNATIONAL AIRPORT
HONOLULU, OAHU, HAWAII

DATE

MARCH 31, 2021

CONSTRUCTION

DOCUMENTS

REPLACE THE OVERSEAS
TERMINAL ROOF AT HNL

AO1043-30

PARTIAL DEMOLITION ROOF PLAN
- TERMINAL 2 - CANOPY TYPES

87 287

03/31/2021

DB DB HL, CN BG

A-177

SCALE:     1/8" = 1'-0"

PARTIAL ROOF DEMOLITION PLAN - CANOPY TYPE 3A
1

SCALE:     1/8" = 1'-0"

PARTIAL ROOF DEMOLITION PLAN - CANOPY TYPE 3B
2

PLAN
NORTH

0 8'

SCALE: 1/8" = 1'-0"

4' 16'



E

D

C1

W01 W02 W03 W04 W05 W06 W07 W08 W09 W10 W11 W12

V

Y

EXST CANOPY BELOW,
SEE                    , SIM

EXST CANOPY BELOW,
SEE                    , SIM

REINSTALL EXST LIGHT 
FIXTURE SURFACE MTD TO 
CONC COL ABOVE, TYP, 
SEE ELEC

EXST CONC COL WITH  
BASE FLASHING, TYP

(E) DS(E) OFDS (E) DS(E) OFDS DSOFDS

(E) DS

(E) OFDS

OUTLINE OF EXST 
ROOF ABOVE

RRD RRD

RRD

RRD(E) DS (E) DS(E) DS
(E) DS

RRDRRD

EXST MECH EQUIP ON 
SURFACE MTD EQUIP 
SUPPORT, TYP

(E) DS

SPLASH 
BLOCK, TYP

EXST SCUPPER, 
TYP

(E) SL
(E) SL

(E) SL

SL

EXST DUCT & ELEC 
DUCT FLASHING 
ENCLOSURE ON CURB

EXST GOOSENECK 
MECH DUCT ON CURB

EXST ELEVATED 
MECH PIPES, TYP

EXST SURFACE MTD 
ELEVATED MECH 
PIPE SUPPORT, TYP
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L
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EXST OPEN ENDS ELBOW 
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THROUGH BASE FLASHING

(E) DS (E) DS

EXST CONC CURB

EXST BASE 
FLASHING, TYP 

REINSTALL EXST 
EXTENDED PVC PIPE, TYP

RETROFIT ROOF 
DRAIN (RRD), TYP

SILICONE COATING
OVER EXST ROOFING
ASSEMBLY, SEE                   ,
TYP

//4 A-1764 A-176 //4 A-1764 A-176

(E) SL (E) SL (E) SL (E) SL (E) SL
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REINSTALL EXST 
CONDUIT, TYP, SEE 
ELEC
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EXST CONC CANOPY BELOW,
SEE

EXST CONC CANOPY BELOW, 
SEE                    , SIM

REINSTALL EXST LIGHT 
FIXTURE SURFACE MTD 
TO CONC COL ABOVE, 
TYP, SEE ELEC

EXST CONC COL, TYP

(E) DS (E) OFDS

(E) DS

(E) OFDS(E) DS (E) OFDS (E) DS (E) OFDS

REINSTALL EXST CONDUIT, 
SEE ELEC

REINSTALL EXST
CONDUIT, SEE ELEC
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RRD RRD
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DOWNSPOUT, PVC PIPE, TYP

EXST CONDUITS 
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EXST PIPE THROUGH 
ROOF, TYP 

EXST SCUPPER, 
TYP

SILICONE COATING OVER EXST 
ROOF SYSTEM, SEE                    ,
TYP

RETROFIT ROOF DRAIN 
(RRD), TYP

SPLASHBLOCK, TYP
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J HKL

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

EXST SKYLIGHT, NIC

OPEN

GUTTER &
DOWNSPOUT,
SEE 

SINGLE-PLY ROOFING SYSTEM, 
AS SPEC, TYP

SILICONE COATING OVER
EXST ROOFING ASSEMBLY,
TYP

(E) MECH ROOM

(E) CENTRAL LOBBY

2

A-523
1

A-523

SILICONE COATING 
OVER EXST 
ROOFING 
ASSEMBLY

//7 A-5237 A-523

2ND FLOOR
13' - 4"

3RD FLOOR
30' - 6"

E03 E02 E01 W01 W02 W03

EXST SKYLIGHT (NIC)

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

2
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(E) CENTRAL LOBBY

SIM
4

A-523

2ND FLOOR
13' - 4"

3RD FLOOR
30' - 6"

E11 E10 E09 E08 E07 E06 E05 E04 E03 E02 E01 W01

ROOF
47' - 4"

(E) FAN ROOM

(E) COOLING TOWER ROOM

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

4/
A-

30
1

SECTOR A SECTOR B

6

A-523

SIM 6

A-523

SIM

2ND FLOOR
13' - 4"

3RD FLOOR
30' - 6"

W01 W02 W03 W04 W05 W06 W07 W08 W09 W10 W11 W12

(E) FAN ROOM

(E) FAN ROOM

(E) MEN (E) WOMEN'S(E) JANITOR

(E) FAN ROOM

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

3/
A-

30
1

SECTOR CSECTOR B

6

A-523

SIM
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DB DB HL, CN BG

A-301

SCALE:     1/8" = 1'-0"

BUILDING CROSS SECTION - BLDG 342
1SCALE:     1/8" = 1'-0"

PARTIAL BUILDING LONGITUDINAL SECTION - BLDG 342
2

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 342
3

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 342
4

0 8'

SCALE: 1/8" = 1'-0"
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2ND FLOOR
13' - 4"

3RD FLOOR
30' - 6"

W31 W32 W33 W34 W35

2

A-302

RETROFIT ROOF DRAIN , TYP
SEE                          

SINGLE-PLY ROOFING SYSTEM, AS 
SPEC, TYP//6 A-5226 A-522

EXST 6X3  TUBULAR
STEEL DS, TYP

EXST TUBULAR STEEL 
DS, TYP

4

A-525

SIM

1ST FLOOR
0"

2ND FLOOR
13' - 4"

3RD FLOOR
30' - 6"

W30W31W32W33W34W35W36W37W38W39

EXST RAMP

EXST MECH BASEMENT

EXST FIXED GLASS

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, MATCH 
EXST INSULATION 
THICKNESS, TYP

RETROFIT ROOF 
DRAIN (RRD), 
TYP

EXST PLANTER

BASEMENT
-14' - 8"

6

A-522
2

A-525

2

A-525

1ST FLOOR
0"

J K L L2J.6

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

(E) VENT SHAFT

(E) ELEVATOR
SHAFT

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

BASEMENT
-14' - 8"

J.3

6

A-525

4

A-525

1

A-525

2

A-525

SIM4' - 1 41/128"
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A-302

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 363 - LOWER ROOF
3

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 363
1

SCALE:     1/8" = 1'-0"

BUILDING CROSS SECTION - BLDG 363
2

0 8'

SCALE: 1/8" = 1'-0"
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E38E39E40

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

1

A-303

1ST FLOOR
0"

2ND FLOOR
13'-4"

3RD FLOOR
30'-6"

9

A-523

8

A-523

1ST FLOOR
0"

2ND FLOOR
13' - 4"

3RD FLOOR
30' - 6"

HG1G

SINGLE-PLY ROOFING 
SYSTEM, AS SPEC, TYP

(E) RAIL

8

A-523

1ST FLOOR
0"

2ND FLOOR
13' - 4"

3RD FLOOR
30' - 6"

EV

BRIDGE TO PARKING 
STRUCTURE (NIC) NOT 
FULLY SHOWN FOR 
CLARITY

SILICONE ROOF COATING OVER
EXST ROOFING ASSEMBLY, TYP

EXST GUTTER,
SEE                    , SIM//8 A-5288 A-528

3

A-528
SIMFF1N F4

SILICONE COATING 
OVER EXST ROOFING
ASSEMBLY, TYP

EXST STRUCTURAL 
FRAMING, SEE 
STRUCTURAL

EXST GUTTER AND
DOWNSPOUT

8

A-523
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DB DB HL, CN BG

A-303

SCALE:     1/8" = 1'-0"

BUILDING CROSS SECTION - BLDG 346
2 SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 346
1

0 8'

SCALE: 1/8" = 1'-0"

4' 16'

SCALE:     1/8" = 1'-0"

BUILDING SECTION - ELEVATOR/ STAIR ROOF - BLDG 341 (BLDG 344 SIM)
3SCALE:     1/8" = 1'-0"

BUILDING SECTION - LIGHT WELL - BLDG 332 (BLDG 339 SIM)
4



1ST FLOOR
0"

2ND FLOOR
13' - 4"

E04E03E02E01W01W02W03W04

4

A-305

4TH FLOOR
32' - 0"

5TH FLOOR
42' - 0"

3RD FL00R (LOWER)
22' - 0"

6TH FLOOR
53' - 4"

J.11

3

A-305

A T R I U M

SILICONE COATING OVER EXST
ROOFING ASSEMBLY, TYP

EXST SKYLIGHT, TYP

SILICONE COATING OVER EXST
ROOFING ASSEMBLY, TYP

11

A-527

SIM 15

A-527

SIM

1ST FLOOR
0"

2ND FLOOR
13' - 4"

E04E03E02E01W01W02W03W04

4

A-305

4TH FLOOR
32' - 0"

5TH FLOOR
42' - 0"

3RD FL00R (LOWER)
22' - 0"

J.11

3

A-305

RETROFIT
ROOF
DRAIN

RETROFIT ROOF DRAIN

(E) LADDER

SILICONE COATING
OVER EXST ROOFING
ASSEMBLY, TYP

SILICONE COATING 
OVER EXST ROOFING
ASSEMBLY, TYP

10

A-527

10

A-527

SIM

9

A-527

6

A-526

9

A-527

SIM

UPPER ROOF

LOWER ROOF

2ND FLOOR
13' - 4"

E04 E03 E02 E01 W01 W02 W03 W04

4TH FLOOR
32' - 0"

5TH FLOOR
42' - 0"

3RD FL00R (LOWER)
22' - 0"

6TH FLOOR
53' - 4"

J.11 3

A-305

12

A-527

SILICONE COATING OVER  EXST
ROOFING ASSEMBLY, TYP

SILICONE COATING OVER  EXST
ROOFING ASSEMBLY, TYP

12

A-527

4

A-305

2ND FLOOR
13' - 4"

E04E03

4TH FLOOR
32' - 0"

5TH FLOOR
42' - 0"

3RD FL00R (LOWER)
22' - 0"

J.11

3

A-305

RETROFIT
ROOF DRAIN

SILICONE COATING OVER EXST
 ROOFING ASSEMBLY, TYP

6

A-526

9

A-527

SIM 11

A-527

SIM
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DB DB HL, CN BG

A-304
SCALE:     1/8" = 1'-0"

LONGITUDINAL SECTION - BLDG 336 - THIRD & FIFTH FLOOR
4

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 336 - THIRD FLOOR - UPPER & LOWER ROOFS
3

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 336 - THIRD FLOOR - UPPER ROOF
2SCALE:     1/8" = 1'-0"

PARTIAL BUILDING SECTION - BLDG 336 - THIRD FLOOR
1

0 8'

SCALE: 1/8" = 1'-0"

4' 16'



2ND FLOOR
13' - 4"

F F1E6E3 N

4TH FLOOR
32' - 0"

5TH FLOOR
42' - 0"

3RD FL00R (LOWER)
22' - 0"

EXST LADDER

RETROFIT ROOF DRAIN
(RRD) & OVERFLOW DRAIN
(ROFD), TYP

EXST 
DOWNSPOUT,
TYP

SILICONE COATING OVER
EXST ROOFING ASSEMBLY,
TYP

10

A-526

6

A-526

F

10TH FLOOR
85' - 8"

11TH FLOOR
97' - 8"

CAB ROOF
112' - 3"

E7 E8 FLUID APPLIED ROOFING SYSTEM, 
AS SPEC

E.5

1

A-521

E02 E01 W01 W02

10TH FLOOR
85' - 8"

11TH FLOOR
97' - 8"

CAB ROOF
112' - 3"

FLUID APPLIED 
ROOFING SYSTEM, 
AS SPEC

EXST RAILS, TYP

7

A-521

1

A-521

2

A-521

2

A-521

1ST FLOOR
0"

2ND FLOOR
13' - 4"

F F1E6E3ED2D N

2

A-304

2

A-307

4TH FLOOR
32' - 0"

5TH FLOOR
42' - 0"

3RD FL00R (LOWER)
22' - 0"

6TH FLOOR
53' - 4"

VY

SILICONE COATING OVER EXST
ROOFING ASSEMBLY, TYP

EXST SKYLIGHT

15

A-5275

A-527

1ST FLOOR
0"

2ND FLOOR
13' - 4"

3RD FLOOR
30' - 6"

E01 W01

4TH FLOOR
32' - 0"

5TH FLOOR
42' - 0"

6TH FLOOR
53' - 4"

ELEVATOR
PIT

ELEVATOR
SHAFT

STAIRWELL ELEVATOR LOBBY

SILICONE COATING OVER
EXST ROOFING ASSEMBLY,
TYP

BASEMENT
-14' - 8"
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DB DB HL, CN BG

A-305

SCALE:     1/8" = 1'-0"

BUILDING CROSS SECTION - BLDG 336 - THIRD FLOOR
4

SCALE:     1/8" = 1'-0"

BUILDING CROSS SECTION - ROOF 336 - TENTH, ELEVENTH, & CAB
1SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - ROOF 336 - TENTH, ELEVENTH, & CAB
2

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 336 - THIRD & FIFTH FLOOR
3

SCALE:     1/8" = 1'-0"

BUILDING SECTION - ELEVATOR/ STAIR ROOF - BLDG 336
5

0 8'

SCALE: 1/8" = 1'-0"
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1ST FLOOR
0"

W42.1 W43.4W42 W43 W44 W45

12
' -

 9
"

SILICONE COATING OVER
EXST ROOFING ASSEMBLY,
TYP

4

A-530

1ST FLOOR
0"

2ND FLOOR
13' - 4"

E4.2E7

SILICONE COATING OVER 
EXST ROOFING ASSEMBLY,
TYP

4

A-530

1ST FLOOR
0"

2ND FLOOR
13' - 4"

H G

12
' -

 9
"

SILICONE COATING OVER EXST 
ROOFING ASSEMBLY, TYP

4

A-530

2

A-530

1ST FLOOR
0"

2ND FLOOR
13' - 4"

W38 W39 W40W38.1 W39.1 W40.1 W41.1 W42.1 W43.4W41 W42 W43 W44

SILICONE COATING OVER EXST
ROOFING ASSEMBLY, TYP2

A-530

4

A-530

1ST FLOOR
0"

2ND FLOOR
13' - 4"

W38 W40W38.1 W39.1 W40.1 W41.1 W42.1 W43.4

SILICONE COATING OVER EXST
ROOFING ASSEMBLY, TYP

4

A-530

1ST FLOOR
0"

2ND FLOOR
13' - 4"

E1 DD-5E4

W14x22W24x55

CONC WALL, TYP

SUSPENDED 
ALUM CEILING

SILICONE COATING OVER
EXST ROOFING ASSEMBLY,
TYP

1ST FLOOR
0"

2ND FLOOR
13' - 4"

W38 W39.1 W40.1

12
' -

 9
" (

E)

4

A-530

2

A-530

SILICONE COATING OVER EXST 
ROOFING ASSEMBLY, TYP
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DB DB HL, CN BG

A-306

SCALE:     1/8" = 1'-0"

BUILDING CROSS SECTION - BLDG 343
1

SCALE:     1/8" = 1'-0"

BUILDING CROSS SECTION - BLDG 343
2SCALE:     1/8" = 1'-0"

BUILDING CROSS SECTION - BLDG 343
3

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 343
4

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 343
5

SCALE:     1/8" = 1'-0"

BUILDING LONGITUDINAL SECTION - BLDG 343
6SCALE:     1/8" = 1'-0"

BUILDING CROSS SECTION - BLDG 343
7 0 8'

SCALE: 1/8" = 1'-0"
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1ST FLOOR
0"

2ND FLOOR
13' - 4"

W10W11W12

E10 E11 E12OPP. HAND OPP. HAND

SILICONE COATING OVER
EXST ROOFING ASSEMBLY, TYP

(E) SKYLIGHT
5

A-528

2

A-528
2

A-528

SIM

2ND FLOOR
13' - 4"

E04 E03 E02 E01

4TH FLOOR
32' - 0"

3RD FL00R (LOWER)
22' - 0"

OPP. HANDOPP. HAND

SILICONE COATING OVER EXST 
ROOFING ASSEMBLY, TYP(E) SKYLIGHT,

TYP

W04 W03 W02 W01

4

A-528

2

A-528

2

A-528SIM

2ND FLOOR
13' - 4"

3RD FLOOR
30' - 6"

EVY

SILICONE COATING OVER 
EXST ROOFING ASSEMBLY,
TYP

(E) SKYLIGHT

1

A-528

2

A-528

5

A-527

SIM

13

A-527

SIM

1ST FLOOR
0"

ED2DC1

4TH FLOOR
32' - 0"

5TH FLOOR
42' - 0"

3RD FL00R (LOWER)
22' - 0"

VY

SILICONE COATING OVER 
EXST ROOFING ASSEMBLY, TYP

(E) SKYLIGHT ROOF 
BEYOND

1

A-528
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03/31/2021

DB DB HL, CN BG

A-307

SCALE:     1/8" = 1'-0"

PARTIAL BUILDING SECTION - SKYLIGHT ROOF
1SCALE:     1/8" = 1'-0"

PARTIAL BUILDING SECTION - SKYLIGHT ROOF
2

SCALE:     1/8" = 1'-0"

PARTIAL BUILDING SECTION - CANOPY & SKYLIGHT ROOF
4

SCALE:     1/8" = 1'-0"

PARTIAL BUILDING SECTION - CANOPY ROOF
3

0 8'

SCALE: 1/8" = 1'-0"

4' 16'



EXST ROOF STACK

REMOVE & REPLACE EXST 
SHEET METAL CURB CAP @ 
EXST ROOF OPENING, TYP

EXST VTR

REMOVE ROOF 
MEMBRANE AND 
FLASHING TO EXPOSE 
EXST ROOF CURB, TYP

REPLACE COUNTER 
FLASHING, TYP

EXST WALL MTD 
PIPE, TYP

REMOVE & REPLACE  
EXST METAL 
GUTTER AND 
DOWNSPOUT, TYP

REMOVE EXST ROOF 
PARAPET FLASHING, 
TYP

D03

D01

REMOVE ROOF MEMBRANE 
& SHEET METAL 
COUNTERFLASHING, TYP

EXST VTR

D01

EXST VTR, TYP

REMOVE & 
REPLACE EXST 
CAPPED VENT 
WITH FLASHING ON 
CURB

REMOVE ROOF 
MEMBRANE & 
FLASHING TO 
EXPOSE EXST 
ROOF CURB, TYP

D01

D01 D03

REMOVE EXST ROOF 
PARAPET FLASHING, TYP

EXST EXHAUST 
FAN ON CURB 
WITH INTEGRAL 
FLASHING

REMOVE & REPLACE  
EXST METAL 
SCREENED MECH 
ROOF COVER, TYP 
OF 3

REMOVE EXST 
ROOF VENT, TYP

D01

D06

REMOVE & 
REPLACE EXST 
METAL SCREENED 
MECH ROOF 
COVER, TYP EXST EXHAUST FAN 

ON CURB WITH 
INTEGRAL FLASHING

REMOVE & 
REPLACE EXST 
ROOF PARAPET 
FLASHING, TYP

REMOVE ROOF 
MEMBRANE & FLASHING 
TO EXPOSE EXST ROOF 
CURB, TYP

D01

D06

D03

REMOVE & REPLACE EXST 
TRASH CHUTE HOOD WITH 
INTEGRAL FLASHING

REMOVE ROOF 
MEMBRANE & 
FLASHING TO 
EXPOSE EXST 
ROOF CURB, TYP

D01

D01 D03

REMOVE EXST 
GRAVEL STOP

REMOVE & REPLACE 
EXST METAL 
SCREENED MECH 
ROOF COVER, TYP

REMOVE ROOF 
MEMBRANE & 
FLASHING TO EXPOSE 
EXST ROOF CURB, TYP

D01
D01 D03

REMOVE & REPLACE 
EXST METAL GUTTER, 
TYP

REMOVE EXST ROOF 
VENT (RV), TYP

REMOVE & REPLACE 
EXST ROOF 
PARAPET FLASHING, 
TYP

D01

ANTENNA TO BE 
REMOVED & 
REINSTALLED BY OWNER

REMOVE EXST ROOF 
VENT, TYP

REMOVE EXST ROOF 
PARAPET FLASHING, TYP

D01

S
T
AT
E OF HAW

A
I

I1 9 5 9

OF

Airports Division
DEPARTMENT OF TRANSPORTATION

STATE OF HAWAII

DSGN. DRWN. CHKD. APPD.

DATE :

SHEET :

KEY  PLAN  /  NOTES:

NO. DATE REVISIONS

PROJECT  TITLE :

PROJECT  NO.:

SHEET  TITLE:

DWG. NO.

Signature License Expiration Date

AT

SHEETS

04/30/2022

DANIEL K. INOUYE INTERNATIONAL AIRPORT
HONOLULU, OAHU, HAWAII

DATE

MARCH 31, 2021

CONSTRUCTION

DOCUMENTS

REPLACE THE OVERSEAS

TERMINAL ROOF AT HNL

AO1043-30

DETAILS - EXST ROOF

CONDITIONS - BLDG 342

97 287

03/31/2021

DB DB HL, CN BG

A-501

SCALE: NTS1
SHEET METAL CURB CAP

SCALE: NTS2
SHEET METAL COUNTER FLASHING

SCALE: NTS3
COVERED SCREENED VENT ON CURB

SCALE: NTS4
SCREENED MECHANICAL ROOF OPENING

SCALE: NTS5
EXHAUST FAN ON CURB

SCALE: NTS6
TRASH CHUTE CURB

SCALE: NTS7
SCREENED MECHANICAL ROOF OPENING

SCALE: NTS8
METAL GUTTER

SCALE: NTS9
ANTENNA



TEMPORARILY REMOVE & 
REINSTALL EXST SURFACE 
MOUNTED PIPE SUPPORT 
TO FACILITATE 
APPLICATION OF ROOF 
COATING, TYP

EXST AC COOLING 
TOWER AREA (NIC)

EXST ROOF VENT, 
TYP

EXST ELEVATED MECH 
PIPE ON SUPPORTS, TYP

D05

EXST SHEET METAL 
FLASHING AND COUNTER 
FLASHING, TYP

EXST AC COOLING 
TOWER AREA (NIC)

REMOVE & REPLACE  
EXST METAL 
GUTTER & 
DOWNSPOUT, TYP

REMOVE EXST ROOF DRAIN 
AND OVERFLOW DRAIN 
COVERS, INSTALL RETROFIT 
DRAINS,  SEE MECH

D02

REMOVE EXST ROOF VENT 
(RV), TYP

EXST SKYLIGHT ON CURB 
TO REMAIN (NIC)

REMOVE EXST 
GRAVEL STOP & 
FASCIA, TYP

EXST MECH ROOM 
ROOF BEYOND

D01

REMOVE & REPLACE EXST 
METAL STAIR & LANDING, 
SEE STRUCTURAL

EXST SURFACE MTD 
COUNTERFLASHING, TYP

REPAIR/REPLACE ROOF MTL COPING
AS REQUIRED FOR STAIR REMOVAL

TEMPORARILY REMOVE & 
REPLACE EXST EXPANSION 
JOINT CURB COVER TO 
FACILITATE ROOF COATING 
WORK, TYP

EXST SURFACE MTD 
COUNTERFLASHING, TYP

D07

TEMPORARILY 
REMOVE & REPLACE 
EXST EXPANSION 
JOINT CURB COVER 
TO FACILITATE ROOF 
COATING WORK, TYP

REPAIR EXST METAL STAIR 
& LANDING, TYP, 
SEE STRUCTURAL

TEMPORARILY RELOCATE 
EXST CONDUIT TO 
FACILITATE ROOFING 
WORK, TYP, SEE ELEC

EXST SURFACE MTD 
COUNTERFLASHING, TYP

D07

EXST SHEET METAL 
COUNTERFLASHING AT 
LOW WALL, TYP

D07

EXST SHEET METAL 
COUNTERFLASHING, 
TYP

REMOVE & 
REPLACE EXST 
METAL 
DOWNSPOUT & 
SPLASHBLOCK, 
TYP

REMOVE ROOF 
DRAIN (RD) & 
OVERFLOW DRAIN 
(OFD) COVER, 
INSTALL RETROFIT 
DRAIN TYP, SEE 
MECH

TEMPORARILY 
RELOCATE EXST 
CONDUIT TO 
FACILITATE 
ROOFING 
WORK, TYP, SEE 
ELEC

EXST CONDUIT, 
TYP, SEE ELEC

D02

D07
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DB DB HL, CN BG

A-502

SCALE: NTS2
MECHANICAL PIPES & SUPPORTS

SCALE: NTS1
SHEET METAL FLASHING & COUNTER FLASHING

SCALE: NTS3
SHEET METAL COUNTER FLASHING

SCALE: NTS4
METAL STAIR

SCALE: NTS5
EXPANSION JOINT CURB

SCALE: NTS6
EXPANSION JOINT CURB

SCALE: NTS7
METAL STAIR

SCALE: NTS8
SHEET METAL COUNTER FLASHING

SCALE: NTS9
ROOF & OVERFLOW DRAIN



REMOVE AND REPLACE 
EXST SKYLIGHT ON CURB, 
TYP

EXST ROOF VENT, 
TYP

EXST MECH EQUIP 
ROOM

EXST GUTTER & 
DOWNSPOUT TO 
REMAIN, TYP

REMOVE & REPLACE 
EXST DOWNSPOUT, 
TYP

EXST ROOF EAVE, 
TO REMAIN, TYP

REPLACE EXST METAL 
STAIR & LANDING, TYP, 
SEE STRUCTURAL

EXST ELEC CONDUIT. 
TEMPORARILY REMOVE 
EXST UNISTRUT AND ROOF 
PAD SUPPORTS. 
PROPERLY SHORE TO 
FACILITATE REROOFING 
WORK. SEE ELEC.

INFILL OPEN PORTION OF
EXST MTL GUARDRAIL, 
SEE STRUC

D01

REPLACE MTL 
FLASHING ON CURB,
TYP

REPLACE MECH 
EQUIP ROOM MTL 
DOOR

REMOVE & REPLACE 
DOWNSPOUT & SPLASH 
BLOCK, TYP

EXST PIPE COLUMN 
ON CONC CURB, TYP

EXST MECH EQUIP 
ROOM

REMOVE ROOF 
MEMBRANE AND 
FLASHING TO 
EXPOSE EXST ROOF 
CURB, REINSTALL 
FLASHING, TYP

D03

D03

REMOVE AND 
REPLACE EXST 
GUTTER & 
DOWNSPOUT, TYP

D01

EXST STRUCTURE 
(NIC)

TEMPORARILY REMOVE 
EXST UNISTRUT AND ROOF 
PAD SUPPORTS OF EXST 
ELEC CONDUITS. 
PROPERLY SHORE TO 
FACILITATE REROOFING 
WORK. ADJUST HEIGHT OF 
SUPPORTS AS REQD FOR 
NEW ROOF, TYP.,
SEE ELEC.

D01

D05

TEMPORARILY REMOVE EXST
SUPPORTS. PROPERLY SHORE
TO FACILITATE REROOFING WORK.
ADJUST HEIGHT OF SUPPORT AS 
REQD FOR NEW ROOF, TYP.,
SEE MECH

D05

EXST SIGNAGE 
ON CONC 
PEDESTAL WITH 
METAL FLASHING

LIMIT OF EXST CONC 
ROOF, REMOVE ROOF 
MEMBRANE TO EXPOSE 
CONC ROOF DECK

D01

D03

EXST METAL STAIR & 
LANDING, TYP

REMOVE ROOF MEMBRANE 
& FLASHING TO EXPOSE 
EXST ROOF CURB, TYP

EXST STRUCTURE, NIC

EXST ROOF DRAIN (RD), 
TYP OF 2

D01

EXST METAL STAIR 
& LANDING, TYP

REMOVE ROOF MEMBRANE 
& FLASHING TO EXPOSE 
EXST ROOF CURB, TYP

EXST STRUCTURE, NIC

EXST ROOF DRAIN,
TYP OF 2, SEE MECH

D01
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SCALE: NTS1
SKYLIGHT

SCALE: NTS2
METAL STAIR

SCALE: NTS3
CONC CURB

SCALE: NTS4
DOWNSPOUT & SPLASHBLOCK

SCALE: NTS5
ROOF EAVE & GUTTER

SCALE: NTS6
MECHANICAL PIPES & SUPPORTS

SCALE: NTS7
SIGNAGE

SCALE: NTS8
STAIR

SCALE: NTS9
ROOF DRAIN



EXST RAILING, NIC

TEMPORARILY REMOVE EXST 
UNISTRUT AND ROOF PAD 
SUPPORTS. PROPERLY 
SHORE TO FACILITATE 
REROOFING WORK. ADJUST 
HEIGHT OF SUPPORTS AS 
REQD FOR NEW ROOF, TYP., 
SEE ELEC.

EXST ROOF DRAIN, 
TYP OF 2, SEE 
MECH

EXST MECH EQPT, 
NIC

D05

TEMPORARILY REMOVE EXST 
SUPPORTS. PROPERLY SHORE 
TO FACILITATE REROOFING 
WORK. ADJUST HEIGHT OF 
SUPPORTS AS REQD FOR NEW 
ROOF, TYP., SEE MECH.

D05

D01

EXST METAL POST, TYP

REMOVE & REPLACE 
EXST PARAPET MET 
COPING & FASCIA, 
TYP

REMOVE & REPLACE 
EXST METAL 
GUTTER AND 
DOWNSPOUT, TYP

REMOVE & REPLACE  
EXST FLASHING, TYP

EXST WALL MTD 
PIPE, TYP

REMOVE & 
REPLACE EXST 
METAL GUTTER, 
TYP

EXST EXPANSION
JOINT (NIC)

EXST RAILING, 
NIC

LIMIT OF EXST 
CONC ROOF

EXST SPALLING
AT LOWER CONC WALL,
TYP, SEE STRUC

EXST MTL FLASHING
WHERE IT OCCURS,
TYP

EXST CHILLED
WATER STRUCTURE,
NIC

EXST SPALLING,
SEE STRUCTURAL

REMOVE & REPLACE
GUTTER

REMOVE & REPLACE
MTL FLASHING

EXST ROOF PARAPET

REMOVE EXST 
MTL STAIR &
PLATFORM

PATCH  AREA OF EXST 
CANT  BEFORE 
APPLICATION OF ROOF 
COATING

CLEAN & PREP EXST 
ROOF TO FACILITATE 
APPLICATION OF
ROOF COATING

D07

REMOVE MTL
LANDING, REPLACE
W/ FRP LANDING, 
PATCH EXST ROOF 
CURB FLASHING 

UPPER ROOF,
NIC

CUT 38" WIDE OPENING IN EXST
10"X4" STEEL RAIL FOR NEW FRP
STAIR. PATCH & PAINT AREAS
WHERE COATING IS DAMAGED,
SEE STRUC

D07
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SCALE: NTS1
ROOF DRAIN

SCALE: NTS2
FLASHING

SCALE: NTS3
GUTTER

SCALE: NTS4
EXPANSION JOINT @ CONC ROOF

SCALE: NTS5
CONC SPALL

SCALE: NTS6
CONC SPALL

SCALE: NTS7
STAIR

SCALE: NTS8
STAIR LANDING

SCALE: NTS9
GUARDRAIL



ANTENNA OWNER TO 
TEMPORARILY REMOVE & 
REINSTALL EXST 
ANTENNA TO FACILITATE 
ROOFING WORK, SEE 
ELEC

REMOVE & REPLACE EXST 
COPING, TYP

REMOVE EXST ROOF 
VENT, TYP

REMOVE EXST ROOF 
DRAIN & OVERFLOW 
DRAIN COVERS, INSTALL 
RETROFIT DRAIN, TYP, 
SEE  MECH

REMOVE & REPLACE EXST 
SURFACE MOUNTED 
COUNTER FLASHING, TYP

EXST CONC FASCIA, TYP

D01

REMOVE & REPLACE EXST 
COPING, TYP

REMOVE & REPLACE 
EXST SURFACE 
MOUNTED COUNTER 
FLASHING, TYP

EXST MECH ROOM 
(NIC)

REMOVE EXST ROOF VENT 
(RV), TYP

REMOVE & REINSTALL EXST 
MECH EQUIP ON CURB W/ 
INTEGRAL FLASHING, TYP

EXST VTR, TYP

REMOVE ROOF MEMBRANE 
& FLASHING TO EXPOSE 
EXST ROOF CURB, TYP

D01

D06

EXST MECH ROOM 
SHAFT LOUVER, NIC

REMOVE & REPLACE 
EXST COPING, TYP

REMOVE & REPLACE 
EXST SURFACE 
MOUNTED COUNTER 
FLASHING, TYP

D01

EXST STRUCTURE (NIC)

EXST SATELLITE DISH 
MOUNTED ON PARAPET TO 
BE TEMPORARILY 
REMOVED & REINSTALLED 
BY OWNER, SEE ELEC 
DO NOT ANCHOR TO 
METAL COPING

REMOVE EXST COPING, 
TYP

D01

REMOVE & 
REINSTALL EXST 
MECH EQUIP ON 
CURB W/ INTEGRAL 
FLASHING, TYP

D06

REMOVE ROOF 
MEMBRANE & 
FLASHING TO 
EXPOSE EXST 
ROOF CURB, TYP

D03

REPLACE ROOF DRAIN 
(RD), TYP, SEE MECH

REMOVE & REPLACE EXST 
COPING, TYP

D01

REMOVE & REINSTALL 
EXST MECH EQUIP ON 
CURB W/ INTEGRAL 
FLASHING, TYP

D06

REMOVE 
ROOF 
MEMBRANE & 
FLASHING TO 
EXPOSE EXST 
ROOF CURB, 
TYP

D03

EXST STRUCTURE (NIC)

TEMPORARILY REMOVE & 
REINSTALL MECH DUCT TO 
FACILITATE ROOFING 
WORK, TYP

D04

EXST MECH EQUIP 
ON CURB W/ 
INTEGRAL FLASHING, 
TYP

D06

REMOVE ROOF MEMBRANE 
& FLASHING TO EXPOSE 
EXST ROOF CURB, TYP

D03

D01

EXST PIPE SUPPORT
TO REMAIN, REMOVE
PITCH POCKET, TYP

EXST STRUCTURE (NIC)

EXST MECH ROOM 
SHAFT (NIC)

D01

EXST MECH EQUIP ON 
CURB W/ INTEGRAL 
FLASHING WITH 
METAL ENCLOSURE 

D06

REMOVE ROOF MEMBRANE 
& FLASHING TO EXPOSE 
EXST ROOF CURB, TYP

D03

REMOVE & REINSTALL
EXST MTL ENCLOSURE TO 
FACILITATE REROOFING WORK

EXST MECH LOUVER, NIC

EXST BEAM WITH 
METAL COPING TO 
REMAIN, NIC

EXST SATELLITE DISH 
ON SURFACE MOUNTED 
CMU BALLAST. OWNER 
TO TEMPORARILY 
REMOVE & REINSTALL 
EXST SATELLITE DISH 
TO FACILITATE 
ROOFING WORK, TYP, 
SEE ELEC

EXST ROOF DRAIN, NIC

EXST MECH EQUIP 
ON CURB W/ 
INTEGRAL FLASHING, 
TYP

REMOVE & REPLACE 
EXST COPING, TYP

EXST LOWER ROOF, NIC

D01

D06

REMOVE ROOF MEMBRANE 
& FLASHING TO EXPOSE 
EXST ROOF CURB, TYP

D03

REMOVE & REPLACE EXST 
SURFACE MOUNTED
COUNTER FLASHING

REMOVE & 
REPLACE EXST MTL
FLASHING

D01
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SCALE: NTS1
ANTENNA

SCALE: NTS2
COUNTERFLASHING

SCALE: NTS4
COUNTERFLASHING

SCALE: NTS6
SATELLITE DISH

SCALE: NTS7
MECHANICAL EQUIPMENT

SCALE: NTS8
MECHANICAL EQUIPMENT

SCALE: NTS9
MECHANICAL EQUIPMENT

SCALE: NTS5
COPING ON ROOF CURB

SCALE: NTS3
COUNTERFLASHING



EXST ROOF EQUIP 
ON CURB TO 
REMAIN, TYP

EXST GUTTER, 
DOWNSPOUT & 
SPLASH PAN TO 
REMAIN

EXST SCUPPER, 
DOWNSPOUT & SPLASH 
PAN TO REMAIN, TYP

EXST LOUVER TO 
REMAIN, TYP

TEMPORARILY REMOVE 
& REINSTALL EXST 
COPING FLASHING TO 
FACILITATE ROOF 
COATING WORK, TYP

SPALL REPAIR,
SEE STRUCTURAL

EXST LOUVER TO 
REMAIN

EXST GUTTER, 
DOWNSPOUT & 
SPLASH PAN TO 
REMAIN

EXST SCUPPER, 
CONDUCTOR HEAD, 
DOWNSPOUT & 
SPLASH PAN TO 
REMAIN, TYP

TEMPORARILY REMOVE 
& REINSTALL EXST 
COPING FLASHING TO 
FACILITATE ROOF 
COATING WORK, TYP

EXST GOOSENECK 
ROOF VENT TO 
REMAIN

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF 
ROOF COATING, TYP

REMOVE EXST ROOF 
DRAIN (RD) & 
OVERFLOW DRAIN
(OFD) COVER, TYP, 
SEE MECH

EXST MECH EQUIP ON 
CURB TO REMAIN, TYP

EXST ROOF COPING 
& FLASHING, TYP

EXST CONC PARAPET 
WALL

EXST COUNTER 
FLASHING

EXST MECH 
GOOSENECK ON 
CURB TO REMAIN, 
TYP

D02

CLEAN & PREP EXST ROOF 
SURFACE TO FACILITATE 
APPLICATION OF ROOF
COATING

D07

D07

REMOVE EXST ROOF 
DRAIN (RD) COVER, 
INSTALL RETROFIT 
ROOF DRAIN, TYP, 
SEE MECH

EXST PV SYSTEM, 
TYP, NIC

D02

REMOVE ROOF DRAIN 
(RD) COVER, INSTALL 
RETROFIT ROOF 
DRAIN, TYP, SEE MECH

REMOVE & REPLACE 
EXST OVERFLOW 
DRAIN COVERS, TYP.

REMOVE EXST 
ROOF VENT (RV), 
TYP

D01

D02

REMOVE & REPLACE
MTL COPING, TYP

REMOVE EXST SURFACE 
MOUNTED COUNTER 
FLASHING, TYP

REPLACE EXST SHEET 
METAL CURB CAP @ EXST 
ROOF OPENING, TYP

REMOVE ROOF MEMBRANE 
AND FLASHING TO EXPOSE 
EXST ROOF CURB, TYP

REPLACE COUNTER 
FLASHING, TYP

(E) STRUCTURE, NIC

D01

D03

REMOVE EXST GRAVEL
STOP AND FASCIA, TYP

REMOVE EXST ROOF DRAIN
COVER, INSTALL RETROFIT
ROOF DRAIN

EXST
DOWNSPOUT , NIC

D01

REMOVE EXST
CONT FLASHING
& COUNTER 
FLASHING,
TYP

REMOVE EXST FASCIA

REMOVE EXST CONT
FLASHING & COUNTER
FLASHING, TYP

D01

REMOVE & REPLACE
EXST COPING, TYP

REMOVE & REPLACE
EXST OVERFLOW
DRAIN COVER, TYP

D01

REMOVE ROOF
DRAIN (RD) COVER,
AND INSTALL
RETROFIT DRAIN,
TYP, SEE MECH

D02
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SCALE: NTS5
BLDG 344

SCALE: NTS4
BLDG 344

SCALE: NTS3
BLDG 352

SCALE: NTS6
BLDG 344 ROOF DRAIN

SCALE: NTS9
ROOF DRAIN & OVERFLOW DRAIN

SCALE: NTS7
BLDG 363 CURB COVER

SCALE: NTS1
BLDG 346 FASCIA & ROOF DRAIN

SCALE: NTS2
BLDG 346 FLASHING

SCALE: NTS8
BLDG 363 ROOF DRAIN & OVERFLOW DRAIN



TEMPORARILY REMOVE 
& REINSTALL EXST 
ANTENNA TO 
FACILITATE ROOFING 
WORK, TYP

EXST GUTTER, TYP

TEMPORARILY 
REMOVE & 
REINSTALL EXST 
CONDUIT, TYP

TEMPORARILY 
REMOVE & REINSTALL 
EXST ANTENNA TO 
FACILITATE ROOFING 
WORK, TYP

EXST GUTTER, 
TYP

TEMPORARILY 
REMOVE & REINSTALL 
EXST CONDUIT TO 
FACILITATE ROOFING 
WORK, TYP

D07

EXST UPPER 
SHED

EXST STRUCTURAL 
FRAMING, PAINTED, 
TYP, SEE STRUCTURAL

EXST COPING ON 
PARAPET WALL, NIC

APPLY ROOF 
COATING OVER 
EXST ROOF 
ASSEMBLY AT 
LIGHT WELL BELOW

MAIN ROOF & 
GUTTER, NIC

EXST PIPES, NIC

EXST UPPER SHED

EXST STRUCTURAL 
FRAMING, PAINTED, 
TYP, SEE 
STRUCTURAL

EXST MECH 
GOOSENECK VENT 
WITH BASE FLASHING

EXST MAIN ROOF 
GUTTER & 
DOWNSPOUT, NIC

EXST PIPES TO 
REMAIN

REMOVE & REPLACE 
EXST ROOF DRAIN 
COVER, TYP 

EXST CONC COLUMN 

D07

EXST DOOR, NIC

EXST DOWNSPOUT (NIC)

TEMPORARILY 
REMOVE & 
REINSTALL EXST 
CURB SST CAP 
FLASHING TO 
FACILITATE ROOF 
COATING WORK, TYP 

REMOVE & REINSTALL 
EXST CONC 
SPLASHBLOCK, TYP

D07

EXST DOWNSPOUT
(NIC)

TEMPORARILY REMOVE 
& REINSTALL EXST SST 
WINDOW SILL & 
SURFACE MOUNTED SST 
COUNTERFLASHING TO 
FACILITATE ROOF 
COATING WORK, TYP 

REMOVE & 
REINSTALL EXST 
CONC SPLASHBLOCK, 
TYP 

D07

EXST DOOR 
FRAME, NIC

TEMPORARILY 
REMOVE & 
REINSTALL 
EXST CURB 
SST CAP 
FLASHING TO 
FACILITATE 
ROOF 
COATING 
WORK, TYP 

D07

TEMPORARILY 
REMOVE & 
REINSTALL 
EXST  SST 
COUNTER-
FLASHING TO 
FACILITATE 
ROOF 
COATING 
WORK, TYP 

REMOVE & REPLACE 
EXST ROOF (RD) 
COVER, TYP

D07

TEMPORARILY REMOVE &
REINSTALL SST WINDOW 
SILL FLASHING TO 
FACILITATE ROOF COATING
WORK, TYP

D07

EXST MTL WINDOW 
FRAME

EXST JALOUSIE
WINDOW
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SCALE: NTS1
UPPER SHED - ANTENNA

SCALE: NTS2
UPPER SHED - ANTENNA

SCALE: NTS3
STRUCTURAL FRAMING

SCALE: NTS4
STRUCTURAL FRAMING

SCALE: NTS5
DOOR CURB CAP FLASHING

SCALE: NTS6
COUNTERFLASHING

SCALE: NTS7
DOOR CURB CAP FLASHING

SCALE: NTS9
ROOF DRAIN

SCALE: NTS8
SST WINDOW SILL FLASHING



REPLACE ROOF DRAIN 
(RD) & OVERFLOW DRAIN 
(OFD) COVER, TYP,
SEE MECH

EXST MECH EQUIP ON 
SUPPORTS, TYP

EXST MECH DUCT 
RISER WITH 
COUNTERFLASHING 
ON CURB

EXST GUTTER, 
DOWNSPOUT & 
SPLASHBLOCK, TYP

D02

D07

REPLACE ROOF DRAIN 
(RD) & OVERFLOW DRAIN 
(OFD) COVER, TYP,
SEE MECH

EXST COUNTERFLASHING, 
TYP

EXST GUTTER, 
DOWNSPOUT & 
SPLASHBLOCK, TYP

EXST CRIPPLE WALL 
WITH EXPANSION 
JOINT COVERS

D02

D07

REMOVE (E) ROOF 
DRAIN COVER, TYP
SEE MECH

REMOVE & REPLACE 
EXST 
COUNTERFLASHING, 
TYP

D02

D01

D07

EXST 
COUNTERFLASHING
TO REMAIN

HATCH INDICATES AREA
OF ROOFING TO BE 
REMOVED

REPLACE ROOF DRAIN 
(RD) & OVERFLOW 
DRAIN (OFD) COVER, 
TYP, SEE MECH

EXST MECH EQUIP ON 
SUPPORTS, TYP

EXST MECH DUCT 
RISER WITH 
COUNTERFLASHING 
ON CURB

EXST METAL 
STAIR ON CURB

EXST 
COUNTERFLASHING, 
TYP

THIRD FLOOR 
UPPER ROOF

EXST METAL 
GUTTER, TYP

EXST BRIDGE 
ABOVE

D07

D02

EXST GUTTER TYP

EXST CRIPPLE WALL WITH 
EXPANSION JOINT COVERS

EXST 
COUNTERFLASHING, 
TYP

D07

EXST WINDOW AT 
ADMIN BLDG, NIC

REMOVE EXST 
COUNTERFLASHING, 
TYP

D01

EXST WALL MOUNTED 
COUNTERFLASHING 
AT ROOF TRANSITION 
TO REMAIN

REMOVE EXST WALL 
MOUNTED 
COUNTERFLASHING 
AT ROOF TRANSITION, 
TYP

D07

HATCH INDICATES
AREA OF ROOFING
TO BE REMOVED

D01

HATCH INDICATES
AREA OF ROOFING
TO BE REMOVED

D07

D01

REMOVE (E) ROOF 
DRAIN COVER, TYP 
SEE MECH

D02

REMOVE & 
REPLACE
EXST COUNTER-
FLASHING IN 
HATCHED AREA,
TYP

EXST WALL MOUNTED
COUNTERFLASHING
TO REMAIN, TYP
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DB DB HL, CN BG
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SCALE: NTS1
ROOF & OVERFLOW DRAIN

SCALE: NTS2
COUNTERFLASHING

SCALE: NTS3
ROOF DRAIN & COUNTERFLASHING

SCALE: NTS4
ROOF & OVERFLOW DRAIN

SCALE: NTS5
CRIPPLE WALL & EXPANSION JOINT

SCALE: NTS6
COUNTERFLASHING @ WINDOW

SCALE: NTS7
COUNTERFLASHING @ TRANSITION

SCALE: NTS8
ROOF REMOVAL



TEMPORARILY REMOVE & 
RESINSTALL EXST SURFACE 
MOUNTED DUCT SUPPORT TO 
FACILITATE APPLICATION OF 
ROOF COATING, TYP

EXST 
COUNTERFLASHING, 
TYP

REMOVE AND 
REPLACE EXST 
EXPANSION JOINT 
COVER ON ROOF 
CURB, TYP

D07

D05

EXST MEMBRANE, CUT OUT 
WRINKLES & PREPARE 
SUBSTRATE TO INSTALL NEW 
BASE & CAP SHEET AS SPEC, 
TYP

EXST BASE 
FLASHING OVER 
EXPANSION JOINT 
COVER, TYP

EXST WALKING 
PADS, TYP

EXST SURFACE 
MOUNTED 
COUNTERFLASHING, 
TYP 

TEMPORARILY 
REMOVE & 
REINSTALL EXST 
CAP FLASHING TO 
FACILITATE ROOF 
COATING WORK, 
TYP

D07

TEMPORARILY REMOVE & 
REINSTALL EXST SURFACE 
MOUNTED DUCT SUPPORT TO 
FACILITATE APPLICATION OF 
ROOF COATING, TYP

EXST 
COUNTERFLASHING, 
TYP

D07

D05

REMOVE & 
REPLACE EXST 
METAL COPING & 
EXPANSION JOINT 
COVER ON ROOF 
CURB, TYP

EXST WALKING 
PADS, TYP

EXST GUTTER TO 
REMAIN, TYP 

TEMPORARILY 
REMOVE & 
RESINSTALL EXST 
SURFACE MOUNTED 
DUCT SUPPORT TO 
FACILITATE 
APPLICATION OF 
ROOF COATING, TYP.

D07

D05

EXST PYRAMID 
SKYLIGHT, NIC

THIRD FLOOR 
LOWER ROOF 
BELOW

REPLACE ROOF 
DRAIN (RD) COVER, 
TYP, SEE MECH

D02

D07

EXST ATRIUM PYRAMID 
SKYLIGHT TO REMAIN, 
NIC

REPLACE ROOF 
DRAIN (RD) COVER, 
TYP, SEE MECH

EXST SATELLITE DISH 
ON SURFACE 
MOUNTED CMU 
BALLAST TO BE 
TEMPORARILY 
REMOVED & 
REINSTALLED BY 
OWNER

EXST GOOSENECK 
ROOF VENT TO 
REMAIN

REPLACE ROOF 
DRAIN (RD) COVER, 
TYP, SEE MECH

TEMPORARILY REMOVE 
& REINSTALL EXST CAP 
FLASHING TO 
FACILITATE ROOF 
COATING WORK, TYP

D02

D02

D07

EXST PYRAMID 
SKYLIGHT TO REMAIN, 
NIC

REPLACE ROOF 
DRAIN (RD) COVER, 
TYP, SEE MECH

EXST GOOSENECK  
ROOF VENT TO 
REMAIN

TEMPORARILY 
REMOVE & 
REINSTALL EXST CAP 
FLASHING TO 
FACILITATE ROOF 
COATING WORK, TYP

D02

D07

D07

EXST PEDESTRIAN 
BRIDGE, NIC

EXST RAILING TO BE 
REPAIRED AND PAINTED, 
SEE STRUCTURAL

EXST PEDESTRIAN 
BRIDGE, NIC

EXST RAILING TO BE 
REPAIRED AND PAINTED, 
SEE STRUCTURAL
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SCALE: NTS1
MECH EQUIPMENT

SCALE: NTS3
MEMBRANE DAMAGE

SCALE: NTS2
MECH EQUIPMENT

SCALE: NTS4
MECH EQUIPMENT

SCALE: NTS5
SKYLIGHT ROOF

SCALE: NTS6

ELEVATOR & STAIR ROOF @
ATRIUM PYRAMID SKYLIGHT ROOF

SCALE: NTS7
SKYLIGHT ROOF

SCALE: NTS8
STAIR RAILING

SCALE: NTS9
STAIR RAILING



EXST METAL STAIR & 
RAILING

REMOVE ROOF VENT 
(RV)

EXST PERIMETER 
COPING, TYP

STAIR ROOF, REMOVE EXST 
CAP SHEET ROOFING AND 
PREPARE SUBSTRATE IN 
ACCORDANCE WITH FLUID 
APPLIED ROOFING 
MANUFACTURES 
INSTRUCTIONS

D01

D01

REPAIR EXST METAL 
STAIR & RAILING, 
SEE STRUCTURAL

EXST DOOR, TYP

REMOVE & REPLACE 
WALL MOUNTED 
COUNTER FLASHING, 
TYP

EXST SHEET METAL 
ENCLOSURE OVER 
ROOF CURB

D01
D03

EXST LOUVER (NIC)

REPAIR EXST METAL 
STAIR SUPPORT,
SEE STRUCTURAL

EXST DAVIT (DV) 
MOUNTED ON 
PARAPET WALL, TYP

REMOVE & REPLACE 
WALL MOUNTED 
COUNTERFLASHING, 
TYP

D01

D03

REMOVE PITCH
POCKET, TYP

EXST DOOR, TYP

REMOVE & REPLACE 
WALL MOUNTED 
COUNTER FLASHING, 
TYP

REMOVE & REINSTALL 
SHEET MTL CURB CAP 

D01

D03

REMOVE ROOF 
MEMBRANE & 
FLASHING TO EXPOSE
EXST ROOF CURB, 
TYP 

REMOVE & REINSTALL 
METAL THRESHOLD 
TO FACILITATE 
ROOFING WORK, TYP

REMOVE & REPLACE 
FLASHING @ DOOR 
OPENING, TYP

D01

D02

EXST ELEC PANEL 
MOUNTED ON 
PARAPET WALL, 
TYP, SEE ELEC

EXST DAVIT (DV) 
MOUNTED ON 
PARAPET WALL, 
TYP

(E) STAIR & 
RAILING

D01

REMOVE EXST 
PARAPET / WALL 
MTD ROOF EQPT 
STL SUPPORT, 
SEE STRUCTURAL

EXST WALL 
MOUNTED ELEC 
PANEL, TYP, SEE 
ELEC

REMOVE EXST 
CHILLER & 
CHEMICAL POT 
FILLER, SEE MECH

REMOVE PITCH 
POCKET, TYP 

D01

D03

REMOVE EXST 
STEEL SUPPORT, 
TYP, SEE 
STRUCTURAL

REMOVE MECH 
EQUIP, TYP, 
SEE MECH 

REPLACE EXST 
WEATHER HEAD,
SEE ELEC

EXST PERIMETER 
COPING, TYP

EXST DAVIT (DV) 
MOUNTED ON 
PARAPET WALL, TYP

D03

D01 REMOVE PITCH
POCKET, TYP

REMOVE STEEL FRAME,
PATCH WALL & PAINT 
TO MATCH , TYP

EXST DAVIT (DV) 
MOUNTED ON 
PARAPET WALL, TYP

EXST STANDPIPE, 
TYP

EXST PERIMETER 
COPING, TYP

REMOVE & REPLACE  
WALL MOUNTED 
COUNTER FLASHING, 
TYP

D01

D03
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SCALE: NTS1
COVERED STAIR ROOF

SCALE: NTS2
METAL STAIR

SCALE: NTS3
METAL STAIR

SCALE: NTS4
DOOR

SCALE: NTS5
DOOR THRESHOLD

SCALE: NTS6
ELECTRICAL PANEL

SCALE: NTS7
MECH EQUIP STEEL SUPPORTS

SCALE: NTS8
MECH EQUIP STEEL SUPPORTS

SCALE: NTS9
STANDPIPE



EXST WALL MTD 
PIPES, TYP

REMOVE & 
REINSTALL EXST 
CONDUIT ON CMU 
BALLAST, TYP, 
SEE ELEC

EXST GUARDRAIL, 
REMOVE PITCH 
POCKET, TYP

EXST VTR, TYP

REMOVE AND 
REINSTALL EXST MECH 
EQUIP ON CURB W/ 
METAL FLASHING, TYP

EXST CONDUIT, 
REMOVE PITCH 
POCKET

REMOVE EXST 
ROOF VENT (RV), 
TYP

REPLACE EXST SHEET 
METAL CURB CAP @ 
EXST ROOF OPENING

REMOVE ROOF 
MEMBRANE AND 
FLASHING TO EXPOSE 
EXST ROOF CURB

D01 D03

D06

D03

REMOVE & REPLACE 
WALL MTD 
COUNTERFLASHING, 
TYP

EXST WALL MTD ELEC 
PANEL, SEE ELEC

EXST CONDUIT, TYP, 
SEE ELEC

D01

REMOVE & REPLACE 
WALL MTD 
COUNTERFLASHING, 
TYP

EXST CONDUIT, TYP, 
SEE ELEC

D01

EXST DOWNSPOUT & 
GUTTER, TYP OF 2

EXST GUARDRAIL, 
REMOVE PITCH 
POCKET, TYP

EXST HOSE BIBB, 
REMOVE PITCH 
POCKET

REMOVE EXST ROOF 
VENT (RV), TYP

EXST LADDER, TYP

D01

REMOVE & REPLACE 
EXST SPLASH BLOCK, TYP

REMOVE & REPLACE
MTL COUNTERFLASHING,
TYP

EXST VTR, TYP

REMOVE AND 
REINSTALL EXST MECH 
EQUIP ON CURB W/ 
METAL FLASHING, TYP

EXST CONDUIT, 
REMOVE NEOPRENE 
BOOT

D01 D06

D03

EXST MET 
STAIR, TYP

REMOVE AND 
REINSTALL EXST MECH 
EQUIP, TYP

EXST ELEC PANEL, 
TYP

EXST CONDUIT MTD 
ABOVE 
COUNTERFLASHING, TYPD01

D03

REMOVE & REPLACE WALL MTD
COUNTERFLASHING, TYP

REMOVE AND 
REINSTALL EXST 
ANTENNA, SEE ELEC, 
TYP

EXST WALL MTD 
ELEC PANEL, TYP

REMOVE & REINSTALL 
EXST CONDUIT TO 
FACILITATE ROOFING 
WORK, TYP,
SEE ELEC

EXST GUARDRAIL, 
REMOVE PITCH POCKET, 
TYP

REMOVE & REPLACE 
EXST ROOF DRAIN (RD), 
TYP, SEE MECH

D01

D02

REMOVE & REPLACE
MTL COUNTERFLASHING,
TYP

REMOVE & 
REINSTALL 
EXST 
CONDUIT, TYP,
SEE ELEC

EXST STANDPIPE,
REMOVE PITCH 
POCKET

EXST GUARDRAIL, 
REMOVE PITCH 
POCKET, TYP

EXST GUARDRAIL, 
REMOVE PITCH 
POCKET, TYP

D03

D01

EXST METAL STAIR, TYP

D01

D03
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SCALE: NTS1
CONDUIT ON CMU BALLAST

SCALE: NTS2
ELECTRICAL PANEL

SCALE: NTS3
CONDUIT FROM CAB

SCALE: NTS4
DOWNSPOUT & HOSE BIBB

SCALE: NTS5
MECHANICAL EQUIPMENT

SCALE: NTS6
MECHANICAL EQUIPMENT

SCALE: NTS7
ANTENNA

SCALE: NTS8
STANDPIPE

SCALE: NTS9
STAIR



EXST ELEC EQPT,
SEE ELEC,  TYP

EXST CONDUIT, REMOVE 
PITCH POCKET, SEE ELEC, 
TYP

REMOVE & REINSTALL 
EXST CONDUIT TO 
FACILITATE ROOFING 
WORK, SEE ELEC

EXST EQPT ON STL 
FRAMING, REMOVE 
PITCH POCKETS, TYP

D01

D03

D03

EXST WEATHERHEAD, 
SEE ELEC, TYP

EXST CONDUIT, 
REMOVE  PITCH 
POCKET, SEE 
ELEC, TYP

EXST CONDUIT, REMOVE 
PITCH POCKET, SEE 
ELEC, TYP

EXST EQPT ON STL 
FRAMING, REMOVE 
PITCH POCKETS, TYP

EXST LADDER, TYP

D01

D03

D03

D03

EXST WEATHERHEAD, 
REMOVE PITCH POCKET, TYP

EXST CONDUIT, REMOVE 
PITCH POCKET, TYP

EXST GUARDRAIL, REMOVE  
PITCH POCKET, TYP

D01

D03

D03

D03

EXST EQPT ON STL 
FRAMING, REMOVE 
PITCH POCKETS, TYP

EXST CONDUIT, 
REMOVE PITCH 
POCKET, SEE 
ELEC, TYP

EXST GUARDRAIL, 
TYP

D01

D03

D03

EXST LADDER

EXST CONDUIT, 
REMOVE PITCH 
POCKET, SEE 
ELEC, TYP

EXST 
GUARDRAIL, 
REMOVE PITCH 
POCKET, TYP

EXST 
WEATHERHEAD, 
REMOVE PITCH 
POCKET, SEE 
ELEC, TYP

D01

D03

D03

D03

EXST GUARDRAIL, 
TYP

EXST WEEPHOLE, 
TYP

D01

D03

EXST 
GUARDRAIL, 
REMOVE PITCH 
POCKET, TYP

EXST 
WEEPHOLE, TYP

D01

D03

D03

EXST INSULATED 
LINES TO BE 
REMOVED, CAP 
AT EXTERIOR 
WALL, SEE MECH

EXST 
INSULATED 
LINE TO 
REMAIN

D01

EXST
PARAPET
COPING

REMOVE PITCH
POCKET, TYP

EXST ACCU TO
REMAIN

REMOVE
EXST
CHILLER &
CHEMICAL
POT
FILLER,
SEE MECH

D03

D01
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SCALE: NTS1
CONDUIT

SCALE: NTS2
WEATHERHEAD

SCALE: NTS3
CONDUIT

SCALE: NTS4
ELECTRICAL EQUIPMENT

SCALE: NTS5
LADDER

SCALE: NTS6
WEEPHOLE

SCALE: NTS7
WEEPHOLE

SCALE: NTS8
BLDG 336 10TH FLR - MECH PIPES

SCALE: NTS9
BLDG 336 - 10TH FLR - ACCU



EXST GOOSENECK 
ROOF VENT TO 
REMAIN

EXST GUTTER, 
DOWNSPOUT & 
SPLASH PAN TO 
REMAIN, TYP

EXST SCUPPER, 
CONDUCTOR HEAD, 
DOWNSPOUT & 
SPLASH PAN TO 
REMAIN, TYP

REMOVE EXST ROOF 
DRAIN (RD) COVER & 
OVERFLOW DRAIN (OFD) 
COVER, TYP, SEE MECH

EXST RAISED PIPE 
ON MTL SUPPORTS 
(NIC)

TEMPORARILY REMOVE 
& REINSTALL EXST 
CONTINUOUS FLASHING 
TO FACILITATE ROOF 
COATING WORK, TYP

D02

EXST MECH EQUIP TO 
REMAIN, TYP (NIC)

TEMPORARILY REMOVE & 
REINSTALL EXST CONTINUOUS 
FLASHING TO FACILITATE 
ROOF COATING WORK, TYP

REMOVE EXST ROOF 
DRAIN (RD) COVER & 
OVERFLOW DRAIN (OFD) 
COVER, TYP, SEE MECH

EXST RAISED PIPE 
ON MTL SUPPORTS, 
TYP (NIC)

EXST CONDUCTOR 
HEAD & 
DOWNSPOUT, TYP

D02

EXST SCUPPER, TYP

TEMPORARILY REMOVE & 
REINSTALL EXST 
CONTINUOUS FLASHING TO 
FACILITATE ROOF COATING 
WORK, TYP

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

D03

D07

EXST GOOSENECK 
ROOF VENT TO 
REMAIN

TEMPORARILY 
REMOVE & REINSTALL 
EXST CONTINUOUS 
FLASHING TO 
FACILITATE ROOF 
COATING WORK, TYP

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

D07

EXST SPALLING, 
SEE STRUCTURAL

EXST DOWNSPOUT 
& SPLASHPAN

EXST GUTTER, 
DOWNSPOUT & 
SPLASHPAN

REMOVE EXST ROOF 
DRAIN (RD) COVER & 
OVERFLOW DRAIN 
(OFD) COVER, TYP, 
SEE MECH

EXST RAISED PIPES 
ON MTL SUPPORTS, 
TYP (NIC)

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

D07D02

EXST DOWNSPOUT 
& SPLASHPAN

EXST GUTTER, 
DOWNSPOUT & 
SPLASHPAN

EXST RAISED PIPE 
ON MTL SUPPORTS, 
TYP (NIC)

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

D07

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

EXST SCUPPER 
TO REMAIN, 
TYP

D07

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

EXST LOUVER 
TO REMAIN, TYP

D07

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

EXST LOUVER 
TO REMAIN, TYP 

EXST 
DOWNSPOUT & 
SPLASHPAN

EXST GUTTER, 
DOWNSPOUT & 
SPLASHPAN

EXST RAISED PIPE 
ON MTL SUPPORTS, 
TYP (NIC)

D07
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SCALE: NTS1
ELEVATOR & STAIR ROOFS

SCALE: NTS2
CONDUCTOR HEAD

SCALE: NTS3
CAP FLASHING

SCALE: NTS4
GOOSENECK ROOF VENT

SCALE: NTS5
SPALLING

SCALE: NTS6
DOWNSPOUT & SPLASH PAN

SCALE: NTS7
SCUPPER

SCALE: NTS8
LOUVER

SCALE: NTS9
DOWNSPOUT & SPLASH PAN



EXST WALL MTD 
COUNTER FLASHING, 
TYP

EXST MET FASCIA, 
TYP

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

D07

EXST MET FASCIA & 
GUTTER, TYP

EXST MET FASCIA, 
TYP

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

EXST MET FASCIA & 
GUTTER, TYP

EXST EXPANSION JOINT 
COVER ASSEMBLY 
CURB, TYP

D07

EXST MET FASCIA & 
GUTTER, TYP

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

EXST WALL MTD 
COUNTER FLASHING, 
TYP

D07

EXST MET FASCIA & 
GUTTER, TYP

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

EXST WIKI WIKI 
LEVEL

D07

EXST WALL MTD 
COUNTER FLASHING, 
TYP

REPAIR EXST MET 
FASCIA, TYP, SEE 
STRUCTURAL

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

D07

REPAIR EXST MET 
FASCIA, TYP, SEE 
STRUCTURAL

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING 

D07

EXST CONC 
ROADWAY 

EXST
SIDEWALK

REMOVE & REPLACE
EXPANSION JOINT
SEALANT

EXST ROADTOP
ROOF DRAIN (RTD)

EXST CONC ROADWAY

REMOVE & REPLACE
EXPANSION JOINT
SEALANT

EXST ROADTOP ROOF
DRAIN (RTD)

EXST EXPANSION JOINT
COVER (NIC)

EXST SIDEWALK
CURB

EXST CONC
SIDEWALK

EXST
DOWNSPOUT
(NIC)

REMOVE &
REPLACE
EXPANSION
JOINT SEALANT

EXST CONC
ROADWAY
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A-514

SCALE: NTS1
BLDG 343 - COUNTER FLASHING

SCALE: NTS2
BLDG 343 - GUTTER & FASCIA

SCALE: NTS3
BLDG 343 - GUTTER & FASCIA

SCALE: NTS4
BLDG 343 - GUTTER & FASCIA

SCALE: NTS5
BLDG 343 - FASCIA

SCALE: NTS6
BLDG 343 - COUNTER FLASHING

SCALE: NTS7
BLDG 341 - EXPANSION JOINT @ W20

SCALE: NTS9
BLDG 341 - EXPANSION JOINT  @ W26

 12" = 1'-0"8
BLDG 341 - EXPANSION JOINT  @ W26



REPLACE EXST
ROOF DRAIN DOME
& CLAMPING RING,
TYP

EXST OVERFLOW
DRAIN, TYP

EXST ROAD CANOPY (NIC) 
OVERLAP, SEE

D02

CLEAN & PREP EXST
ROOF SURFACE TO
FACILITATE APPLICATION
OF ROOF COATING

D07

EXST CONC COLUMN

EXST PEDESTRIAN BRIDGE
(NIC)

//1 A-5151 A-515

EXST ROAD CANOPY
(NIC)

REPLACE EXST
ROOF DRAIN DOME
& CLAMPING RING,
TYP REMOVE & REPLACE EXST

BIRD SPIKES

EXST DOWNSPOUT
TO REMAIN, TYP

D02

CLEAN & PREP EXST ROOF
SURFACE TO FACILITATE
APPLICATION OF ROOF COATING

D07

REMOVE & REINSTALL
EXST CONDUITS,
SEE               , SIM, TYP

EXST ELEVATED
CHILL WATER LINES,
TYP (NIC)

D05

CLEAN & PREP EXST
ROOF SURFACE TO
FACILITATE APPLICATION
OF ROOF COATING

D07

//7 A-5197 A-519

ROAD CANOPY FLASHING (NIC) 

CANOPY EXTENDS
APPROX 6"
BENEATH ROAD 
CANOPY, SEE

CLEAN & PREP
EXST ROOF
SURFACE TO 
FACILITATE 
APPLICATION OF 
ROOF COATING

D07

//3 A-5293 A-529
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SCALE: NTS2
CANOPY TYPE 1C

SCALE: NTS3
CANOPY TYPE 1D

SCALE: NTS4
CANOPY @ E01 & W01

SCALE: NTS1
CANOPY - ROAD CANOPY OVERLAP



EXST SCUPPER

REMOVE & REINSTALL
CONDUIT TO FACILITATE 
APPLICATION OF ROOF 
COATING, SEE ELEC

REMOVE & REINSTALL
EXST DOWNSPOUT,
TYP

REMOVE EXST
ROOF DRAIN COVER

D02

CLEAN & PREP EXST ROOF
SURFACE TO FACILITATE
APPLICATION OF ROOF COATING

D07

EXST MECH EQUIP
MOUNTED TO EXST 
CONC COLUMN

D03

CLEAN & PREP EXST
ROOF SURFACE TO
FACILITATE 
APPLICATION
OF ROOF COATING

D07

PROVIDE PROPER
ROOF SUPPORT,
SEE 

D05

//8 A-5198 A-519

EXST MECH EQUIP

CLEAN & PREP EXST ROOF
SURFACE TO FACILITATE
APPLICATION OF ROOF COATING

D07D03

REMOVE ROOF DRAIN
COVER, INSTALL RETROFIT 
ROOF DRAIN

REMOVE & REINSTALL
EXST CONDUIT, SEE
               , SIM, SEE 
ALSO ELEC

EXST RD DOWNSPOUT

EXST OFD DOWNSPOUT
EXST SCUPPER &
DOWNSPOUT

REMOVE & REINSTALL
ELEC CONDUITS,
SEE ELEC

D02

CLEAN & PREP EXST
ROOF SURFACE TO
FACILITATE APPLICATION
OF ROOF COATING

D07

//7 A-5197 A-519

REMOVE & REINSTALL 
HORIZONTAL PIPE TO 
FACILITATE 
APPLICATION OF ROOF 
COATING, TYP

REMOVE & REINSTALL
EXST ELEC CONDUIT,
SEE                ,
SEE ALSO ELEC

EXST ROOF DRAIN
DOWNSPOUT, TYP

EXST OVERFLOW
ROOF DRAIN 
DOWNSPOUT, TYP

REMOVE & REINSTALL
EXST LIGHT FIXTURE, TYP,
SEE ELEC

REMOVE EXST ROOF DRAIN
COVER & INSTALL RETROFIT
ROOF DRAIN, TYP, 
SEE MECH

REMOVE & REINSTALL 
PVC DOWNSPOUT PIPE
EXTENSION, SEE
              , SIM, TYP

D02

CLEAN & PREP EXST
ROOF SURFACE TO
FACILITATE APPLICATION
OF ROOF COATING

D07

//7 A-5197 A-519

//8 A-5198 A-519

EXST DOWNSPOUT,
TYP

REMOVE & REINSTALL
EXST SPLASH BLOCK, TYP

EXST ROOF DRAIN
DOWNSPOUT

EXST OVERFLOW
ROOF DRAIN

REMOVE & REINSTALL
EXST CONDUIT, SEE 
              , SIM, SEE ALSO 
ELEC

CLEAN & PREP EXST
ROOF SURFACE TO
FACILITATE APPLICATION
OF ROOF COATING

D07

//7 A-5197 A-519
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A-516SCALE: NTS3
CONDUIT & SCUPPER

SCALE: NTS2
MECHANICAL EQUIPMENT

SCALE: NTS1
MECHANICAL EQUIPMENT

SCALE: NTS4
ROOF DRAIN

SCALE: NTS5
ROOF DRAIN

SCALE: NTS6
CONDUIT



EXST CHILL WATER LINES

SURFACE MOUNTED PIPE
SUPPORTS, TYP

D05

EXST CHILL WATER LINES

D05

BLDG 336 PEDESTRIAN BRIDGE

BLDG 336  UPPER THIRD FLR 
ROOF PARAPET COPING

CLEAN & PREP EXST
ROOF SURFACE TO
FACILITATE APPLICATION
OF ROOF COATING

D07

EXST CHILL WATER LINES

EXST MECH EQUIP

EXST METAL FRAMECLEAN & PREP EXST ROOF
SURFACE TO FACILITATE
ROOF COATING

D07

EXST GOOSENECK
ROOF VENT

CLEAN & PREP EXST
ROOF SURFACE TO 
FACILITATE APPLICATION
OF ROOF COATING

D07

REMOVE & REINSTALL
LIGHT FIXTURE, TYP,
SEE ELEC

CLEAN & PREP EXST 
ROOF SURFACE TO 
FACILITATE 
APPLICATION OF 
ROOF COATING

D07

REPLACE ROOF 
DRAIN (RD) COVER,
SEE MECH

D02

EXST SKYLIGHT
CANOPY ABOVE

EXIST ELEVATED
PIPES ON SURFACE
MOUNTED SUPPORTS

D05

REMOVE & REPLACE
BIRD SPIKES

EXST VTR

D03

CLEAN & PREP EXST
ROOF SURFACE TO
FACILITATE ROOF COATING

D07

REMOVE & REINSTALL
ELEC CONDUIT,
SEE ELEC

REMOVE EXST
ROOF DRAIN (RD)
COVER, SEE MECH

D02
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SCALE: NTS1
CHILLED WATER PIPES

SCALE: NTS2
CHILLED WATER PIPES

SCALE: NTS4
MECHANICAL EQUIPMENT

SCALE: NTS5
GOOSENECK ROOF VENT

SCALE: NTS6
LIGHT FIXTURE & ROOF DRAIN

SCALE: NTS3
BIRD SPIKES

SCALE: NTS7
ELECTRICAL CONDUIT & ROOF DRAIN



EXST GUTTER,
CLEAR OF ALL DEBRIS
AND FOLIAGE

EXST DOWNSPOUT
(NIC)

EXST SKYLIGHT
FLASHING

CLEAN & PREP EXST
ROOF TO FACILITATE
APPLICATION OF
ROOF COATING

D07

EXST GUTTER,
CLEAR OF ALL
DEBRIS & FOLIAGE,
TYP

EXST SKYLIGHT
(NIC)

CLEAN & PREP
EXST ROOF SURFACE
TO FACILITATE 
APPLICATION OF
ROOF COATING

D07

CLEAN & PREP EXST
ROOF SURFACE TO
FACILITATE APPLICATION
OF ROOF COATING

D07

EXST SKYLIGHT,
TYP (NIC)

EXST SKYLIGHT
(NIC)

EXST ATRIUM 
SKYLIGHT (NIC)

EXST GUTTER,
CLEAR OF ALL
DEBRIS AND FOLIAGE,
TYP

CLEAN & PREP ROOF
SURFACE TO 
FACILITATE APPLICATION
OF ROOF COATING, TYP

D07

EXST EXPANSION
JOINT

4

A-528

EXST WIKI WIKI 
ROADWAY

EXST RTD MTL 
GRATE COVER

EXST SIDEWALK

EXST MTL COVER,
REMOVE TO ACCESS 
DRAIN BELOW, TYP 

EXST WIKI WIKI
ROAD

EXST WIKI 
WIKI
ROADWAY

EXST CONC 
SIDEWALK

EXST MTL 
SIDEWALK 
PLATE,
REMOVE TO 
ACCESS RTD 

EXST WIKI 
WIKI 
ROADWAY

EXST 
SIDEWALK

EXST RD MTL 
PLATE
COVER
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SCALE: NTS1
GUTTER

SCALE: NTS2
SKYLIGHT

SCALE: NTS3
SKYLIGHT

SCALE: NTS4
SKYLIGHT - TYPE F

SCALE: NTS5
BLDG 341 - ROAD TOP DRAIN

SCALE: NTS6
BLDG 341 - ROAD TOP DRAIN

SCALE: NTS7
BLDG 342 - ROAD TOP DRAIN

SCALE: NTS8
BLDG 344 - ROAD TOP DRAIN



1 1/2" ±

1/2" (3/4" MAX) DOW RAPID
CURE SILICONE SEALANT. RECESS 1/4"

EXPANSION JOINTCL

BACKER ROD

EXST JOINT FILLER

EXST CONCRETE

EXST COMPRESSION SEAL

EXST WATERSTOP

1/
4"

1/
2"

PLAN

ELEVATION

DOWNSPOUT

4"

2"3"

PRECAST CONC 
SPLASH BLOCK

CENTERLINE OF 
DOWNSPOUT AND 
CONC SPLASH BLOCK

4"

1'
 - 

11
 1

/2
"

FACE OF ROOF

FACE OF WALL

DOWNSPOUT AS 
SPECIFIED

PRECAST CONC 
SPLASH BLOCK

7 7/8"

11 3/4"

1' - 3 3/4"

4"

PROTECTION PAD

1' - 6" OPENING

1" FLANGE

CONCEALED 
PIANO HINGE

HINGE SIDE BACKSTOP FLANGE 
FOR SELF-CLOSURE BY GRAVITY

INTERIOR RELEASE

EXST PLASTER 

SECTION

1 1/2" MTL C
AND HANGER, TYP

INSULATION FLUSH ALLEN/KEY

1" FLANGE

INSULATION FLUSH ALLEN/KEY

CONCEALED 
PIANO HINGE

HINGE SIDE BACKSTOP FLANGE 
FOR SELF-CLOSURE BY GRAVITY

INTERIOR RELEASE

GYP BD CEILING

SECTION

1' - 6" OPENING

1 1/2" MTL  C
AND HANGER, TYP

REPAIR EXST SPALLING 
CONC, SEE STRUCTURAL 

1'
 - 

10
" ±

 (E
)

8 1/2" ± (E)

EXST WALL 

EXST CONC SIDEWALK

EXST CHILLED WATER
STRUCTURE ABOVE

EXST MTL FLASHING, 
WHERE IT OCCURS

2'
 - 

5"
 ±

 (E
)

HD SEAM PLATE AND FASTENER
@ 12" OC MAX

WELD SPLICE

TPO MEMBRANE

TPO ADHESIVE

PROTECTION BOARD OVER TAPERED
RIGID INSULATION, MATCH EXST THICKNESS

EXST MTL DECK

2" MIN
EXST ROOF SYSTEM

PRIMER

SILICONE COATING

SL

MTL CAP FLASHING
W/ CONT CLEATS,
MET-1

SL
SL(E) SL

4 X 4 WD BLOCKING, TYP

1/2" CEMENT BD, TYP

VE
RI

FY

1'
 - 

11
" (

E)

2 X 4 WD STUD

2 X 4 CONT 

4"
 T

YP

TPO MEMBRANE

FASTENERS @ 12" OC, TYP

CONC ANCHORS @ 16" OC

 
1.

6"

 2.
8"

3 1/2"

CONDUIT, 1/2" TO 1 
1/2" MAX, SEE 
ELEC & MECH, TYP

FLUID APPLIED 
ROOFING OVER 
EXST ROOF

RUBBER CONDUIT
SUPPORT

4"

RUBBER CONDUIT SUPPORT

FLUID APPLIED ROOFING
OVER EXST ROOF

GALVANIZED CHANNEL,
SUPPORT SYSTEMS VARIES,
SEE MECH AND ELEC

CONDUIT, SEE MECH AND ELEC

PIPE CLAMP, TYP6"

1/2"

1"

5/8"

3/
4"

5"

CONTINUOUS SEALANT, TYP

FASTENER AS INDICATED

COUNTERFLASHING, 
MET-1, TYP

CONTINUOUS SEALANT, TYP

FASTENER AS INDICATED

COUNTERFLASHING, 
MET-1, TYP

5"
3/

4"
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A-519

SCALE:     6" = 1'-0"

EXPANSION JOINT
2

0 3'' 4"

SCALE: 6" = 1'-0"

2''1"

SCALE:     1 1/2" = 1'-0"

SPLASH BLOCK
3

0 3'' 6'' 9''

SCALE: 3" = 1'-0"

SCALE:     3" = 1'-0"

CEILING DETAIL - ACCESS PANEL PLASTER
4

SCALE:     3" = 1'-0"

CEILING ACCESS PANEL
5

SCALE:     1 1/2" = 1'-0"

BLDG 342 - CONC SPALL
1

SCALE:     3" = 1'-0"

BLDG 336 3RD FLR LOWER ROOF - CURB
6

SCALE:     6" = 1'-0"

MINI PIPEGUARD
7

SCALE:     3" = 1'-0"

RUBBER ROOF SUPPORT
8

1' 1-6"

SCALE: 1-1/2" = 1'-0"

6"0

SCALE:     6" = 1'-0"

COUNTERFLASHING
9SCALE:     6" = 1'-0"

COUNTERFLASHING
10



MINERAL AGGREGATE
SURFACING 

EXST SUBSTRATE PREPARED
PER MANUFACTURERS REQUIREMENTS

PMMA MEMBRANE

PMMA PRIMER
APPLIED TO COVERBOARD

COVERBOARD ADHERED 
TO INSULATION

URETHANE ADHESIVE/ 
HOT ASPHALT

RIGID INSULATION
SECURED/ ADHERED TO SUBSTRATE

PMMA AGGREGATE
SEALING RESIN
(AS SPECIFIED)

AGGREGATE BONDING RESIN
(AS SPECIFIED)

VAPOR BARRIER

PMMA FIELD MEMBRANE

CONTINUOUS BOTTOM PLY OF PMMA 
MEMBRANE @ WALL TO DECK TRANSITION

8"
 M

IN
.

2-PLY MEMBRANE FLASHING, EXTEND
TOP PLY 4" MIN HORIZONTALLY
ONTO FIELD SUBSTRATE

CONTINUOUS SEALANT

FASTENER  W/ NEOPRENE WASHER
AT 12" OC MAX

METAL COUNTERFLASHING, MET-1
SEE

ANGLED RESIN FILL, TYP AT
ALL MEMBRANE TERMINATION POINTS

PROTECTION BOARD OVER RIGID
INSULATION (R-20), OR MATCH EXST THICKNESS

EXST SUBSTRATE

EXST WALL/CURB

2" 2"

2"

//10 A-51910 A-519

VAPOR BARRIER

2"

PMMA FIELD MEMBRANE

CONTINUOUS 4" WIDE STRIP OF MEMBRANE AT WALL TO 
DECK TRANSITION

1-PLY MEMBRANE FLASHING EXTEND 4" MIN. HORIZONTALLY 
ONTO FIELD SUBSTRATE

TERMINATE MEMBRANE AT OUTSIDE EDGE OF WALL

METAL COPING

ASSURE FULL CONTACT OF COMPOSITE W/ SUBSTRATE & 
RESIN SATURATION OF FLEECE IN CORNER AREA

ANGLED RESIN FILL TYPICAL AT ALL MEMBRANE 
TERMINATION POINTS

EXST CURB, PREPARE , LEVEL AND PATCH SUBSTRATE
W/ APPROVED LEVELING COMPOUND PRIOR TO APPLICATION
OF PRIMER & MEMBRANE, TYP

PROVIDE RADIUS CORNER OR CONTINUOUS 4"
WIDE STRIP OF MEMBRANE PRIOR TO FLASHING APPLICATION

PROTECTION BOARD OVER RIGID INSULATION (R-20), OR 
MATCH EXST THICKNESS

EXST SUBSTRATE

VA
RI

ES

5" ±

3/4
"

2" 2"
VAPOR BARRIER

4" 4"

SL

CONC ANCHORS @ 16" OC, COUNTERSINK IN 2X

1"
VA

RI
ES

2 
1/

2"

CONTINUOUS CLEAT, 
FASTENED
6" OC MAX.

1/4" HEM

FIELD MEMBRANE - TURN 
DOWN VERTICAL FACE OF WALL

FASTENERS 4" OC, STAGGERED 1"

MEMBRANE FLASHING-EXTEND FULL
WIDTH OF FLANGE & 4" MIN. ONTO
FIELD MEMBRANE

METAL DRIP EDGE -
PRIME FLANGE W/ PRIMER

4" MIN 4" MIN

3/4
"

CLEAN STEEL PIPE PER MANUF INSTRUCTION,
MEMBRANE SKIRT WRAPPED AROUND MTL
PENETRATION W/ 2" MIN OVERLAP

MEMBRANE COLLAR CUT INSIDE DIA 1/2" 
SMALLER THAN PIPE DIAMETER

FIELD MEMBRANE CUT TIGHT TO 
PENETRATION

RADIAL CUTS TO SKIRT AS REQ'D

ANGLED RESIN FILL AT ALL
MEMBRANE TERMINATION POINTS, TYP

PROTECTION BOARD OVER RIGID INSULATION 
(R-20), OR MATCH EXST THICKNESS

EXST SUBSTRATE

3" (TYP)

6" MIN

8"
 M

IN

1"
 M

IN
.

APPLY PRIMER & EXTEND
1/2" MIN. BEYOND LINE OF 
RESIN FLASHING

4"

VARIES

EX
S T

 V
TR

VA
RI

ES

EXTEND EXST VTR
AS REQDVT

R  
EX

TE
NS

IO
N

VE
RI

FY

TOP OF VTR EXTENSION

VAPOR BARRIER

TOP OUTSIDE CORNER

AS REQ'D
(VARIES) MEMBRANE FLASHING

BOTTOM OUTSIDE CORNERFIELD MEMBRANE

3" MIN.

1" M
IN

EXST DRAIN PIPE

DRAIN INSERT TUBE

RUBBER SEAL

WD NAILER, TYP

EXST DRAIN BOWL

ALUM DOME

CLAMPING RING

ALUM FLANGE

CAST-IN-PLACE-PIPING

6"  MIN. OVERLAP

PMMA FIELD MEMBRANE EXTENDED
6" MIN. OVER DRAIN FLASHING
PROTECTION BOARD OVER TAPERED
RIGID INSULATION (R-20)

VAPOR BARRIER
EXST CONC SUBSTRATE

(1) PLY MEMBRANE FLASHING - EXTEND
INTO PREPARED AND PRIMED PIPE

PMMA TRAFFIC MEMBRANE - EXTEND 
HORIZONTALLY ONTO PREPARED AND 
PRIMED DRAIN BOWL

EXST FLAT DRAIN 

EXST CONC DECK;  PREPARE,
LEVEL & PATCH SUBSTRATE AS 
REQ'D W/ APPROVED LEVELING
COMPOUND PRIOR TO APPLICATION
OF PRIMER & MEMBRANE

PMMA MEMBRANE ASSEMBLY AS 
SPECIFIED

ANGLED RESIN FILL AT
ALL MEMBRANE TERMINATIONS

VAPOR BARRIER

2"

EXST CONC PAD;
PREPARE, LEVEL & PATCH W/ APPROVED 
LEVELING COMPOUND PRIOR TO APPLICATION
OF PRIMER & MEMBRANE, TYP

10" ± (E) 

EXST MTL PIPE COLUMN

EXST ANCHOR BOLTS, TYP

EXST STEEL PLATE

PMMA MEMBRANE ASSEMBLY
AS SPECIFIED

EXST CONC DECK

3 3/4" X 4 3/4"  MTL DOWNSPOUT, MET-1

3"
 ±

 (E
)

2" 2"

ANGLED RESIN FILL, TYP AT 
ALL MEMBRANE TERMINATION POINTS

PMMA TRAFFIC MEMBRANE ASSEMBLY
AS SPECIFIED

VAPOR BARRIER

PMMA MEMBRANE ASSEMBLY AS SPECIFIED

EXST CONC DECK

CONTINUOUS 4" WIDE STRIP OF MEMBRANE 
@ WALL TO DECK TRANSITION

1-PLY MEMBRANE FLASHING, EXTEND
TOP PLY 4" MIN HORIZONTALLY
ONTO FIELD SUBSTRATE

ANGLED RESIN FILL, TYP AT
ALL MEMBRANE TERMINATION POINTS

8"
 M

IN

CONTINUOUS SEALANT

FASTENER  W/ NEOPRENE WASHER
AT 12" OC MAX

METAL COUNTERFLASHING, MET-1
SEE 

CONT BEAD OF WATERBLOCK

SEALANT , APPLY AT EXPOSED
FASTENER, TYP

PMMA TRAFFIC MEMBRANE ASSEMBLY AS 
SPECIFIED

2"

2" 2"

ASSURE FULL CONTACT OF COMPOSITE W/
SUBSTRATE & RESIN SATURATION OF FLEECE
IN CORNER AREA

VAPOR BARRIER

//10 A-51910 A-519

PMMA FIELD MEMBRANE

CONTINUOUS BOTTOM PLY OF MEMBRANE @ 
WALL TO DECK TRANSITION

2-PLY MEMBRANE FLASHING, EXTEND TOP
PLY 4" MIN HORIZONTALLY ONTO FIELD
SUBSTRATE

ANGLED RESIN FILL, TYP AT ALL MEMBRANE
TERMINATION POINTS

PROTECTION BOARD OVER RIGID
INSULATION (R-20), OR MATCH EXST THICKNESS

EXST SUBSTRATE

EXST WALL/CURB, PREPARE, LEVEL & PATCH
SUBSTRATE AS REQ'D W/ APPROVED LEVELING
COMPOUND PRIOR TO APPLICATION OF PRIMER
& MEMBRANE

2" 2"8"
 M

IN

2"

ASSURE FULL CONTACT OF COMPOSITE W/
SUBSTRATE & RESIN SATURATION OF FLEECE
IN CORNER AREA

VAPOR BARRIER

EXST CONC CURB

PMMA MEMBRANE ASSEMBLY AS
SPECIFIED

EXST CONC DECK

CONTINUOUS BOTTOM PLY OF PMMA 
MEMBRANE @ WALL TO DECK 
TRANSITION

1-PLY MEMBRANE FLASHING, EXTEND
TOP PLY 4" MIN HORIZONTALLY
ONTO FIELD SUBSTRATE

ANGLED RESIN FILL, TYP AT
ALL MEMBRANE TERMINATION POINTS

EXST SHT MTL FLASHING

CONT SEALANT

EXST MTL SIGN POST

PMMA TRAFFIC MEMBRANE ASSEMBLY
AS SPECIFIED

1' - 0" ± (E)

2" 2"

2"

VAPOR BARRIER

1'
 - 

0"
 ±

 (E
)

ANGLED RESIN FILL, TYP AT
ALL MEMBRANE TERMINATION POINTS

PMMA MEMBRANE ASSEMBLY AS SPECIFIED

CONTINUOUS 4" WIDE BOTTOM PLY OF 
MEMBRANE @ WALL TO DECK TRANSITION

1-PLY MEMBRANE FLASHING, EXTEND
TOP PLY 4" MIN HORIZONTALLY
ONTO FIELD SUBSTRATE

ANGLED RESIN FILL, TYP AT
ALL MEMBRANE TERMINATION POINTS

EXST CONC DECK 

EXST  WALL/CURB

2" 2"

PMMA TRAFFIC MEMBRANE ASSEMBLY AS
SPECIFIED

VAPOR BARRIER 

4 
1/

2"

6"

6"
 (E

)

EXST MTL STRINGER

ANGLED RESIN FILL TYPICAL AT 
ALL MEMBRANE TERMINATION POINTS

EXST CONC FILL

8"
 (E

)

CONTINUOUS 4" WIDE STRIP OF MEMBRANE 
@ WALL TO DECK TRANSITION

1-PLY MEMBRANE FLASHING, EXTEND 4" MIN 
HORIZONTALLY ONTO FIELD SUBSTRATE  

PMMA MEMBRANE ASSEMBLY AS
SPECIFIED

EXST CONC DECK

2" 2"

2"

PMMA TRAFFIC MEMBRANE 
ASSEMBLY AS SPECIFIED

VAPOR BARRIER

PMMA TRAFFIC MEMBRANE 
ASSEMBLY AS SPECIFIED

EXST CONC DECK

PMMA MEMBRANE 
ASSEMBLY AS SPECIFIED

ALUM PROFILE JOINT
AT MEMBRANE TERMINATION

EXST JOINT
EXST CONC
BEAM

VAPOR BARRIER

1/
8"

4 
1/

2"
 ±

 (E
)

2" 2"

EXST CONC DECK

PMMA MEMBRANE ASSEMBLY
AS SPECIFIED

PMMA TRAFFIC COAT ASSEMBLY
AS SPECIFIED

9" ± (E)

3"3/4"

7"
 ±

 (E
)

CONT SEALANT

CONT 4" WIDE STRIP OF
MEMBRANE @ WALL TO 
DECK TRANSITION

MEMBRANE FLASHING
EXTEND 4" MIN HORIZONTALLY

EXST WALL

FASTENER W/ NEOPRENE
WASHER @ 12" OC

MTL FLASHING,
MET-1

2"

CONC ANCHOR @ 12" OC
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NTS

PMAA ROOFING SYSTEM
1

SCALE:     3" = 1'-0"

TWO-PLY BASE FLASHING WITH COUNTERFLASHING
3

SCALE:     3" = 1'-0"

WALL FLASHING WITH COPING CAP - TYPICAL
6

SCALE:     3" = 1'-0"

RAKE FLASHING
8

SCALE:     3" = 1'-0"

VTR / PIPE FLASHING - TYPICAL
10

NTS

CURB PAD ENCAPSULATION FLASHING
5

SCALE:     3" = 1'-0"

RETROFIT DRAIN
4

0 1'' 2"

SCALE: 12" = 1'-0"

0 3'' 4"

SCALE: 6" = 1'-0"

2''1"

SCALE:     6" = 1'-0"

FLAT GRATE DRAIN FLASHING
9SCALE:     3" = 1'-0"

BLDG 342 SECTOR C - PMMA - DOWNSPOUT CURB
13

SCALE:     3" = 1'-0"

BLDG 342 SECTOR C - PMMA - ELEC BLDG COUNTERFLASHING
14 SCALE:     3" = 1'-0"

TWO-PLY BASE FLASHING - TYPICAL
2

SCALE:     3" = 1'-0"

BLDG 342 SECTOR C - PMMA - SIGN CURB
15

SCALE:     3" = 1'-0"

BLDG 342 SECTOR C - PMMA - CONCRETE
16 SCALE:     3" = 1'-0"

BLDG 342 SECTOR C - PMMA - STAIR
12

SCALE:     12" = 1'-0"

PERIMETER FLASHING
11 SCALE:     3" = 1'-0"

BLDG 342 - CURB
7

0 3'' 6'' 9''

SCALE: 3" = 1'-0"



EXST LIGHT WEIGHT
FILLER

EXST MTL DECK

NOTCH EDGE OF 2X8 & APPLY
CONT SEALANT 

2X8 TRIM CONT W/ BEVELED EDGE

PROTECTION BOARD OVER
INSULATION (R-20),
MATCH EXST THICKNESS

FASTENERS 4" OC, STAGGERED 1"

CONT CLEAT

FIELD MEMBRANE - TURN DOWN
VERTICAL FACE

METAL RAKE EDGE-PRIME FLANGE
W/ PRIMER

FASTENERS @ 6" OC

5"
2 

1/
2"

ANGLED RESIN FILL @ ALL
MEMBRANE TERMINATION POINTS, TYP

3/4"

1/4" HEM

WD NAILER, TYP

EXST EXP BOLT @ 48" OC

PMMA MEMBRANE
4" MIN 4"

4"
 M

IN
.

8"
 M

IN

2"

2"

PMMA FIELD MEMBRANE

PROTECTION BOARD OVER
RIGID INSULATION (R-20 MIN),
MATCH EXST INSULATION 
THICKNESS

CONT BOTTOM PLY OF PMMA MEMBRANE
@ WALL TO DECK TRANSITION

2-PLY MEMBRANE FLASHING, EXTEND
TOP OF PLY 4" MIN HORIZONTALLY
ONTO FIELD SUBSTRATE

VAPOR BARRIER

CONT SEALANT

COUNTERFLASHING, MET-1
SEE

EXST LIGHTWEIGHT 
FILLER

EXST CONC PARAPET

SL

2"

EXST CONC DECK

//9 A-5199 A-519

5"

MTL FLASHING (MET-1) W/ CLIPS @ 
12" OC, MATCH EXST FLASHING 
PROFILE EXST MTL DECK

PROTECTION BOARD OVER
TAPERED RIGID INSULATION,
MATCH EXST THICKNESS

EXST MTL FASCIA

EXST INSULATION BOARD

EXST ALUM RAIL BEYOND

4" 4"

3"
 ±

5"
 ±

3/4
"

WD NAILER

ANGLED RESIN FILL @ ALL
MEMBRANE TERMINATION
POINTS, TYP.

5/8" ±

CONTINUOUS 4" WIDE STRIPE OF
MEMBRANE @ WALL DECK TRANSITION

ASSURE FULL CONTACT OF COMPOSITE W/
SUBSTRATE & RESIN SATURATION OF FLEECE

MEMBRANE FLASHING EXTEND 4" MIN. HORIZONTALLY 

7"
 ±

 (E
)

2" 2"

2"

6"
 M

IN

PROTECTION BOARD OVER RIGID 
INSULATION (R-20), MATCH EXST
THICKNESS 

EXST CONC DECK

MTL FLASHING, MATCH EXST PROFILE, SEE //5 A-5105 A-510

EXST THRESHOLD

EXST EXTERIOR DOOR

EXST 4" DEEP X 4" DIA. POCKET
FILLED WITH NON-SHRINK GROUT

EXST 2" X 2" X 1/4" TUBE STEEL, SEE 
STRUCTURAL FOR REPAIR NOTES 

3" (TYP)

8"
 M

IN

1"
 M

IN
.

6" MIN.

SEE                       FOR
REMAINDER OF NOTES

//10 A-52010 A-520

ALUM PROFILE JOINT,
PLACED APPROX 20'X20'
THROUGHOUT ROOF

PMMA TRAFFIC MEMBRANE
ASSEMBLY AS SPECIFIED, TYP

PMMA MEMBRANE ASSEMBLY
AS SPECIFIED, TYP

VAPOR BARRIER

EXST CONC DECK

1/
8"

1"

PMMA MEMBRANE ASSEMBLY AS SPECIFIED

CONTINUOUS 4" WIDE BOTTOM PLY OF 
MEMBRANE @ WALL TO DECK TRANSITION

1-PLY MEMBRANE FLASHING, EXTEND
TOP PLY 4" MIN HORIZONTALLY
ONTO FIELD SUBSTRATE, SEE 

, SIM

ANGLED RESIN FILL, TYP AT
ALL MEMBRANE TERMINATION POINTS

EXST CONC DECK 

EXST  WALL/CURB

2" 2"

PMMA TRAFFIC MEMBRANE ASSEMBLY AS
SPECIFIED

SEE STRUC

2' - 5 1/2" ±

2"

CONC STEP, SEE STRUC

VAPOR BARRIER

4 
1/

2"
 ±

 (E
)

SE
E 

ST
RU

C

3"

8"
 M

IN
.

//5 A-5205 A-520
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SCALE:     3" = 1'-0"

BLDG 336 - 11TH FLR RAKE EDGE - PMMA
1

SCALE:     3" = 1'-0"

BLDG 336 - TENTH FLOOR - WALL FLASHING
2

SCALE:     6" = 1'-0"

BLDG 336 - ANEMOMETER LEVEL
7

SCALE:     3" = 1'-0"

BLDG 336 - 10TH FLR - DOOR SILL FLASHING
3

SCALE:     3" = 1'-0"

BLDG 336 - STAIR SUPPORT
5

0 3'' 4"

SCALE: 6" = 1'-0"

2''1"

0 1'' 2"

SCALE: 12" = 1'-0"

SCALE:     12" = 1'-0"

BLDG 342 - HORIZONTAL PROFILE JOINT
4

SCALE:     3" = 1'-0"

BLDG 342 SECTOR C - CONCRETE STEP
6

0 3'' 6'' 9''

SCALE: 3" = 1'-0"



TPO BONDING ADHESIVE

TPO CURB FLASHING,OR APPROPRIATE MEMBRANE

SEAM PLATE AND FASTENER AT 12" OC MAX

WIDE WELDED SPLICE

TPO MEMBRANE

TPO BONDING ADHESIVE

SEAM PLATE POSITIONED 1/2" BEYOND WALL/CURB,
SEE

EXST WALL/CURB

4" 2" MIN

PROTECTION BOARD OVER RIGID INSULATION,
MATCH EXST THICKNESS

EXST SUBSTRATE

2X WD NAILER, TYP

//2 A-5222 A-522

PO
SI

TI
O

N
 P

LA
TE

 1
/2

" M
IN

.
AB

O
VE

 F
IN

IS
H

ED
 R

O
O

F

TPO CURB FLASHING, OR
APPROPRIATE MEMBRANE

TPO BONDING ADHESIVE

SEAM PLATE AND FASTENER 
AT 12" OC MAX

WIDE WELDED SPLICE

TPO MEMBRANE

TPO BONDING ADHESIVE

TPO MEMBRANE MUST EXTEND 1/2" 
BEYOND SEAM PLATE, SEE 

PROTECTION BOARD OVER RIGID 
INSULATION, MATCH EXST THICKNESS 

EXST SUBSTRATE
4" 2"

3 
1/

2"

EXST WALL/CURB

//2 A-5222 A-522

DECK ATTACHMENT

WALL/CURBWALL/CURB

6" M
AX.6" MAX.

TPO MEMBRANE

1/2" MIN. (TYP.)

SEAM PLATE AND 
FASTENER
AT 12" OC MAX

WALL /CURB WALL/CURB

1/2" MIN.

1-1/4" TO 1-1/2"

WALL/CURB 
ATTACHMENT

TPO MEMBRANE

6" M
AX.6" MAX

USE APPROPRIATE 
TERMINATION DETAIL

USE APPROPRIATE
BASE TIE-IN DETAIL

8" M
IN.

TPO MEMBRANE (FIELD SHEET)

TPO 18" CURB FLASHING 
OR MEMBRANE HEAT 
WELDED TO TPO FIELD 
SHEET

TPO JOINT COVER

PRE-MOLDED TPO INSIDE/OUTSIDE 
CORNER WELDED IN PLACE

TPO JOINT COVER

TIGHT-FIT BACKER 

TPO MEMBRANE OVER 
BONDING ADHESIVE

PROTECTION BOARD OVER
RIGID INSULATION, MATCH
EXST THICKNESS

EXST CONC SUBSTRATE, 
TYP

TPO PRIMER

PREFABRICATED CURB SET 
ON STRUCTURAL SEALANT

BEAD OF STRUCTURAL SEALANT

1" MIN 1" MIN

VARIES

1" 2"

3"

2"

EXST PENETRATION(S), 
TYP

POURABLE SEALANT

1" MIN.
PRIME W/ STRUCTURAL SEALANT, 
TYP.

NON-SHIRKING GROUT

CONTINUOUS BEAD OF SEALANT

CONTINUOUS BEAD OF WATERBLOCK

FASTENER AT 12" OC MAX

CONTINUOUS BEAD OF SEALANT
ALUM TERMINATION BAR

FASTENER W/ NEOPRENE WASHER
AT 12" OC MAX

CONTINUOUS BEAD OF WATERBLOCK

METAL COUNTERFLASHING,
SEE 

TPO MEMBRANE 

TPO BONDING ADHESIVE

EXST WALLS / CURBS
(MASONRY / 
CONCRETE
SUBSTRATE

ONLY)

SEALANT, APPLY AT FASTENER , TYP

//10 A-51910 A-519

USE APPROPRIATE TERMINATION DETAIL

PRE-MOLDED TPO INSIDE/OUTSIDE 
CORNER WELDED IN PLACE

TPO MEMBRANE

TPO FLASHING MEMBRANE

5" W
IDE WELD

3" BTI

8"

USE APPROPRIATE
BASE TIE-IN DETAIL

REINSTALLED EXST ROOF
TOP UNIT (RTU)

1-1/4" HOT DIPPED
GALVANIZED ROOF NAILS
@ 12" OC MAX

WOOD NAILER

INSULATED METAL CURB

TPO MEMBRANE OVER BONDING
ADHESIVE

2" METAL OR HD SEAM PLATE AND 
FASTENER @ 12" OC MAX

WIDE WELD SPLICE

TPO MEMBRANE OVER
BONDING ADHESIVE

COVER BOARD OVER RIGID 
INSUL, MATCH EXST THICKNESS

EXST SUBSTRATE
8"

 M
IN

2" MIN4"

2X WD NAILERS

DECK ATTACHMENT

WALL/CURB ATTACHMENT

WALL WALL

WALL

1-1/4" TO 1-1/2"

1/2" MIN.

6" MAX

6" M
AX 6" MAX

1/2" MIN.

TPO MEMBRANE

6" M
AX

WALL

FASTENER WITH SEAM PLATE
AT 12" OC MAX

TPO MEMBRANE

ALUM DOME

CLAMPING RING

1/2" MIN.

CONT BEAD OF SEALANT

TPO MEMBRANE

PROTECTION BOARD OVER 
TAPERED RIGID INSULATION,
MATCH EXST THICKNESS

WD NAILER, TYP

EXST DRAIN BOWL

EXST DRAIN PIPE

ALUM DRAIN INSERT TUBE

RUBBER SEAL

EXST SUBSTRATE

VAPOR BARRIER

FASTENER PER ROOFING 
MANUFACTURER'S 
RECOMMENDATIONS

WOOD NAILER

EXST CURB

TPO FLASHING OVER 
BONDING ADHESIVE, TYP

3" X 3" CANT STRIP, TYP

TPO MEMBRANE 
OVER BONDING 
ADHESIVE, TYP

COVER BOARD OVER RIGID 
INSUL, MATCH EXST THICKNESS

EXST SUBSTRATE

LAP

6" MIN

VARIES

EXST DUCT

SHT MTL CAP W/ 
DRIP EDGE, MET-1

6" MAX

CONT CLEAT W/ FASTENERS 
@ 12" OC, TYP

WELDED SPLICE, 
TYP

SEAM PLATE AND FASTENER 
AT 12" OC MAX

VERIFY SIZE

VARIES

CU
RB

8"
 M

IN

4"

2X WD 
NAILER, 
TYP

VARIES

EXST DUCT

FASTENER W/ NEOPRENE
WASHER @ 18" OC MAX, TYP

SHT MTL COPING W/ 3/4" 
DRIP EDGE, MET-1, TYP

NOTE:
FOR BALANCE OF NOTES, 
SEE DET //12 A-52212 A-522

4"

WELD TO SCREEN TO COPING 1/4" X 1/4" SHT MTL 
SCREEN WITH 
FRAME, MET-1

SHT MTL COPING ANCHOR 
CLIP, TYP

CU
RB

, T
YP

8"
 M

IN

EXST CURB

VERIFY SIZE

VARIOUS SIZES

TYP

FRAME
VERIFY EXST

VARIES

EXST DUCT

FASTENER W/ NEOPRENE
WASHER @ 18" OC MAX, TYP

NOTE:
FOR BALANCE OF NOTES, 
SEE DET //12 A-52212 A-522

4"

1/4" X 1/4" SHT MTL SCREEN 
WITH FRAME AND DRIP, MET-1

SHT MTL COPING ANCHOR 
CLIP, TYP

CU
RB

, T
YP

8"
 M

IN

EXST CURB

VERIFY SIZE

VARIOUS SIZES

TYP

VERIFY EXST

SHT MTL 2" WIDE 
SUPPORT BAR 
(MET-1) @ 8" OC TO 
SPAN OPENING. 
SPOT WELD TO 
FRAME AND 
SCREEN

WOOD 
NAILER

EXST CURB

LAP

6" MIN

VERIFY SIZE

EXST TRASH CHUTE

SHT MTL BASE 
FLASHING W/ 3/4" 
DRIP EDGE, MET-1

FASTENER W/ 
NEOPRENE WASHER 
@ 18" OC MAX, TYP

6" MAX

CONT CLEAT W/ 
FASTENERS @ 12" OC, 
TYP

VERIFY

VARIES

CU
RB

8"
 M

IN

M
IN

1'
 - 

0" 3'
-0

" M
IN

SHT MET VENT CAP, 
MET-1

SHT MTL CHUTE 
WELDED TO BASE 
FLASHING, MET-1

NOTE:
FOR BALANCE OF NOTES, 
SEE DET //12 A-52212 A-522

INSECT SCREEN

STANDOFF CLIPS PER 
MANUFACTURE'S 
RECOMMENDATIONS 
FASTENED TO CAP AND 
CHUTE INSTALLED AT 
12" OC MAX, TYP

SEALANT, TYP

4"

VERIFY EXST CHUTE SIZE

TPO MEMBRANE OVER
BONDING ADHESIVE

PROTECTION BOARD OVER
RIGID INSULATION, MATCH
EXST THICKNESS

EXST CONC SUBSTRATE

TPO PRIMER

PREFABRICATED CURB SET ON
STRUCTURAL SEALANT
BEAD OF STRUCTURAL SEALANT

1" 2"

2"

EXST MTL SUPPORT ATTACHED 
TO EXST DECK

POURABLE SEALANT

PRIME W/ STRUCTURAL SEALANT 

1" MIN.

3"
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DB DB HL, CN BG

A-522

SCALE:     3" = 1'-0"

BASE TIE-IN WITH HD SEAM PLATES FASTENED
TO DECK - TYPICAL

7

SCALE:     3" = 1'-0"

BASE TIE-IN WITH HD SEAM PLATES FASTENED TO
WALL/CURB - TYPICAL

8

NTS

MEMBRANE SECUREMENT AT OUTSIDE CORNER - TYPICAL
2

NTS

OUTSIDE CORNER - TYPICAL
4

SCALE:     3" = 1'-0"

PENETRATION WITH TPO PENETRATION POCKET - TYPICAL
11

SCALE:     6" = 1'-0"

TERMINATION WITH SURFACE MOUNTED COUNTERFLASHING
AND TERMINATION BAR - TYPICAL

5

NTS

INSIDE CORNER - TYPICAL
3SCALE:     3" = 1'-0"

TERMINATION AT R.T.U. W/ WELDED SPLICE
(UNIT FLANGE MOUNTED TO SUBSTRATE) - TYPICAL

10

SCALE:     6" = 1'-0"

MEMBRANE SECUREMENT AT INSIDE CORNER - TYPICAL
1

SCALE:     3" = 1'-0"

RETROFIT ROOF DRAIN - TYPICAL
6

0 3'' 6'' 9''

SCALE: 3" = 1'-0"

0 3'' 4"

SCALE: 6" = 1'-0"

2''1"

SCALE:     3" = 1'-0"

BLDG 342 - TPO -  CURB W/ METAL CAP
12

SCALE:     3" = 1'-0"

BLDG 342 - TPO -  CURB W/ METAL COPING & SCREEN
13

SCALE:     3" = 1'-0"

BLDG 342 - TPO -  CURB W/ METAL SCEEN
14

SCALE:     3" = 1'-0"

BLDG 342 - TPO -  TRASH CHUTE HOOD
9

SCALE:     3" = 1'-0"

PENETRATION WITH TPO PENETRATION POCKET
15



EXST SKYLIGHT (NIC)

PROTECTION BOARD OVER
TAPERED RIGID INSULATION,
MATCH EXST THICKNESS

EXST MTL ROOF DECKING

EXST CONT ALUM EAVE APRON

TPO MEMBRANE
EXST WD BLOCKING, TYP

EXST STRUC BEAM

EXST 2X2 ANGLE

SL

SEAM PLATE AND FASTENER AT
12" OC MAX

BONDING ADHESIVE

WELDED SPLICE

WD NAILER OUT OF 2X SECURED
TO MTL DECK W/ FASTENER @ 16" OC, TYP

COUNTER FLASHING W/ FASTENER
& NEOPRENE WASHER @ 12" OC
LAP 4" @ JOINTS

4"

3/4
"

APPLY SEALANT AT FASTENER, TYP

TPO MEMBRANE

2" 4"

EXST PLASTER FASCIA, TYP

TPO COATED MTL EDGE 

PROTECTION BOARD OVER TAPERED
RIGID INSULATION , MATCH EXST THICKNESS

SL 1/4" / FT

TREATED 2 X 4 CONT WD NAILER 
SECURED TO MTL DECK W/ 
FASTENERS @ 16" OC

EXST MTL DECK

EXST EVE STRUT

TPO MEMBRANE OVER BONDING ADHESIVE

CONT BEAD OF WATERBLOCK

WIDE WELD TPO MEMBRANE, BOTH SIDES

1/
2"

 M
IN

.

4"

3 1/2" 3"CONT METAL CLEAT W/
FASTENERS @ 12" OC

1'
 - 

1"
 ±

2 
1/

2"

1/
2"

PROTECTION BOARD OVER RIGID INSULATION,
MATCH EXST THICKNESS 

TPO ADHESIVE, TYP

TPO MEMBRANE, TYP

CONT MTL CLEAT W/
FASTENERS @ 12" OC

4 X 6 NAILER

EXST CONC 

SEAM PLATE AND FASTENER AT
12" OC MAX

WELDED SPLICE 

EXST  CONC TOPPING

VAPOR BARRIER

4" 2" MIN

2"
1/4" SL

OUT OF 2X NAILERS

OUT OF 3 X 4

3" WD CANT

EXST 5/8" DIA EXP BOLT @ 
32" OC MAX

WOOD FILLER

MTL FLASHING, MET-1

3 1/4" ±

2 X 6 NAILER

3"

CONC CLEAT W/ FASTENERS @ 12" OC

2"

4"
4"

VAPOR BARRIER

EXIST CONC SUBSTRATE

PROTECTION BOARD  OVER RIGID 
INSULATION (R-20), MATCH EXST THICKNESS

TPO ADHESIVE

TPO MEMBRANE

2" MIN 4"

WELDED SPLICE

SEAM PLATE AND FASTENER
AT 12" OC MAX

1/4" SL

EXST CONC WALL

EXST REGLET,
APPLY CONT. SEALANT,
ENSURE REGELT CONDITION
VIABLE FOR REUSE

CONT MTL CLEAT W/
FASTENERS @ 8" OC

RE-USE EXST EXP JT ROOF ASSEMBLY
COVER PLATE, VINYL WATER STOP & 
WEATHER SEAL

SHT METAL
FLASHING, MET-1

MTL FLASHING (WIDTH TO MATCH EXST),
MET-1

3/4
"

3 X 3

OUT OF 3 X 4

OUT OF 2 X 4

OUT OF 3 X 6

OUT OF 4 X 6

EXST WD BLOCKING

OUT 3 X 4

3" WD CANT

3 X 6

4 X 6

1/2" DIA LAG BOLTS
@ 36" OC

FASTENERS @ 16" OC, 
STAGGERED

1/2" DIA EXP BOLTS
@ 48" OC

3 
1/

4"

1" ± (E)

EXST WD BLOCKING,
TYP

EXST CONT ALUM EAVE APRON

EXST SKYLIGHT  (NIC)

SEAM PLATE  AND FASTENER
AT 12" OC MAX

WELDED SPLICE

EXST MTL DECK

TPO MEMBRANE

TPO BONDING ADHESIVE

PROTECTION BOARD OVER
RIGID INSULATION (R-20),
MATCH EXST THICKNESS

TPO BONDING ADHESIVE

4" 2"

TPO MEMBRANE

4"

COUNTER FLASHING W/ FASTENER
& NEOPRENE WASHER @ 12" OC
LAP 4" @ JOINTS

APPLY SEALANT AT FASTENER, TYP

CONT SEALANT, TYP

WD NAILER OUT OF 2X 
SECURED TO MTL DECK W/ 
FASTENER @ 16" OC, TYP

1'
 - 

3"
 (E

)

PROTECTION BD OVER
RIGID INSUL,MATCH
EXST THICKNESS

EXST MTL DECK

TPO ADHESIVE

TPO MEMBRANE

WELDED SPLICE

SEAM PLATE AND FASTENER
AT 12" OC MAX

SL

2X WD NAILER

1-1/4" HOT DIPPED 
GALVANIZED
ROOF NAILS 
@ 12" OC MAX

CONT CLEAT W/ 
FASTENERS @ 
12" OC

2X NAILER, TYP

SL

MTL CAP FLASHING,
MET-1

2" MIN 4"

TPO MEMBRANE

9 
1/

2"
 ±

CONC ANCHORS @ 16" 
OC, COUNTERSINK IN 2X

4" 3/4
"

EXST SUBSTRATE

GRAVEL STOP

CONTINUOUS BEAD 
WATER BLOCK

TPO COATED METAL 

CONTINUOUS CLEAT 

PROTECTION BOARD 
OVER RIGID INSULATION, 
MATCH EXST THICKNESS

TPO MEMBRANEFASTENERS @ 4" OC, 
STAGGERED 1/2"

FASTENERS @ 4" OC, 
STAGGERED 1/2"

2 X  WD NAILER, TYP

WIDE WELD, BOTH SIDES

EXST WALL

BONDING ADHESIVE

CONTINUOUS SEALANT, TYP
4" MIN 4"

1"
VA

RI
ES

2 
1/

2"

PROTECTION BD OVER
RIGID INSUL. MATCH
EXST THICKNESS

EXST MTL DECK

TPO ADHESIVE

TPO MEMBRANE

WELDED SPLICE

SEAM PLATE AND FASTENER AT 12" OC MAX

SL

2X WD NAILER

1-1/4" HOT DIPPED 
GALVANIZED
ROOF NAILS 
@ 12" OC MAX

CONT CLEAT W/ 
FASTENERS @ 12" OC

2X WD NAILER, TYP

EXST PARAPET

2" 4"

MTL CAP FLASHING,
MET-1

TPO MEMBRANE

9 
1/

2"
 ±

CONC ANCHORS @ 16" 
OC, COUNTERSINK IN 2X

4" 3/4
"

9"
 ±

 (E
)

CONTINUOUS BEAD 
WATER BLOCK

TPO COATED METAL 

FASTENERS @ 6" OC MAX

WIDE WELD, BOTH SIDES

BONDING ADHESIVE

TPO MEMBRANE

PROTECTION BOARD OVER 
TAPERED RIGID INSULATION,
MATCH EXST THICKNESS

EXST MTL DECK

MTL GUTTER,
MET-1

3 3/4"  X 4 3/4" MTL DS,
MET-1

GUTTER SPACER
@ 24 OC

1/8" THK X 2" H
DS BOOT STRAP

EXST MTL 
BEAM

6 
1/

2"

EXST FASCIA BD

4" 2"

2X NAILER, TYP

1/8" X 1" WIDE GUTTER 
BRACKETS @ 36" OC

7"

1"

1"
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SCALE:     3" = 1'-0"

BLDG 342 SECTOR B - SKYLIGHT - TYP EAVE & CURB
1

SCALE:     3" = 1'-0"

BLDG 342 SECTOR B - SKYLIGHT - DRIP EDGE
2SCALE:     3" = 1'-0"

BLDG 346 - ROOF EDGE
8

SCALE:     3" = 1'-0"

BLDG 346 - ROOF JOINT
9

SCALE:     3" = 1'-0"

BLDG 342 SECTOR B - SKYLIGHT - TYP END RAFTER & CURB
4

0 3'' 6'' 9''

SCALE: 3" = 1'-0"

SCALE:     3" = 1'-0"

BLDG 342 - PARAPET
3

SCALE:     3" = 1'-0"

TPO - RAKE DETAIL
5

SCALE:     3" = 1'-0"

BLDG 342 - PARAPET
6

SCALE:     3" = 1'-0"

BLDG 342 - GUTTER
7



REMOVE EXST B.U. ROOF SYSTEM DOWN  
TO ROOF SUBSTRATE.   INCLUDE: WD CANT, 
ROOF  BONDING, ROOFING FLASHING, RIGID 
INSULATION AND VAPOR BARRIER

W34

W35

3RD FLR LEVEL

EXST MTL DECK WITH 
CONC TOPPING

EXST STL BM

EXST CORR ALUM SIDING

REMOVE MET CAP FLASHING 
W/ CONT CLEAT

REMOVE 3 X 6 CONT 

REMOVE 1 1/4" HOT DIPPED GALVANIZED
ROOF NAILS @ 4" OC MAX

EXST 2 X 3 WD STRIPS
@ 24" OC

4"
 (E

)

4"
 (E

)

EXST BOLT @ 4'-0" OC, CUT FLUSH
W/ CONC SURFACE

EXST 3/8" EXP BOLTS TO REMAIN

EXST MTL DECKING

EXST 2" CONC TOPPING

EXST 3/8" X 6" LONG A-BOLTS @ 4'-0" 
OC TO REMAIN

EXST STL BM

REMOVE EXST METAL FLASHING 
WITH SST BAR, FASTENER AND CONT 
SEALANT

REMOVE EXST B.U. ROOF SYSTEM DOWN  TO 
ROOF SUBSTRATE.   INCLUDE: WD CANT, 
ROOF  BONDING, ROOFING FLASHING, RIGID 
INSULATION AND VAPOR BARRIER

REMOVE EXST ROOF FLASHING: 
ROOFING BASE & B.U. ROOFING

REMOVE SEALANT
FROM EXST REGLET

3RD FLR LEVEL

EXST MTL DECKING

EXST STL BM

(E) SL

5 1/2" (E)

EXST CORR ALUM
SIDING

REMOVE EXST SHEET METAL 
COPING WITH CONT SHEET 
METAL CLIP, FASTENERS, AND 
WD NAILER

(E) SL

EXST CONC 

EXST 2 X 3 WD STRIPS
@ 24" OC

4"
  (

E)

REMOVE EXST B.U. ROOF SYSTEM DOWN  
TO ROOF SUBSTRATE.   INCLUDE: WD CANT, 
ROOF  BONDING, ROOFING FLASHING, RIGID 
INSULATION AND VAPOR BARRIER

EXST BOLT @ 4'-0" OC, CUT FLUSH W/
CONC SURFACE 

L.2

REMOVE EXST SHT MTL CAP FLASH 
W/ CONT CLEATS, AND 3X4 CONT WD 
NAILER W/ ROOF NAILS

REMOVE ROOFING FLASHING WITH 
EXST 3/4" EXT PLY WD AND 30# BLDG 
PAPER

3 
1/

2"
 (E

)

(E) SL

1'
 - 

1 
3/

4"
 ±

 (E
)

5" ± (E)

REMOVE EXST B.U. ROOF SYSTEM DOWN  
TO ROOF SUBSTRATE.   INCLUDE: WD CANT, 
ROOF  BONDING, ROOFING FLASHING, 
RIGID INSULATION AND VAPOR BARRIER

EXST BOLT @ 4'-0" OC, CUT FLUSH
W/ CONC SURFACE

K.2

(E) SL

1' - 0" (E)8" (E)

REMOVE EXST SHT MTL FLASHING,
W/ CONT CLEAT AND 30# BLDG PAPER

REMOVE EXST B.U. ROOF SYSTEM DOWN  
TO ROOF SUBSTRATE.   INCLUDE: WD 
CANT, ROOF  BONDING, ROOFING 
FLASHING, RIGID INSULATION AND VAPOR 
BARRIER

EXST 3/8" EXP BOLTS TO REMAIN

REMOVE SEALANT FROM
EXST REGLET

W30

W39

EXST  MTL DECK

EXST STL BM
EXST PRECAST CONC FASCIA

REMOVE EXST 3/4" EXT PLYWD
W/ 30# BLDG PAPER

REMOVE METAL FLASHING WITH 
EXST ROOFING FLASHING

(E) SL

REMOVE EXST METAL SHEET 
CAP WITH WD NAILER, TYP

3/4" 3 
1/

2"
 (E

)

REMOVE EXST B.U. ROOF SYSTEM DOWN  
TO ROOF SUBSTRATE.   INCLUDE: WD 
CANT, ROOF  BONDING, ROOFING 
FLASHING, RIGID INSULATION AND VAPOR 
BARRIER

EXST 3/8" EXP BOLTS TO 
REMAIN

EXST BOLT @ 4'-0" OC, CUT FLUSH
W/ CONC SURFACE
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SCALE:     3" = 1'-0"

BLDG 363 - CURB FLASHING @ AREAWAY DEMO
3SCALE:     3" = 1'-0"

BLDG 363 - FLASHING @ EXPANSION JOINT DEMO
5 SCALE:     3" = 1'-0"

BLDG 363 - CURB FLASHING @ AREAWAY DEMO
1

SCALE:     3" = 1'-0"

BLDG 363 - LOW ROOF PARAPET FLASHING DEMO
4SCALE:     3" = 1'-0"

BLDG 363 - LOW ROOF WALL FLASHING DEMO
6 SCALE:     3" = 1'-0"

BLDG 363 - PRECAST CONC FASCIA CURB FLASHING DEMO
2

0 3'' 6'' 9''

SCALE: 3" = 1'-0"



COMBINATION OF 2 X 6 TO FIT HEIGHT OF
INSULATION, TYP, CHECK CONDITION OF
BOLTS FOR REUSE

EXST MTL DECKING

EXST 2" CONC TOPPING

3 X 4 WD NAILER W/ EPOXY ANCHORED 3/8" Ø 
BOLT SPACED @ 4'-0" BETWEEN EXST BOLT 
LOCATIONS

SEAM PLATE AND FASTENER @ 12" OC MAX

WELDED SPLICE

TPO BONDING ADHESIVE

TPO MEMBRANE 

VAPOR BARRIER

EXST STL BM

TPO BONDING ADHESIVE

PROTECTION BOARD

TPO MEMBRANE

4"

CONT SEALANT, TYP

1/8" X 3/4" SST BAR, FASTEN
@ 12" OC 

2"

3/4"

4"

2" MIN

2 X 6 WD NAILER

RIGID INSULATION,
MATCH EXST 
THICKNESS

EXST REGLET W/ CONT SEALANT,  ENSURE REGLET 
CONDITION VIABLE FOR REUSE 

3/4"

COUNTERFLASHING, SEE //9 A-5199 A-519

1"

1" ± (E)

FASTENERS @ 12" OC, TYP

VAPOR BARRIER

PROTECTION BOARD
OVER RIGID INSULATION 
TO MATCH EXST
THICKNESS

TPO MEMBRANE 

W34

W35

3RD FLR LEVEL

EXST MTL DECK WITH 
CONC TOPPING

EXST STL BM

EXST CORR ALUM SIDING

TPO BONDING MEMBRANE

SEAM PLATE AND FASTENER
AT 12" OC MAX

WELDED SPLICE MET CAP FLASHING

OUT OF 3 X 8, CONT 

CONT CLEAT W/ 
FASTENERS @ 12" OC, TYP

EXST 2 X 3 WD STRIPS
@ 24" OC

4" 4"

3/4"3/4
"

EPOXY ANCHORED 3/8" Ø BOLT 
@ 4'-0" OC, SPACED BETWEEN 
EXST BOLT LOCATIONS

2X WD NAILER, TYP

2" MIN

6 3/4" ±

TPO
MEMBRANE

3RD FLR LEVEL

EXST MTL DECKING

EXST STL BM

CONT WD NAILER, OUT OF 3 X 8

VAPOR BARRIER

TPO MEMBRANE 

SL

1/2"

SEAM PLATE AND FASTENER AT
12" OC MAX
WELDED SPLICE

TPO BONDING ADHESIVE

PROTECTION BOARD OVER
RIGID INSULATION (R-20),
MATCH EXST THICKNESS

4"

CONT SHEET METAL 
CLIP
WITH FASTENERS @ 
12" OC,
TYP

EXST CORR ALUM
SIDING

SHEET METAL COPING,
MET-1

SL

EXST CONC 

EXST 2 X 3 WD STRIPS
@ 24" OC

4"3/4"3/4"

COMBINATION OF 2 X 6 TO FIT HEIGHT
OF INSULATION, TYP

EPOXY ANCHORED 3/8" Ø
BOLT  @ 4'-0" OC, SPACED 
BETWEEN EXST BOLT
LOCATIONS

4" 2" MIN

5 3/4" ±

TPO MEMBRANE

K.2

VAPOR BARRIER
SL

1' - 0" (E)8" (E)

PROTECTION BOARD OVER
RIGID INSULATION,
MATCH EXST THICKNESS

TPO BONDING ADHESIVE

TPO MEMBRANE

WELDED SPLICE

SEAM PLATE AND FASTENER
AT 12" OC MAX

TERMINATION W/ SURFACE MOUNTED
COUNTERFLASHING AND TERMINATION
BAR, SEE DET

CHECK CONDITION OF
BOLTS FOR REUSE

COMBINATION OF 3 X 6 TO FIT
HEIGHT OF INSULATION, TYP 

//5 A-5225 A-522

EXST REGLET

4" 2"

L.2

SHT MTL CAP FLASH 
FLASHING, MET-1

EPOXY ANCHORED 3/8" Ø BOLT @ 
4'-0" OC, SPACED BETWEEN EXST 
BOLT LOCATIONS

VAPOR BARRIER

PROTECTION BOARD OVER
RIGID INSULATION (R-20),
MATCH EXST THICKNESS

TPO BONDING ADHESIVE

TPO MEMBRANE

4"

SEAM PLATE AND FASTENER
AT 12" OC MAX

WELDED SPLICE TPO MEMBRANE

TPO BONDING ADHESIVE
SL

1'
 - 

1 
3/

4"
 ±

 (E
)

2" MIN 4"

3/4"3/4
"

5" ±

OUT OF 3 X 6

CHECK CONDITION OF
BOLTS FOR REUSE

COMBINATION OF 3 X 6 TO
FIT HEIGHT OF INSULATION,
TYP

4"
TPO
MEMBRANE

CONC CLEAT W/ 
FASTENERS @ 12" OC

W30

W39

EXST  MTL DECK

EXST STL BM
EXST PRECAST CONC FASCIA

EPOXY ANCHORED 3/8" Ø BOLT @ 
4'-0" OC, SPACED BETWEEN EXST 
BOLT LOCATIONS

COMBINATION OF 2 X 6 TO FIT HEIGHT
OF INSULATION, TYP
(THICKNESS VARIES FOR  OTHER 
AREAS OF SIM DETAIL -
SEE ROOF PLAN)

TPO BOND ADHESIVE

TPO MEMBRANE

PROTECTION BOARD
OVER RIGID INSULATION (R-20),
MATCH EXST THICKNESS

TPO BONDING ADHESIVE

TPO MEMBRANE

FASTENER  AND SEAM PLATE AT 12" OC MAX

WELDED SPLICE 

5"
1 

1/
2"

5"

SL

2" 4"

3/4"

4"

4 1/4" ±

3/4
"

CONT WD NAILER, 
OUT OF 3 X 6

TIGHT FIT W/ RIGID 
INSULATION

FASTENERS W/ NEOPRENE WASHERS @ 12" OC

CONT CLIP W/ FASTENERS @ 12" OC

SHEET METAL COPING, MET-1
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SCALE:     3" = 1'-0"

BLDG 363 - FLASHING @ EXPANSION JOINT
5 SCALE:     3" = 1'-0"

BLDG 363 - CURB FLASHING @ AREAWAY
3 SCALE:     3" = 1'-0"

BLDG 363 - CURB FLASHING @ AREAWAY
1

SCALE:     3" = 1'-0"

BLDG 363 - LOW ROOF WALL FLASHING
6 SCALE:     3" = 1'-0"

BLDG 363 - LOW ROOF PARAPET FLASHING
4 SCALE:     3" = 1'-0"

BLDG 363 - PRECAST CONC FASCIA CURB FLASHING
2

0 3'' 6'' 9''

SCALE: 3" = 1'-0"



TAKE ENTIRE SYSTEM
COMPLETELY OVER TOP OF
PARAPET AND TERMINATE
AT LEADING EDGE

PRIMER

SILICONE COATING 

EXST ROOF SYSTEM

EXST PARAPET WALL

EXST SUBSTRATE

EXST CANT

VARIES

1'
 - 

6"

PRIMER

SILICONE COATING 

EXST ROOF SYSTEM

EXST PARAPET WALL

EXST SUBSTRATE

EXST CANT

4"

3/4"

VARIES

VA
RI

ES

SHT MTL COPING, MET-1

CONT CLEAT W/ FASTENERS 
@ 12" OC

EXST WD NAILER

SILICONE COATING

PIPE WRAP

EXST ROOFING SYSTEM

PLAN VIEW

EXST METAL OR PLASTIC 
VENT PIPE

STORM COLLAR, 
IF REQUIRED

SILICONE COATING SYSTEM

PRIMER

EXISTING ROOFING SYSTEM

PIPE WRAP

SECTION VIEW

4"
 M

IN

8" MIN

8" MIN

EXST SCUPPER

SILICONE COATING
COAT ENTIRE SCUPPER TO 
LEADING EDGE

PRIMER 

EXST ROOF DECK

EXST ROOF SYSTEM

EXST CONDUCTOR HEAD

EXISTING PIPE BOOT

PRIMER

SILICONE COATING

SILICONE SEALANT, TYP

2"
 T

YP

EXST PIPE

EXST FASTENER

2" TYP

EXST ROOF SYSTEM

SEALANT

EXST ROOFING SYSTEM

EXST DRIP EDGE METAL

EXST ROOFING SUBSTRATE

PRIMER 

4"
 ±

 (E
)

2" MIN 2" MIN

SILICONE COATING, WRAP
DRIP EDGE 

EXST WD NAILER

K

EXST GYP PLASTER CEILING
& SOFFIT, TYP

SKYLIGHT AS SPEC

SILICONE COATING

EXST GYPSUM PLASTER, TYP

PRIMER

EXST ROOFING 
MEMBRANE

SAFETY CAGE AS SPEC

13

A-526

3' - 0" (E)

EXST DRAIN PIPE

ALUM DRAIN INSERT TUBE

RUBBER SEAL

EXST DRAIN BOWL

ALUM DOME

CLAMPING RING

ALUM FLANGE

1/2" MIN.

CONT BEAD OF SEALANT

CAST-IN-PLACE-PIPING

EXST SUBSTRATE

SILICONE COATING

PRIMER

SEALANT

2" MIN

EXST ROOF SYSTEM

WD NAILER AS REQ'D 
AROUND RETROFIT 
DRAIN W/ ANCHORS 
@ 6" OC

SILICONE TOP COAT

PRIMER

EXST ROOFING SYSTEM

BASE COAT

REINFORCING FABRIC

7"
 ±

 (E
)

EXST METAL ROOF DECK

EXST ROOF SYSTEM

EXST SHEET METAL COUNTER
FLASHING

PRIMER

SILICONE COATING

EXST CEMENT PLASTER WALL

PRIMER, TYP

SILICONE COATING, TYP

EXST BUILT UP ROOFING
OVER RIGID INSULATION

EXST ROOF VENT

EXST MTL DECK 

4"
 ±

 (E
)

EXST POST OR PIPE 
PENETRATION

SILICONE COATING

PRIMER

EXST PITCH PAN
W/ FILLER

EXST ROOF

2"
 ±

 (E
)

1" ± (E) 1" ± (E)

ACRYLIC OUTER DOME

ACRYLIC INNER DOME

SEALANT AS REQ'D

CONDENSATE WEEP HOLES

SILICONE COATING

PRIMER

EXST ROOFING MEMBRANE

EXTERNAL SAFETY CAGE

ALUMINUM RETAINER CAP

ALUMINUM CURB FRAME

2" x 2" x 1/8" THK. CONTINUOUS
ANGLE ATTACHED TO 
SKYLIGHT RETAINER CAP

3" LG. SAFETY CAGE CLIP
ATTACHED TO CONTINUOUS
ANGLE, CAPTURING BOTTOM
HORIZONTAL WIRE OF SAFETY 
CAGE

CONDENSATE 
PROVISION

SANTOPRENE 
THERMOPLASTIC
GASKET (UL LISTED)

EXST DRAIN PIPE

ALUM DRAIN INSERT TUBE

RUBBER SEAL

EXST DRAIN BOWL

ALUM DOME

CLAMPING RING

ALUM FLANGE

1/2" MIN.

CAST-IN-PLACE-PIPING

EXST SUBSTRATE

SILICONE COATING

PRIMER

SEALANT
2" MIN

EXST ROOF SYSTEM

2"
 M

IN

WD NAILER AS REQ'D 
AROUND RETROFIT 
DRAIN W/ ANCHORS 
@ 6" OC
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SCALE:     3" = 1'-0"

EDGE PARAPET WALL DETAIL - TYPICAL
3

SCALE:     3" = 1'-0"

PARAPET WALL DETAIL - TYPICAL
2

SCALE:     3" = 1'-0"

PIPE PENETRATION DETAIL
5

SCALE:     1 1/2" = 1'-0"

SCUPPER DETAIL
8

SCALE:     3" = 1'-0"

PIPE BOOT DETAIL
14

SCALE:     6" = 1'-0"
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